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PLEASE NOTE: The date of this Supplement is for identification purposes only. 
See the History Note Appendix for the adoption and effective dates of the provisions. 

It is suggested that the section number as well as the page number be checked when inserting this material and removing the superseded 
material. In case of doubt, rely on the section numbers rather than the page numbers because the section numbers must run consecutively. 

It is further suggested that the superseded material be retained with this revision record sheet so that the prior wording of any section can 
be easily ascertained. 

Please keep the removed pages with this revision page, for future reference. 

NOTE.  

Due to the fact that the application date for a building permit estab-
lishes the California Building Standards code provisions that are 
effective at the local level, which apply to the plans, specifications, and 
construction for that permit, it is strongly recommended that the 
removed pages be retained for historical reference. 
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MATRIX ADOPTION TABLES-VOLUME 1 

CHAPTER 1—ADMINISTRATION 

ENFORCING AUTHORITY LOCAL BUILDING OFFICIAL 

LOCAL 
FIRE 

OFFICIAL 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

ADOPTING AGENCY CEC CA 

HCD 

GEM DHS OWN 
OSA

AC AGR BOC BSC SS 

OSHPD 

SL SLC 11AC  1 2 
DSA 

1 2 3 4 DOSH• 

Adopt entire UBC 
chapter without 
amendments 

4 

Adopt entire UBC . 
chapter as amended 
(amended sections listed 
below) 

X ' X X X X 
. 

Adopt only those 
sections that are 
listed below 

X X X 
• 

X 
+ 

X X X X X 

• 

X X 

101.1 	 CA X X X X X X X X X X X X X X X 

101.2 	 UBC X X X X X X X X X X X X X X X 

101.2 	 CA X 

101.2.1.1.4 	CA X 

101.3.1 	 CA X X X X X X X X X X X X X X X 

101.4 - 101.4.1 	CA X X. X X X X X X X X X X X X. X 

101.5 	 CA X X X: X • X X X X X X X X X X X 

101.6 	 CA X, X . X X X X X X X ,  X X X X X X 

101.7 	 CA X .  X X X X X X X X X X X X X X 

101.8. 	 CA X X X X X X X X X X X X X . X X 

101.9 	 CA X X X X X X X X X . X X X X X X 

101.9.1 	 CA X X X 

101.9.2 	 CA X X X 

101.11 	 CA • X X X X 

101.12 	 CA X X • X X 

101.13 	 CA X X X 

101.14 	 CA X X X • 

101.15 	 CA • • X 

101.16 	 CA X X X X X X 	' X X X X X X X X X 

101.17 	 CA X X X X X . X X X X X X X X X X X 

101.17.9 	 CA X 

101.17.9.1 	CA X 

101.17.10 	CA X 

101.17.11 	CA • X 

101.17.12 	CA X 

101.17.14 	CA X 

102.1 	. 	 CA X 

102.2 	 CA X ' 

102.2.1 	 CA X ' 

102 9.2. 	 CA X 

103.1 	 CA • 4 4 X 

103.2 	 CA X 

103.2.1 	 CA X 

103.2.2 	 CA X 

104 	 CA X 

104.2.1.1 	 CA X 

104.2.1.1.1 	CA X 

104.2.1.1.2 	, 	CA X 

(Continued) 
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CHAPTER 1—ADMINISTRATION—(Continued) 

ENFORCING AUTHORITY LOCAL BUILDING OFFICIAL 

LOCAL 
FIRE 

OFFICIAL 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

• 

ADOPTING AGENCY CEC CA 

HCD 
DSA 
AC SFM OHS DWR AGR HOC BSC 

DSA 
SS 

OSHPD 

ROSH' SL SLC 1IAC 1 2 1 2 3 4 

104.2.1.1.3 CA X 

104.2.3.1 CA X X 
104.2.8.1 CA X 
104.2.8.1.1 CA X 
104.2.8.1.2 CA X • i 

104.2.8.2 CA X 

165.1.1 CA• + + X 
106.2 CA X 
106.3.3.1 - 106.3.3.4 CA + . X 

106.4.1 CA X 
106.4.2.1 CA X • • 
107.1.1 CA X 
107.1.2 CA X 

107.6.1 CA + • X 
108 - 108.5.1 UBC X 
108.1.1 CA X 

108.5.1 CA X 

108.5.2 CA X • 
l08.5.3 CA X 

108.5.4 - 108.8 UBC X 

108.5.4 CA • X 
. 

108.5.5 CA X 

108.5.6 CA X 

108.6 UBC X • • 

109 UBC • . • X 
*DOSH has not adopted the 1997 edition of the Uniform B gilding Code. The 1995 edi ion of the California Building Code remains effective. 
The • designation indicates that the State Fire Marsha 's adoption of this chapter or individual sections is applicable tostructures subject to HCD 1 and/or HCD 2. 
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CHAPTER 31C—RADIATION 

' 
ENFORCING AUTHORITY 

. 
LOCAL BUILDING OFFICIAL 

LOCAL 
FIRE 

OFFICIAL 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

ADOPTING AGENCY CEC CA 

HCD 
DSA 
AC SFM OHS DWR AGR BOC BSC 

DSA
SS 

OSHPD 

DOSH' SL 1/AC 1 2 1 2 3 4 

Adopt entire 
California chapter 

X 

*DOSH has not adopted the 1997 edition of the Uniform Building Code. The 1995 edition of the California Build!, g Code remains effective. 
The • designation indicates that the State Fire Marshal's adoption of this chapter or individual sections is applicable tostructures subject to HCD 1 and/or HCD 2. 

CHAPTER 31D—FOOD ESTABLISHMENTS 

ENFORCING AUTHORITY LOCAL BUILDING OFFICIAL 

LOCAL 
FIRE 

OFFICIAL 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

ADOPTING AGENCY CEC CA 

HCD 
DSA 
AC SFM DHS 

DSA 
 DWR AGR BCC BSC SS 

OSHPD 

DOSH' SL 1/AC 1 2 1 2 3 4 

Adopt entire 
California chapter 

• X 

_ 
*DOSH has not adopted the 1997 edition of tile Uniform Building Code. The 1995 edition of the California Build!, g Code remains effective. 
The + designation indicates that the State•Fire Marshal's adoption of this chapter or individual sections is applicable tostructures subject to HCD 1 and/or HCD 2. 

CHAPTER 31E—TENTS AND MEMBRANE STRUCTURES 

ENFORCING AUTHORITY LOCAL BUILDING OFFICIAL 

LOCAL 
FIRE 

OFFICIAL 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

ADOPTING AGENCY CEC CA 

HCD 
DSA 
AC SFM DHS DWR AGR BOO BSC 

USA 
ss 

OSHPD 

DOSH* SL 1/AC 1 	• 2 1 2 3 4 

Adopt entire 
California chapter 

X 

*DOSH has not adopted the 1997 edition of the Uniform Building Code. The 1995 edition of the California Buildir g Code remlins effective. 
The 1 designation indicates that the State Fire Marshal's adoption of this chapter or individual sections is applicable tostructures subject to HCD I and/or HCD 2. 

CHAPTER 31F—MARINE OIL TERMINALS 

ENFORCING AUTHORITY LOCAL BUILDING OFFICIAL 	, 

LOCAL 
FIRE 

OFFICIAL' 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

ADOPTING AGENCY CEC •CA 

HCD 
DSA 
AC SFM DNS DWR AGR BOC BSC SSA  

OSHPD 

DOSH' EL SLC 1/AC 1 2 1 2 3 4 

Adopt entire 
California chapter 

X 

*DOSH has not adopted the 1997 edition of he Uniform Building Code. The 1995 edition of the California Bt ilding Code remains effective. 

CHAPTER 32—CONSTRUCTION IN THE PUBLIC RIGHT OF WAY 

ENFORCING AUTHORITY LOCAL BUILDING OFFICIAL 

LOCAL 
FIRE 

OFFICIAL 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

ADOPTING AGENCY CEC CA 

HCD 
USA 
AC SFM DHS DWI AGR BOC BSC 

• 
DSA 
Ss 

OSHPD 

DOSH. SL 1/AC 1 2 1 2 3 4 

Adopt entire UBC 
chapter without  
amendments 

X X X X X X X 

Adopt entire UBC 
chapter as amended 
(amended sections 
listed below) 

Adopt only those 
sections that are 
listed below 

*DOSII has not adopted II e 1997 edition of the Uniform Building Code. The 1995 edition of the California Buildir g Code remlins effective. 
The 4 designation indicates that the State Fire Marshal's adoption of this chapter or individual sections is applicable tostructures subject to I ICD I and/or I I CD 2. 
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CHAPTER 33—SITE WORK, DEMOLITION AND CONSTRUCTION 

ENFORCING AUTHORITY LOCAL BUILDING OFFICIAL 

LOCAL 
FIRE 

OFFICIAL 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

ADOPTING AGENCY CEC CA 

HCD 
GSA 
AC SFM DNS DWR AGR BOC BSC 

GSA 
SS 

OSHPD 

DOSH' SL 1/AC 1 2 1 2 3 4 

Adopt entire UBC 
chapter without 
amendments 

X X X X X 

Adopt entire UBC 
chapter as amended 
(amended sections 
listed below) 

. X X X 

i 

Ad,opt only those 
sections that are listed 
below 

. 	• 

3301.1 	 CA X X 

3301.2a 	CA X X X 

3301.3 	 CA . X X X 

*DOSH has not adopted the 1997 edition of the Uniform Building Code. The 1995 edition of the California Buildit g Code remains effective. 
The • designation indicates that the State Fire Marshal's adoption of this chapter or individual sections is applicable tostructures subject to HCD 1 and/or HCD 2. 

CHAPTER 34—EXISTING STRUCTURES 

ENFORCING AUTHORITY LOCAL BUILDING OFFICIAL 

LOCAL 
FIRE 

OFFICIAL 

LOCAL 
HEALTH 
OFFICIAL STATE AGENCY 

ADOPTING AGENCY CEC CA 

HCD 
DSA 

'SFM OHS DWR AGR BOC BSC 
DSA
SS 

OSHPD 

DOSH` SL 1/AC 1 2 1 2 3 4 

Adopt entire UBC 
chapter without 
amendments 

X . • X X 
• 

X 

Adopt entire UBC 
chapter as amended 
(amended sections 
listed below) 

' 
. 

. 

Adopt only those 
sections that are 	. 
listed below 

X X X X . 

3401 Note 	CA X 

3401.1 	 CA X X • . 

3401.2 	 CA X • 

3405 	 UBC X X . 

3405.1 	UBC 
• 

X 

Division II 	CA X 

*DOSH has not adopted the 1997 edition of the Uniform Building Code. The 1995 edition of the California Building Code remains effective. 
The • designation indicates that the State Fire Maishal's adoption of this chapter or individual sections is applicable tostructures subject to HCD I and/or HCD 2. 
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CHAP. 31F, DIV. I 
2001 CALIFORNIA BUILDING CODE 

	
3101F 

3101F.6.2 

Chapter 31F [For SLC] 
MARINE OIL TERMINALS 

Division I 

L 
L 
L 
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L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
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L 
L 
L • 

L 
L 
L 

L 
L 
L 
L 
L 

t. 
I. 
1. 
1. 

L 

1. 

L 
L 

c SECTION 3101 F ISLC] — INTRODUCTION 
A 

A 

C 

C 

C 

C 

C 

C 

C 
C 
C 
A 

C 

C 

C 

C 

C 

C 

C 

C 

C 

A 

C 

C 

C 

C 

C 

C 

C 

C 

C 
C • 3101F.3 Applicability. The provisions of this Chapter are appli-
eA  cable to the evaluation of existing MOTs and design of new MOTs 
eA in California. Each provision is classified as New •(N), Existing 
Ae (E), or Both (NIE) and shall be applied accordingly. If no.classifi-
cA cation is indicated, the classification shall be considered to be 
A (NIE). 
A • Existing (E) requirements apply to MOTs that are in operation 
eA on the date this Code is adopted. For these MOTs, equivalent or 
Ae  in-kind replacement of existing equipthent, short pipeline sec-
A dons, or minor modification Of existing components shall also be 
A subject to the existing (E) requirements. 
A • 	New (N) requirements apply to: 
cA 	I. A MOT or berthing syStem (subsection 3102E1.3) that com-
e nzences or recommences operation with a new or modified opera-
e lions manual after adoption of this Code. 

2. Addition of new structural components or systems at an ex-
eA isting MOT that are structurally independent of existing compo 
eA rents or systems.. 
A* c 	3. Addition of new (non-replacement) equipment, piping, pipe- 
A • 
c Imes, components or systems to an existing MOT 
A 
C 	4. Major repairs or substantially modified in-place systems. 
A 

A 	5. Any associated major installations or modifications. 
C 
• 3101F.4 Overview. This Code ensures that a MOT can be safely 
A operated within its inherent structural and equipment-related 
A constraints. 

JANUARY 31, 2005 SUPPLEMENT 

Section 3102F defines minimum requirements for audit, inspec-
tion and evaluation of the structural, electrical and mechanical 
systems on a prescribed periodic basis, or following a significant 
damage-causing event. 

Section 3103E 3104F and 3 107F provide criteria for structural 
loading, deformation and performance-based evaluation consid-
ering earthquake, wind, wave, current, seiche and tsunami effects. 

Section 3105F provides requirements for the safe mooring and 
berthing of tank vessels and barges. 

• Section 3106F describes requirements for geotechnical haz-
ards and foundation analyses, including consideration of slope 
stability and soil failure. 

Section 3108F provides requirements for fire prevention, detec-
tion and suppression including appropriate water and foam vol-
umes. 

Sections 3109F through 31011F provide requirements for pip-
ing, mechanical and electrical equipment. 

English units are prescribed herein; however, many of the units 
in the references are in System International (SI). 

3101F.5 Risk Reduction. 	Risk reduction strategies, 
such as pipeline segmentation devices, system flexibility and spill 
containment devices may be used to reduce the size of a potential 
oil spill. Such strategies may reduce theMOT risk classification as 
determined from Table 31F-4-1. 

3101F.6 Review Requirements. 

310.1F.6.1 Quality Assurance. All audits, inspections, engineer-
ing analyses or design shall be reviewed by a professional having 
similar or higher qualifications as the person who performed the 
work, to ensure quality assurance. This review may be pet fornzed 
in-house. 

Peer review is required for nonlinear dynamic structural analy-
ses and alternative lateral force procedures not prescribed herein. 
The peer review may be from an independent internal or external 
source. The peer reviewer shall be a California registered civil or 
structural engineer: • 

3101F.6.2 Division Review. The following will be subject to re-
view and approval by the Division or its designated representa-
tive(s) for compliance with this Code: 

I. Any audit, inspection, analysis or evaluation of existing 
MOTs. 

2. Any significant change, modification or re-design of a struc-
tural, mooring, fire, pipinglpipelines, mechanical or electrical 
system at an existing MOT, prior to use or reuse. 

3. Engineering analysis and design for any new MOT prior to 
construction. 

4. Construction inspection team and the construction inspec-
tion report(s). 

Authority: Sections 8755 and 8757, Public Resources Code. 
Reference: Sections 8750, 8751, 8755 and 8757, Public Resources 
Code. 

1-294.25 

3101F.1 General. The Lempert-Keene-Seastrand oil spill preven-
tion and response act of 1990 (act), as amended, authorized the 
California State Lands Commission (SLC) to regulate marine oil 
terminals (MOTs) in order to protect public health, safety, and the 
environment. The authority for this regulation is contained in Sec-
tions 8755 and 8756 of the California Public Resources Code. 
This act defines "oil" as any kind of petroleum, liquid hydrocar-
bons, or petroleum products or any fraction or residues thereof, 
including but not limited to, crude oil, bunker fitel, gasoline, diesel 
fuel, aviation fuel, oil sludge, oil refuse, oil mixed with waste, and 
liquid distillates from unprocessed natural gas. The provisions of 
this Chapter regulate marine oil terminals as defined under this 
act. 	 • 	. • 
3101F.2 Purpose. The purpose of this Code is to establish mini-
mum engineering, inspection and maintenance criteria for MOTS 
in order' to prevent oil spills and to proted public health, safety 
and the environment. This Code does not,. in general, address op-
erational requirements. Relevant provisions from existing codes, 
industry 'standards, recommended practices, regulations and 
guidelines have been incorporated directly or through reference, 
as part of this Code. 

' Where there are differing requirements between this Code andl 
or references cited herein, the choice of application shall be sub-
ject to approval of the Marine Facilities Division (Division) of the 
SLC. 	 • 

In special circumstances where certain requirements of theSe 
standards cannot be nzet, alternatives that provide an equal or bet-
ter protection of the public health, safety and the environment 
shall be subject to Division approval. 



TABLE 31F-2-2 
MAXIMUM INTERVAL BETWEEN UNDERWATER AUDIT INSPECTIONS (YEARS) 1  

CONDITION RATING 

CONSTRUCTION MATERIAL 
Unwrapped Timber or Unprotected Steel 	Concrete, Wrapped Timber, Protected Steel or (no coating or cathodic protection)4 	. 	Composite Materials (FRP, plastic, etc.)4 	CHANNEL BOTTOM OR MUD LINE—SCOUR4 

FROM PREVIOUS 	 Aggressive3 	 Aggressive3 	 Aggresehma INSPECTION 	Benign2 Environment 	Environment 	BenIgn2 Environment 	Environment 	Benign2 Environment 	Environment 

(Good) 	 . 
6 	 6 	 4 	 6 	 5 	 6 	 5 

(Satisfactory) 	 - 
5 	• 	6 	 4 	 6 	 5 	 6 	 5 

(Fair) 
4 	 5 	 3 	• 	 5.- 	 4 	 6 	 5 

(Poor) 
3 	 4 	 3 	 5 	 4 	 6 	 5 

(Serious) 
2 	 2 	• 	7 	 2 	 2 	 2 	 2 

• 
(Critical) 

1 	 N/A5 	 N/A5 	 N/A5 	 NIA5 	 N/A5 	 N/A5 

CHAP. 31F, DIV. 2 
3102F 
TABLE 31F-2-2 

2001 CALIFORNIA BUILDING CODE 

Division 2 

eA  SECTION 3102F — AUDIT AND INSPECTION 
A 

CA 3102F.1 General. 
C' 
A 
C 3102F.1.1 Purpose. Section 3102F defines rnirtirnuun require- 
A 
c mews for audit, inspection, and evaluation of the structural, me- 

chanical and electrical components and systems. 
A 

AC  3102F.1.2 Audit and Inspections Types. The audit and inspec- 
c A Lions described in this Chapter (31F) and 2 CCR 2320 (a) and (b) 

[2.11 are: 
A 	1. 'Annual Inspection 
A 
C 	2. Audit 
A 

3. Post-Event Inspection 
A 	Each has a distinct purpose and is conducted either at a defined 
A interval (see Tables 31F-2-1 and 31F-2-2), as a result of a poten-
A A daily damaging event Or a significant change in operations. In the 
A time between audits and inspections, operators are expected to 
A conduct periodic walk-down examinations of the MOT to detect 

potentially unsafe conditions. • 
C. . A. 	• 
C 
A 

C 

A 

C 

C 

C 
C 

A 
C 	As defined in Tables 31F-4-1 and.34f":56:" 

A C 
'From the effective date of this Chapter (37E). 

A 
C 3102E1.3 Berthing Systems. For the purpose of assigning struc- 
A 

A 
C tural ratings and documenting the condition of mechanical and 
C electrical systems, an MOT shall be divided into independent 
A 

berthing systems." A berthing system consists of the wharf and 
supporting structure, mechanical and electrical components that 
serve the berth and the entire pipeline from the loading arm or 
manifold to the last valve before the pipeline enters a tank storage 
area. 

" 

• For example, a MOT consisting of wharves with three berths 
adjacent to the shoreline could contain three independent "berth-
ing systems" if the piping does not route through adjacent berths. 
Therefore, a significant defect that would restrict the operation of 
one berth would have no impact on the other two berths. Con-
versely, if a T-head Piet; with multiple berths sharing a trestle that 
supports all piping to the shoreline, had a significant deficiency on 
the common trestle, the operation of all berths could be adversely 
impacted. This configuration is classified as a single berthing sys-
tem. 

The physical boundaries of a berthing system may exclude un-
used sections of a structure. Excluded sections nutst be physically 
isolated from the berthing system. Expansion joints may provide 
this isolation. 

3102F.1.4 Records. All MOTs shall have records reflecting cur-
rent, as-built conditions for all berthing systems. Records shall in-
clude, but not be limited to modifications and/or replacement of 
structural Components, electrical or mechanical equipment or 
relevant operational changes, new construction including design 
drawings, calculations, engineering analyses, -  soil borings, 
equipment manuals, specifications, shop drawings, technical and 
maintenance manuals and documents. 

Chronological records and reports of Annual Inspections, Au-
dits and Post-Event Inspections and documentation of equipment 
or structural changes shall be maintained. 

Records shall be indexed and be readily accessible to the Divi-
sion (see 2 CCR Section2320 (c) (2)) [2.1]. 

TABLE 31F-2-1 
INITIAL AUDIT REPORT SUBMISSION DEADLINE 

FOR EXISTING BERTHING SYSTEMS 

L 
L 
L 
L 

t. 

r. 

L 
L 
L 

L 
L 
L 
L 
L 
L 
L 
L 

C 
A 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 
C 

C 

C 

C 

C 
7 le maxznuun intetvalbetween UnderwaterAuditThspectionsshall be reduced as appropriate based on the extent ofdeterioration obserVedona structure, the rate 

A 	of further anticipated deterioration or other factors. 

A 213E11;5II C111,1:I 	 nit water unit nuairman current velocities less than 1.5 knots for the majority of the days in a calendar year. 
C  3Aggressive environments include brackish or salt water, polluted watewater;or waters with current velocities greater than 1.5 knots for the majority of the days in the A c 	calendar year: 

most structures, two maximum intervals will be shown in this table, one for the assessment of construction material (timber; concrete, steel, etc.) and one for 
A 	scour (last 2 columns). The shorter interval of the two should dictate the maximum interval used. 
A 'MOTs rated "Critical" will not be operational; and Emergency Action shall be required in accordance with Thble 31F-2-7. 

IKCASFCTO [ SBISO EDIE 

ih 3 ots
•

Mdu 	 •4 ots
Lw 6 ots 
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CHAP. 31F, DtV. 2 
2001 CALIFORNIA BUILDING CODE 

	
31o2F.1.5 

3102F.3.4.3 

L 
L 
L 
L 
L 
L 
L 
L 
L 
L 

,L 
L 
L 
L 
L 
L 
L 
L 

• L 
L 
L 
L 
L 
L 
L 
L 

L 	c 3102F.1.5 Baseline Inspection. If "as-built" orsubsequent 17I od- 
L A 
L C ification drawings are not available, incomplete, or inaccurate, 
L 	('.\. the Audit must include a Baseline Inspection to gather data ill suf.- 
L 	ficient detail to adequately evaluate the MOT 

A 
L C 

A 	The level of detail required shall be such that structural member 
L C  sizes, connection and reinforcing details are docunzenied, if re- !. 
L A C (mired in the structural analysis. In addition, the strength and/or' 
L A 

L 

 
L 	C ductility cnaracteristics of construction materials shall be deter'- 

z. C rained, as appropriate. Nondestructive testing, partially destruc- 
L A 
L C tive testing and/or' laboratory testing methods may be used. 
L A 
L 'C All fire, piping, mechanical and electrical systems shall be doc- L 
L C umented as to location, capacity, operating limits and physical C. A 
L C conditions. 
LC 
	

• 
L 
L 	

3102F.2,,Annuallnspection. The Annual Inspection required by L A 
2 CCR 2320 (a)(1)12.1] , may include an engineering examination • L C 

L A of the topside and underside areas of the dock,' including the 
LA 
  

splash zone. TheDivision shall perform the inspection, with coop-
LA eration from the owner/operator. Observations Will be recorded L

A
C 

L 	and a report violations and deficiencies shall be provided to the L 

LC 
  operator. 	• A 

Subject to operating procedures, a boat shall be provided to fa- A 
cilitate the inspection of the dock undersides and piles down to the A 
splash zone. If a boat is not available or the under dock inspection 

A 
cannot be performed by the Division during the Annual Inspec-

A tion, the MOT operator shall carry out or cause to be carried out, 
A such an inspection. The operator will then provide the Division 
A with a report detailing the examination results 
c4pholograph.VVideos-andsketchesusliebeSSiii5nadecuratelyide 
Ae ,piCt../46.$4.1N.Pf theadidersideof thedocka, 
A 

Ac  3102F.3 
A 	

• 	 • 
A 3102F.3.1 Objective. The objective of the Audit is toreview struc-

tural, mechanical and electrical systems on a prescribed periodic 
Li" 	A.  basis to verify that each berthing system is fit for its specific de- 
L 	c 

A fined purpose. The Audit includes both above water and underwa- L 
L C 

A 
ter inspections, as well as engineering analyses.  

L C 
L A 
L 	C 3102F.3.2 Overview. The Initial Audit shall include above water 
L A c and underwater structural inspections, mooring, berthing and 
L 

C
A 

L 	structural evaluations; and electricallmechanical systems eva- 
L 	8 illation. The audit is performed by a multidisciplinary team of en- 

eA  gineers, qualified inspectors and may include Division 
L C representatives. 
L A 

L A 	The above water inspection involves an examination of all 

LL 	structural, mechanical and electrical components above the wa- C A 
L 	C terline. Structural defects and their severity 'shall be documented, 
L A 
L 	C but the exact size and location of each deficiency is typically not 

A 
L.  C required. 
L 
L C 	Representative underwater sampling may be acceptable with A 

C 
L A Division approval, for cases of limited visibility, heavy marine 

C L 
L 	A growth, restricted inspection times because of environmental fac- 
t: 	A  tors (currents, water temperatures, etc.) or a very large number of 

A L 	piles [2.2]. A 
L C 
L 	e 	A global Condition Assessment Rating (CAR) shall be assigned 
LL 	to above and underwater structural systems (Table 31F-2-5). A C 
L A 
L 	Remedial Action Priorities (RAP) shall be assigned for compo- 
L 	c 

A 
went deficiencies (Table 31F-2-6). Recomnzendations for remedi- 

L C ation and/or upgrading shall be prescribed as necessary. 
L A 
L 
L 	An Audit is not considered complete until the Audit Report is re- L c: 
L A ceived by the Division. 
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3102F.3'.3 Schedule. 

3102F.3.3.1 Initial Audit. Table 31F-2-1 provides the deadlines 
for the submission of the Initial Audit report. The MOT classifica-
tion in Table 31F-2-1 is deterrnined from the higher assigned risk 
classification obtained from Table 31F-4-1. 

For a new MOT berthing system, the Initial Audit shall be per-
formed within three years of commencement of operations. 

3102F.3.3.2 Subsequent Audits. An above water A udit of struc-
tural, mechanical and electrical systems shall be completed at a 
maxinzum interval of 3 years. This interval nitiy be reduced, based 
on the recommendation of the A udit Team Leader; and with the ap-
proval of the Division, depending on the extent and rate of deterio-
ration or other factors. 

The maximum interval for underwa ter Audits is dependent upon 
the condition of the facility, the construction material type and/or 
the environment at the mane, as shown in Table 31F-2-2. 

If there are no changes in the defined purpose (see subsection 
3102F.3.6.1) of the berthing system, then analyses from previous 
Audits may be referenced However, if there is a significant change 
in a berthing system, or when deterioration or damage must be 
considered, a new analysis may be required. 

The Division may require an Audit to justify changes in the use 
of a berthing system. An example of such change would be in the 
berthing and mooring configuration of larger or smaller vessels 
relative to dolphin and fender spacing, and potential resultant 
modification to operational environmental limitations (e.g. wind 
speed). 	 • 

Subsequent audits of the above water and underwater struc, 
tures and mechanical and electrical systems may or May not be 
performed concurrently, depending upon-the required inspection 
intervals based on the prior audit report. 	 A 

A 

C 3102F.3.4 Audit.Team. 
C 3102F.3.4.1 Project Manager. The Audit shall be conducted by a 
C multidisciplinary team under the direction of a Project Manager 
C representing the MOT The Project Manager shall have specific 
C knowledge of the MOT and may serve other roles on the Audit 
C Team. 	• 
C 3102F.3.4.2 Audit Team Leader. The Audit Team Leader shall 
C lead the on-site audit team and shall be responsible for directing 
C field activities, including the inspection of all structural, mechani-  
C cal and electrical systems. The Team Leader shall be a California 
C registered civil or structural engineer and may serve other roles 
C on the audit team. 
A 

3102F.3 .4.3 Structural Inspection Team. The structural inspec- C 
A lion shall beconducted under the direction of a registered civil or c 

• A structural engineer. 	
A 

All members of the structural inspection team shall be gradu-  A 
ates of a 4-year civillstructural engineering, or closely related C 
(ocemilcoastal) engineering curriculum, and shall have been cer-  

C tified as an Engineer-in-Training; or shall be technicians who 
C have completed a course of study in structural inspections. The 
C nzininuan acceptable course in structural inspections shall in-  
C clude 80 hours of instruction specifically related to structural in-  
C spection, followed by successful completion of a comprehensive 

examination. An example of an acceptable course is the U.S. De-  A 

C partment of Transportation's "Safety Inspection of In-Service 
C Bridges". Certification as a Level IV Bridge Inspector by the Na-  
C tional Institute of Certification in Engineering Technologies (NI- A 

C CET) shall also be acceptable [2.3]. 
For underwater inspections, the registered civil or structural A 

engineer directing the underwater structural inspection shall also A 

1-294.27 



CHAP. 31E DIV 2 	 0 
3102E3.4.3 
	

2001 CALIFORNIA BUILDING CODE 
3102E3.5.3.2 

C 
A 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

A 

C 

C 

c be a conunercially trained diver or equivalent and shall actively 
A c participate in the inspection, by personally conducting a mini- 
ŝ• mum of 25 percent of the underwater examination [2.4 
A 
C 	Each thiderwater team member shall also be a commercially 
A 
C trained diver, or equivalent. Divers performing manual tasks such 

as cleaning or supporting the diving operation, but not conducting 
A 
C or reporting on inspections, may have lesser technical qualifica- 

lions 12.31. 
A 

A • 3102F.3.4.4 Seismic Structural Analyst. A California registered 
A civil or structural engineer shall perform the seismic structural 

evaluation required for the Audit. 
C 	

4 3102F.3.4.5 Electrical Inspection Team. A registered electrical 
e engineer shall direct the on-site team performing the inspection 
e and evaluation of electrical components and systems. 
A 

3102F.3.4.6 Mechanical Inspection Team. A registered engi- 
c A neer shall direct the on-site 'team performing the inspection of 
C pipeline, mechanical and fire systems. 
C 
• 3102F.3.4.7 DivisionalRepresenttgign The Division represen-

tative(s) may participate in any Audit as observer(s) and may pro-
A vide guidance. 

A 

A 
C 3IO2F.3.5 Scope of Inspection. 

• 3102F.3.5.1 Above Water Structural Inspection. The above wa-
A ter inspection shall include all accessible components above +3 ft 

A
MLLW. Accessible components shall be defined as those compo- 

A 	above and below deck that are reachable without the need 
A for excavation or extensive' removal of materials that may impair 
Ac  visual inspection. The above water inspection shall include but 
„ 	not be limited to the following: 
A • 	I. Piles 

A 

A • 2. Pile caps 

A • 	3. Beams 
C 
A • 	4. Deck soffit 

A 

A • 5. Bracing 

A 	6. Retaining walls and bulkheads 
A 	7. Connections 

8. Seawalls 

9. Slope protection 

10. Deck topsides and curbing 
11. Expansion joints 

12. Fender system components 

13. Dolphins and deadmen 

14. Mooring points and hardware 

15. Navigation aids 

16. Platforms, ladders, stairs, handrails and gangways 

17. Backfill (sinkholesldifferential settlement) 
C • 

3102F.3.5.2 Underwater Structurallnspection. The underwater 
e inspection shall include all accessible components from +3 ft 
A MLLW to the nuidline, including the slope and slope protection, in 
A areas immediately surrounding the MOT The water depth at the c 	, 	, „, A ucr 	siza 0,2 CPCi Ilia 	iking the 	Ul tOct tied druji 
A specified in the MOT's Operations Manual (2 CCR 2385 (d)) 
cp; [2.11. 
C 
e 	The underwater structural inspection shall include the Level I, 
A II and III inspection eftbrts, as shown in Tables 3 IF-2-3 and 
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31F-2-4. The underwater inspection levels of effort are described 
below, per [2.31: 

Level I—Includes a close visual examination, or a tactile ex-
amination using large sweeping motions of the hands where visi-
bility is.  limited. Although the Level I effort is often referred to as a 
"Swim-Dy" inspection, it must be detailed enough to detect ob-
vious major damage or deterioration due to overstress or other se-
vere deterioration. It should confirm the continuity of the full 
length of all members and detect undermining or exposure of nor-
mally buried elements. A Level I effort may also include limited 
probing of the substructure and adjacent channel bottom. 

Level I.14 detailed inspection which requires marine growth 
removal from a representative sampling of components within the 
structure. For piles, a 12-inch high band should be cleaned at des-
ignated locations; generally near the low waterline, at the mud-
line, and midway between the low waterline and the nuidline. On a 
rectangular pile, the nzarinesrowth removal should include at 
least three sides; on an octagon pile, at least six sides; on a round 
pile; at least three fourths of the perimeter On large diameter 
piles, 3 ft or greater marine growth removal should be effected on 
1 ft by 1 ft areas at four loCations approximately equally spaced 
around the perimeter at each elevation. On large solid faced ele-
ments such as retaining structures, marine growth removal should 
be effected on 1 ft by 1 ft areas at the three specified elevations. The 
inspection should also focus on typical areas of weakness, such as 
attachment points and welds. The Level II effort is intended to de-
tect and identify damaged and deteriorated areas that may be hid-
den by surface biofouling. The thoroughness of marine growth 
removal should be governed by what is necessary to discern the 
condition of the underlying structural material. Removal of all 
biofouling staining is generally not required. 

Level III—A detailed inspection typically involving nonde-
structive or partially-destructive testing, conducted to detect hid-
den or interior damage, or to evaluate material homogeneity. 

Typical inspection and testing techniques include the use of ul-
trasonics, coring or boring, physical material sampling and in-
situ hardness testing. Level III testing is generally limited to key 
structural areas areas which are suspect, or areas which may be 
representative of the underwater structure. 

3102F.3.5.3 Special Inspection Considerations. 

3102F.3.5.3.1 Coated Components. For coated steel compo-
nents, Level I and Level II efforts should focus on the evaluation of 
the integrity and effectiveness of the coating. The piles should be 
inspected without damaging the coating. Level III efforts should 

. include ultrasonic thickness measurements without removal of the 
coating, where feasible. 

• 
3IO2F.3.5 .3.2 Encased Components. For steel, concrete or tim-
ber components that have been encased, the Level I and II efforts 
should focus on the evaluation of the integrity of the encasement. If 
evidence of significant damage to the encasement is present, or if 
evidence of significant deterioration of the underlying component 
is present, then the damage evaluation should consider whether 
the encasement was provided for protection and/or structural ca-
pacity. Encasements should not typically be removed for an Audit. 

For encasements on which the formwork has been left in place, 
the inspection should focus on the integrity of the encasement, riot 
the formwork. Level I and Level II efforts in such cases should ron-
centrate on the lop and bottom of the encasement. For concrete 
components, if deterioration, loss of bonding, or other significant 
problems with the encasement are suspected, it may be necessary 
to conduct a Special Inspection, including coring of the encase-
nzent and laboratory evaluation of the materials. 
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TABLE 31F-2.3 
3102F.3.5.4 

TABLE 31F-2-3 
UNDERWATER INSPECTION LEVELS OF EFFORT 12.3] 

LEVEL PURPOSE 

DETECTABLE DEFECTS 

Steel Concrete Timber Composite 

I 

General visztalhactile 
inspection to confirm 
as-built condition and 
detect severe damage 

Extensive corrosion, holes 
Severe mechanical damage 

Major spelling and 
cracking 
,Severe reinforcement 
CO1TOS1011 

Broken piles 

Major loss of section 
Broken piles and Mywings 
Severe abrasion or marine 
borer attack 

Permanent deformation 
Broken piles 
Major cracking or 
nzechanica 1 damage 

II 

To detect surface defects 
normally obscured by 
marine growth 

• 

Moderate mechanical 
damage 

. Corrosion pitting and loss 
of „section 	• 

Surface cracking and 
spoiling 
Rust staining 
Exposed reinforcing steel 
and/or prestressing strands 

External pile damage due 
to marine borers 
Splintered piles 
Loss of bolts and fasteners 
Rot or insect infestation . 

Cracking 
Delamination 
Material degradation 

III 

To detect hidden or 	. 
interior damage, evaluate 
loss of cross-sectional 
area, or evaluate material 
homogeneity 

. 

Thickness of material 
Electrical potentials for . 
cathodic protection 	. 

. 
• 

Location of reinforcing 
steel 
Begbuzing.of corrosion of 
reinforcing steel 
Internal voids 
Change in material 
strength 

Internal damage due to 
marine borers (internal 
voids) 
Decrease in material 
strength 

N/A 

• 

• 

TABLE 31F-2-4 
SCOPE OF UNDERWATER INSPECTIONS (2.31 

LEVEL . 

SAMPLE SIZE AND METHODOLOGyi,  2 

. 	Steel 	• Concrete Timber Composite Slope Protec- 
tion, Channel 

Bottom or Mud 
Line-Scour Plies 

Bulkheads/Re- 
tabling Walls Plies 

Bulkheads/Re- 
tabling Walls Piles 

Bulkheads/Re- 
tabling Walls . Piles 

1 Sample Size: 

Method:  

100% . , 

VisuallTactile 

100% 	
• 

VisuallTactile 

100% 

VisuallTactile 

100% 

VLsuallTnciiht 

100% 

VisuallTactile 

100% 

47sualaismile 

100% 

* Visual/Tactile 

100% 	' 

VisuallTactile 

11 Sample Size: 
Method: 

• 

10% 	• 
'Visual: Removal 
of marine 
growth in 3 	. 
bands 

Every WO LF 
Visual: Removal 
of marine 
growth in 1 SF 
areas 

- 
. 

10% • 
Visual: Removal 
of marine 
growth in 3 
bands 

Every 100 LF 
Visual: Removal. 
of marine 
growth in 1 SF 
areas 

10% 
Visual: Removal 
of marine 
growth on 3 
hands 
Measurement: 
Remaining 
diameter 

Every 50 LF 
Visual: Removal 
of marine 
growth in l'SF 
areas 

10% 
Visual: Removal 
of marine 
growth in 3 
hunts 

0% 

111 Sample Size: 

Method: 

.5% 

Remaining 
thickness 
measurement; 
electrical 	• 
potential 
measurement; 
corrosion 
profiling  as 
necessary 

Every 200 LF 

Remaining 
thickness 	* 
measurement; 
electrical 	• 
potential 
measurement; 
corrosion 
profiling as 	. 
necessary 

0% 

• NIA 

• 

0% 

NIA 

• 

• 5% 

Internal marine 
borer 	' 
infestation 
evaluation 

Every 100 LF 

Internal marine 
borer 
infestation 
evaluation 

0% 0% 

1Thestatedsamplesize may be reduced in the case of largestructures wheres atisticallyrepresentativesampling can be demonsti atedto the Division in accordance 
with dzesestandards. Thesampling plat must be reprersei tative ofall areas and component types (i.e. approach trestles, pierlwharf, dolphins, inboard, outboard, 
belle; vertical, concrete, steel, Umbel; etc.).Any reduced sampling plan proposed to theDivision must include the Level /inspection ofallpiles around theperime-
terof the facility where vessels may berth or where debris may impact or accumulate. Ifthe reduced sampling plan proposes to conduct less than 100 percentLevel 
I effort, then the results of the inspection must be carefully monitored. Ifsignificant deterioration is observed on any component, which could reasonably be ex-
pected to be present on additional components, and which could have a detrimental effect on the load bearing capacity of thestructure either locally or globally,  
then the inspection scope shall be increased to. include a 100 percent Level I effort. See reference 1 2.21. 

2The minimum inspection sampling size for small structures shall includeat least two components. 
LF = Linear Feet; SF = Square Feet; N/A = Not Applicable 

C 3102F.3.5.3.3 Wrapped Components. For steel, concrete or tint-

n ber components that have been wrapped, the Level I and 17 efforts. 
C shduld focus on the evaluation of the integrity of the wrap. Since 

e the effectiveness of a wrap may be compromised by removal, and 

C• since the removal and re-installation of wraps is time-consuming, 

A  • it should not be routinely done. However, if evidence ofsignificant 

A damage exists, or if the effectiveness of the wraps is in question, 
A then samples should be removed to facilitate the inspection and 

A evaluation. The samples may be limited to particular zones or por- 
C 
A lions of nrembers if damage is suspected, based on the physical ev-
C 

A

A idence of potential problems. A minimum sample size of three 

cA members should be used. A five-percent sample size, up to 30 total 

members, may be adequate as an upper limit. A 

A 	For wrapped timber COMp011eillS, Level III efforts should con- 

A • sist of removal of the wraps from a representative sample of com- 
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ponents in order to evaluate the condition of the timber beneath 

the, wrap. The sample may be limited to particular zones or por-

tions of the members if damage is suspected (e.g. at the nutdlinel 

bottonz of wrap or in the tidal zone). The sample size should be 

determined based on the physical evidence of potential problems 

and the aggressiveness of the environment. A minimum sample 

size of three members should be used. A five percentsample size, 

tip to 30 total members, may be adequate as an upper limit. 

3102F.3.5.4 Mechanical and Electrical Equipnzent. The inspec-

tion of mechanical and electrical equipment shall include but not 

be limited to the following components and systems: 

1. Loading arms 

2. Cranes and lifting equipment,• including cables 

3. Piping 'manifolds and supports 
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C 

• 4. Oil transfer hoses 
A 

5. Fire detection and suppression systems 
	 Limits", which must provide a concise statement of the purpose of 

each berthing system in terms of operating limits. This description 

The Audit shall include a "Statement of Terminal Operating 

must at least include, the minimum and maximum vessel sizes, in- A • 	6. Vapor control system 	
cluding Length 0 verall (LOA), beam, and maximum draft with as- A 

• 7. SumpsIs-tnp tanks 	 sociated displacement (see Fig. 31F-2-1). A 

A • 	8. Vent systems 	 In establishing limits for both the minimum and maximum ves- 

A 

A 	 sel sizes, due consideration shall be given to water depths, dolphin • 9. Pumps and pump systems 
spacing; fender system limitations, manifold height and hose/ 

A 	10. Lighting 	 loading arm reach, with allowances for tidal fluctuadyns, surge 
and drift. 11. Communications equipment 

'A 

A 	12: Gangways 	 Maximum wind, current or wave conditions, or combinations 
thereof, shall be clearly defined as limiting conditions for vessels A 	13. Electrical switches and junction boxes 	 at each berth, both with and without active product transfer 

A 
• 14. Emergency power equipment 
A 
	

3102F.3.6.2 Mooring and B erthing.Mooring and berthing anal- 
A • 	15. Air compressors 	 yses shall be performed in accordance with Section 3105E The 
A 	 analyses shall be consistent with the terminal operating limits and • 16. Meters 

the structural configuration of the wharf and/or dolphins and as- A 

A • 	17. CathOdic protection systems 	 sociated hardware. 
• 18. Winches 	

3102F.3.6.3 Structure. A structural evaluation, including a seis- A 

A 	19. ESD and other control systems 	 mic analysis, shall be performed in accordance with Sections 
C 
	

310F3 through 3107E Such evaluation shall consider local or • 20. Ladders 	
global reduction in capacity, as determined from the inspection. A 

C 	All alarms, limit switches, load cells, current Meters, anemome- 	
Based on inspection results, structural analyses and engineer- c C ters, leak detection equipment, etc., shall be operated and/or 	

ing judgment, CARS shall be assigned on a global basis, indepen- A c tested to the extent feasible, to ensure proper function. 	
dently for above and underwater structures. The CARs defined in A 

Table 31F-2-5 shall be used for this purpose. The CAR documents A 3102F.3.6 Evaluation and Assessment. 
the structural fitness-for-purpose. Structural component deficien- A 

C  3102F.3.6.1 Terminal Operating Limits. The physical bound- 	cies may be assigned RAPs as per Table 31F-2-6. The assigned A 
C aries of the facility shall be defined by the berthing system Operat- 	ratings shall remain in effect until all the significant corrective ac- A c 
A ing limits, along with the vessel size limits and environmental 

	
tion has been completed to the satisfaction of the Division, or until 

A 
C conditions. 	 completion of the next Audit. 
C 
A 
C 	

TABLE 31F-2-5 
C 
	

CONDITION ASSESSMENT RATINGS (CAR) [2.3] 

RATING DESCRIP770N OF STRUCTURAL SYSTEMS, ABOVE AND BELOW WATER LINE 

6 
• 

Good . No problems or only minor problems noted. Structural elements may show very minor deterioration, but no Overstressing observed. 
The capacity of the structure meets the requirements of this standard. 

The structure should be considered fit-for-purpose. No repairs or upgrades are required. 

5 Satisfactory Limited minor to moderate defects or deterioration observed but no overstressing observed. The capacity of the structure meets the • 
requirements of this standard. 

The structure should be considered fit-for-purpose. No repairs or upgrades are required. 

4 Fair 

• 

All primary structural elements are sound; but minor to moderate defects or deterioration observed. Localized areas of moderate to 
advanced deterioration may be present, but do not significantly reduce the load bearing capacity of the structure. The capacity of the 
structure is no more than 15 percent below the structural requirements of this standard, as determined from an engineering 
evaluation.  

The structure should be considered as marginal. Repair and/or upgrade measures may be required to remain operational. Facility 
may remain operational provided a plan and schedule for remedial action is presented to and accepted by the Division. 	. 

3 Poor Advanced deterioration or overstressing observed on widespread portions of the structure, but does not significantly reduce the load 
bearing capacity of the structure. The capacity of the structure is no more than 25 percent below the structural requirements of this 
standard, as determined from an engineering evaluation.  

The structure is not fit-for-purpose. Repair and/or upgrade measures may be required to remain operational. The facility may be 
allowed to remain operational on a restricted or contingency basis until the deficiencies are corrected, provided a plan and schedule 
for such work is presented to and accepted by the Division. 

2 Serious Advanced deterioration, overstressing or breakage may have significantly affected the load bearing capacity of primary structural 
components. Local failures are possible and loading restrictions may be necessary. The capacity of the structure is more than 25 
percent below than the structural requirements of this standard, as determined front an engineering evaluation. 

The structure is not fit-for-purpose. Repairs and/or upgrade measures may be required to remain operational. The facility may be 
allowed to remain operational on a restricted basis until the deficiencies are corrected, provided a Wan and schedule for such work is 
presented to and accepted by the Division. 

1 Critical Very advanced deterioration, overstressing or breakage has resulted in localized failure(s) of primary structural components. Adore 
widespread failures are possible or likely to occur and load restrictions should be implemented as necessary. The capacity of the 
structure is critically deficient relative to the structural requirements of this standard. 	 • 

The structure is not fit-for-purpose. The facility shall cease operations until deficiencies are corrected and accepted by the Division. 
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TABLE 31F-2-6 
3102F.3.9 

TABLE 31F-2-6 
COMPONENT DEFICIENCY REMEDIAL ACTION PRIORITIES (RAP 

REMEDIAL 
PRIORITIES DESCRIPTION AND REMEDIAL ACTIONS 

PI Specified whenever a condition that poses an immediate threat to public health, safely or the etu 	is observed. Emergency Actions may 
consist of barricading or closing all or portions of the berthing si.stem, evacuating product lines and ceasing transfer operations. 

The berthing system is not fit-for-purpose. Immediate remedial actions are required prior to the continuance of normal operations. 
P? Specified whenever defects or deficiencies pose a potential threat to public health, .safety and the environment. Actions may consist of limiting 

or restricting operations until remedial measures have been completed. 

The berthing system is not fit-for-purpose. This priority requires investigation, evaluation and urgent action. 

P3 Specified whenever systems require upgrading in order to comply with the requirement of these standards or current agplicable codes. These 
deficiencies do not require emergency or urgent actions. 

The MOT may have limitations placed on its operational status. 

P4 Specified, whenever damage or defects requiring repair are observed. 

The berthing system is fit-for-purpose. Repair can be performed during normal maintenance cycles, but. not to exceed one year.  

R. Recommended action is a gobd engineering/maintenance practice, but not required by these standards. 

The berthing system is fit-for-purpose. 

L C 
L A 
L C 
L.  A 
• C 
L A 
L C 
L A 
L C 
L A 
L C 
L 
L C 

A 

L A 
L C 
L A 
L C 

tL C 
L 

A 

3102E3.6.4 Mechanical and Electrical Systems. An evaluation' 
of all mechanical and electrical systems and components shall be 
performed in accordance with Sections 3108F through 3111F of 
these standards. If a pipeline analysis is required, forces and Un-
posed seismic displacements resulting from the structural analy-
sis shall be considered. Mechanical and electrical component 
deficiencies shall be assigned ratings from Table 31F-2-6. 

3102F.3.7 Follow-up Actions. Structiiral follow-up actions as 
described in Table 31F-2-7 shall be preseribed. Multiple follow- 

L A  up actions may be 'assigned; however, guidance should be pro- 
L C L. A vided as to the order in which the follow-up actions should be 
L 

A
C carried out. 	 • 

L C 

L L C 	If a CAR of "1" (Table 31F-2-5) or a RAP of "P1" (Table 
L A 31F-2-6) or "Emergency Action" using Table 31F-2-7, is as- L C 
L A signed to a berthing system, theDivision shall be notified immedi- 

C 
L A ately. The audit report shall include implementation schedules for 
L A all follow-up and remedial actions. Follow-up and remedial ac- 
L lions and implementation schedules are subject to Division appro- 
E 5: val. Follow-up actions shall also state the maximum interval 
L before the next audit. 
L C 

L c 3102F.3.8 Documentation and Reporting. The audit report shall 
L A be signed and stamped by the Audit Team Leaden 	. • C 

L C
A L Each Audit, whether partial or complete, shall 'be adequately 

L A 
c documented. Partial audits cover only specific systems or equip- 

• cA  ment examined. The resulting report shall summarize and refer- • 
L c ence relevant previous ratings and deficiencies. 
L A 

L 
▪ 	C The contents of the audit report for each berthing system shall, 

A 

L A  c at a minimum, include the following as appropriate: 
L Executive Summary — a concise summary of the audit results 
L A   and analyses conclusions. It shall include summary information 
L A 

for each berthing system,, including an overview of the assigned 

A 
L C follow-up actions (See Example Tables ES-1 and ES-2). • 
L 

L A  
Table of Contents 	• 

A 
L C 	Body of Report 
L 	AC Introduction — a brief description of the purpose and scope of 
L • A  C  the audit, •as Well as a description of the inspectionlevaluation 

A L C methodology used for the audit. 
E 	ci; Existing Conditions— a brief description, along with a sum- 
': 	A nicuy of the observed conditions. Subsections should be used to 
L A L 	C describe the above wafer structure, underwater structure and me- 
L C chanical and electrical systems, to the extent each are included in 
L A 
• C the scope of the audit. Photos, plan views and sketches shall be uti- 

L A  
L 

C 
lined as appropriate to describe the structure rind the observed 

L C conditions. Details of the inspection results such as test data, mea-
cA  surements data, etc:, shall be documented in an appendix. 

JANUARY 31, 2005 SUPPLEMENT 

Evaluation and Assessment — a CAR shall be assigned to 
structural systems (above and under water). Mooring and berth-
ing analyses, structural analysis results, and all supporting cal-
culations shall be included in appendices as appropriate• to 
substantiate the ratings. However, the results and reconzinenda-
lions of the engineering analyses shall be included in this section. 
Component deficiencies should be described and a corresponding 
RAP assigned. 

Follow-up Actions — Specific structural follow-up actions 
shall be documented (Table 31F-2-7), and remedial schedules in-
cluded, for each audited system. Audit Team Leaders shall specify 
which follow-up actions require a California registered engineer 
to certify that the completion is acceptable. 

Appendices — When appropriate, the following appendices 
shall be included: 

• 1. Background data on the terminal - description of the service 
environment (wind/waves/currents), extent and type of marine 
growth, unusual environmental conditions,. etc. 

2. Inspection! testing data • 

3. Mooring and berthing analyses 

4. Structural and seismic analyses and calculations 

5. Geotechnical report 

6. MOT Fire Plan• 

7. Pipeline stress and displacement analyses 

8. Mechanical and electrical system documentation 

9. Photographs and/or sketches shall be included to document 
typical conditions and referenced deficiencies, and to justify 
CARs and RAPs. 

10. ConditionAssessmentRating (CAR) report and supporting 
data 

11. Remedial Action Priorities (RAP) report and supporting 
data 	• 

3102F.3.9 Action Plan Implementation Report. Within 90 days 
of completion of the remedial measures (for serious deficiencies, 
such as P1, P2 or any structural CAR less than 5) specified in the 
follow-up action plan(s), a report shall be submitted to the Divi-
sion and shall include: 

1. A description of each action taken 

2. Updated RAPs and CARs 

3. Supporting documentation with calculations and/or rele-
vant data 

1-294.31 
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TABLE 31F-2-7 
STRUCTURAL FOLLOW-UP ACTIONS [2.3] 

FOLLOW-UP ACTION DESCRIPTION 

Emergence Action Specified whenever a condition which poses an immediate threat to public health, safety or the environment is observed. 
Emergency Actions may consist of barricading or closing all or portions of the berthing system, !uniting vessel size, placing load 
restrictions, evacuating product lines, ceasing transfer operations, etc. 

Engineering Evaluation Specified whenever structural damage or deficiencies are observed which require further investigation or evaluation to 
determine appropriate follow-up actions. 

Repair Design 
Inspection 

Specified whenever damage or defects requiring repair are observed. The repair design inspection is performed to the level of 
detail necessary to prepare appropriate repair plans, specifications and estimates. 

Upgrade Design and 
Implementation 

Specified whenever the structural system requires upgrading in order to comply with the requirements of these standards and 
cm•rent applicable codes. 

Special Inspection Typically specified to determine the cause or significance of nontypical deterioration, usually prior to designing repairs. Special 
testing, laboratory analysis, monitoring or investigation using nonstandard equipment or techniques are typically required. 

Develop and Implement 
Repair Plans 

Specified when the Repair Design Inspection and required Special Inspections have been completed. Indicates that the structure 
is ready to have repair plans prepared and implemented. 

No Action Specified when no further action is necessary until the next scheduled audit or inspection. 

Example EXECUTIVE SUMMARY TABLE (ES-1) 
GLOBAL STRUCTURAL CONDITION ASSESSMENT RATINGS (CAR) 

BERTHING SYSTEM SYSTEM CONDITION 
ASSESSMENT RATING 

FROM THIS 
AUDITI 

FROM PREVIOUS 
AUDIT1  

NEXT AUDIT 
DUE (MO/YR) 

ASSIGNED FOLLOW-UP 
ACTIONS 

FIT-FOR-
PURPOSE? 

North Wharf' 

t 

Above Water Structure 4 (Fair) 
. 

4 (date) ' 6/2004 Upgrade Design and 
Implementation 

No 

Underwater Structure 5 (Satisfactory) . 4 (date) - 1012006 Yes 

South Wharf Above Water Structure ' 4 (Fair 4 (date) 

• 

6/2004 • Repair Design 
Inspection 

No 

Underwater Structure • 3 (Poor) 
• 

4 (date) 10/2006 Special Inspection; 
Repair Design 
Inspection 

• No 

Dolphin, Trestle, 
etc.  

IP lace checkmark and date ofrespective audit i tproper column to indicate for eachstructural system, whether the system was included in the current audit or the 

• 
results are summarized from a previous and •t. 

Example EXECUTIVE SUMMARY TABLE (ES-2) 
COMPONENT DEFICIENCY REMEDIAL ACTION PRIORITIES (RAP) 

BERTHING SYSTEM DEFICIENCY REMEDIAL ACTION 
PRIORITY (RAP) 

(PI -P4) 

FROM THIS 
AUDIT 

FROM PREVIOUS 
AUDIT 

NEXT AUDIT 
DUE (MO/YR) 

DESCRIPTION OF 
PLANNED REMEDIAL 

ACTION 

FIT-FOR-
PURPOSE? 

North Wharf 

Fire main leaking P3 4 (date) 

6/2004 

• 

Repair 

No 
Pipeline badly 
corroded 

 P2 

• 

4 (date) Investigate; urgent 
action required 

Electrical (Class I, 
Div 2 violation) 

P1 	- 4 (date) Immediate remedial 
action required 

2. Brief description of the nature, extent and significance of 
any damage observed as a result of the event 

3. Operational status and any required restrictions 
• 4. Statement as to whether a Post-Event Inspection will be car-
ried out 

The Division may carry out or cause to be carried out, a Post-
Event Inspection. In the interim, the Division may direct a change 
in the Operations Manual, per 2 CCR 2385 (1)(3) [2.1]. 

If a Post-Event Inspection is required, an Action Plan shall be 
submitted to the Division within five (5) days after the event. This.: 
deadline: may: be extended in special, circumstances: The Action 
Plan shall include the scope of the inspection (above water, under-
wale); electrical, mechanical systems, physical limits, applicable 
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A 3102F.4 Post-Event Inspection. A Post-Event Inspection is a fo-. c 

. A cased inspection following a significant, potentially damage-
' A causing event such as an earthquake, storm)  vessel impact, fire, 
• „Y, explosion or tsunami. The primary purpose is to assess the integri-. 

ty of structural, mechanical and electrical systems. This assess- 
, A c mend will determine the operational status and/or any remedial 
• 

A 
C measures required. .  

. C 
A 

. C 
3102F.4.1 Notification'andAction.Pian. Notification as per 2 

• eA CCR 2325(e) [2.1] shall be provided to the local area Division 
A field office. The notification shall include, as a minimum: 

. A 
C 
A 	I. Brief description of the event 
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c berthing systems, etc.) and subnzission date of the final report. The 
A c Action Plan is subject to Division approval. 
A 

A 3102F.4.2 Inspection Team. The qualifications of the inspection 
A' team shall be the same as those prescribed in Section 3102E3.4. 

Division representatives may participate in any Post-Event In- 
c spection, as observers, and may provide guidance. 
C 
cA  3102F.4.3 Scope. The Post-Event Inspection shall focus on the 

possible damage caused by the event. General observations of 
Along-term or preexisting deterioration such as significant corro-
csion-related damage or other deterioration should be made as ap-
A propriate, but should not be the focus of the inspection. The 
A inspection shall always include an above-water assessment of 
A structural, mechanical and electrical components. 
A 	The Inspection Team Leader shall determine the need for, and 
e methodology of; an underwater structural assessment, in con-
A suhation with the Division. Above water observations, such as 

• A shifting or differential settlement, misalignments, significant 
A cracking or spalling, bulging, etc., shall be used to determine 
Ac  whether or not an underwater assessment is required. Similarly, 
cA  the Inspection Team Leader shall determine, in consultation with 
C the Division, the need for, and methodology of any supplemental 

inspections (e.g., Special Inspections (see Section 3102E3.5.3). 

The following information may be important in determining the 
need for, and methodology of, the Post-Event Inspection: 

1. Earthquakes or vessel or debris impact typically cause dam-
age both above and below the water line. Following a major 
earthquake, the inspection should focus on components likely to 
attract highest lateral loads (batter or shorter piles in the rear of 
the structure, etc.). In case of vessel or debris impact, the inspec-
tion effort should focus on components in the path of the impact 
mass. 

2. Major floods or tsunamis may cause undermining of the 
structure, and/or scouring at the mud line. 	 • 

3. Fire damage varies significantly with the type of construc-
tion materials but all types may be adversely affected. Special In-
spections (sampling and laboratory testing) shall be conducted, 
as determined by the Inspection Team Leader, in order to deter-
mine the nature and extent of damage. 

4. High wind or wave events often cause damage both above 
and below the water line. An underwater inspection may be re-
quired if damage is visible above the waterline. Structural dam-
age may be potentially increased if a vessel was at the berth daring  

CHAP. 31F DIV. 2 
3102F.4.1 
3102F.4.6 

the event. The effects of high wind maybe niost prevalent 017equip-
nzent and connections of such equipment to the structure. 

The methodology of conducting an underwater Post-Event In-
spection should be established with due consideration of the 
structure type and type of damage anticipated. Whereas slope fail-
ures or scour may be readily apparent in waters of adequate visi-
bility, overstressing cracks on piles covered with marine growth 
will not be readily apparent. Where such hidden damage is sus-
pected, marine growth removal should be performed on a repre-
sentative sampling of components in accordance with the Level II 
effort requirements described in Section 3102E3.5.2. The cause of 
the event will determine the appropriate sample size and loca- 
tions. 

• 
3102F.4.4.  Post-Event Ratings. A post-event rating [2.3] shall be 
assigned to each berthing systeni upon completion of the inspec-
tion (see Table 31F-2-8). All observations of the above and wider 
water structure, mechanical and electrical components and sys-
tems shall be considered in assigning a post-event rating. • 

Ratings should consider only damage that was likely caused by 
the event: Pre-existing deterioration such as corrosion damage 
should not be considered unless the structural integrity is immedi-
ately threatened or safety systems or protection of the environment 
may be compromised. 

Assignment of ratings should reflect an overall characteriza-
tion of the berthing system being rated. The rating shall consider 
both the severity of the deterioration and the extent to which it is 
widespread throughout the facility. The fact that the facility was 
designed for loads that are lower than the current standards for 
design should have no influence upon the ratings. 

3102F.4.5 Follow-up Actions. Follow-tip actions shall be as-
signed upon completion of the Post-Event Inspection of each 
berthing system. Table 31F-2-6 specifies remedial action priori-
ties and actions for mechanical and electrical deficiencies. Table 
31F-2-7 specifies various options for structural systems. Multiple 
follow-up actions maybe assigned; however, guidance should be 
provided as to the order in which the follow-tip actions should be 
carried-out. Follow-tip actions shall be subject to Division ap-
proval. 

3102F.4.6 Documentation and Reporting. Documentation of 
specific attributes of each defect shall not be required during a 
Post-Event Inspection. However, a narrative description ofsignif-
icant damage shall be used.' The description shall be consistent 
with and shall justify the post-event rating assigned. 

TABLE 31F-2-8 
POST-EVENT RATINGS AND REMEDIAL ACTIONS [2.31 

RATING SUMMARY OF DAMAGE REMEDIAL ACTIONS 

A No significant event-induced damage observed. 

• 

No fiwther action required. The berthing system may continue 
operations, 

B Minor to moderate event-induced damage observed but all primary 
structural elements and electricallmechanical systems are sound 

Repairs or mitigation may be required to remain operational. The 
berthing system may continue operations. 

C Moderate to major event-induced damage observed which may have 
significantly affected the load bearing capacity of primary structural 
elements or the functionality of key electricallmechanical systems. 

Repairs or mitigation may be necessary to resume or remain 
operational. The berthing system may be allowed to resume limited 
operations. 

D Major event-induced damage has resulted in localized or widespread 
failure of primalry structural components; or the jiinctionalliy of key 
electricallmechanical systems has been significantly affected. 
Additional failures are possible or likely to occur. 

The berthing system may not resume operations until the deficiencies 
are corrected. 
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A report shall be prepared and submitted to the Division upon  
completion of the Post-Event Inspection and shall, at a minimum, 
include: 

1. Brief description of the facility including the physical limits 
of the structure, type of construction material(s), and the mechani-
cal and electrical systems present. 

2. Brief description of the event triggering the inspection. 
3. Scope of the inspection (above water; underwater; electrical 

or mechanical) 
4. Date of the inspection 
5. Names and affiliations of inspection team 
6. Description of the nature, extent and significance of any ob-

served damage resulting from the event. 
7. Photographs should be provided to substantiate the descrip-

tions and justify the condition rating 
8. Assignment of a post-event rating 	• 
9. Statement regarding whether the facility is fit to resume op-

erations and, if so, under what conditions 
10. Assignment of follow-up action(s) 

• 11. Inspection data, draWings, calculations and other relevant 
engineering materials 

2001 CALIFORNIA BUILDING CODE 

12. Signature and stamp of Team Leader(s) 

3102F.4.7 Action Plan Report. Upon completion of all actions  
delineated in the Action Plan, a final report shall be submitted to 
the Division to document the work completed. Supporting docu-
mentation such as calculations or other relevant data shall be pro-
vided in appendices. 

3102F.5 References. 

[2.1] California Code of Regulations (CCR), Title 2, Division 
3, Chapter 1, Article 5; Marine Terminals Inspection and. 
Monitoring, Sections 2315, 2320, 2325 and 2385 (short 
form example: 2 CCR 2315 ( Title 2 of California Code of 
Regulations, Section 2315). • 

[2.2] Busboy, V, Hefkon, R. • and Marlirossyan, A., 2001, 
"Choosing a Rational Sample Size for the Underwater 
Inspection of Marine Structures," Proceedings, Ports 
2001, ASCE Conference, April 29-May 2, Norfolk, VA. 

[2.3] Childs, KM., editor; 2001, "Underwater Investigations -
Standard Practice Manual," American Society of Civil 
Engineers, Reston, VA. 

Authority: Sections 8755 and 8757, Public Resources Code 
Reference: Sections 8750, 8751, 8755 and 8757, PublicResources 
Code. 
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TABLE 31F-3-2 
EQUIPMENT AND PIPING AREA LOADS 

LOCATION •AREA LOADS (psi).* 

Open areas 20* 
Areas containing equipment and piping 35** 	. 

Trestle roadway 20* 
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SECTION 3103F— STRUCTURAL LOADING 
CRITERIA 

3103F.1 General. Section 3103F establishes the environnzental 
and operating loads acting on the Marine Oil Terminal (MOT) 
structures and on nzoored vessel(s). The analysis procedures are 
presented in ,Sections 3104F - 3107E 

3103F.2 Dead Loads. 

3103F.2.1 General. Dead loads shall include the weight of the 
entke structure, including permanent attachments such as load-
ing arms, pipelines, deck crane, fire monitor towel; gangway 
structure, vapor control equipment and mooring hardware. Unit 
weights specified in Section 3103E2.2 may be used for 11/10T 
structures if actual weights are not available. 

3103F.2.2 Unit Weights. The unit weights in Table 31F-3-1 may 
be used for both existing and new MOTs. 

TABLE 31F-3-1 
UNIT WEIGHTS 

MATERIAL UNIT WEIGHT (pct)* 

Steel or cast steel . 	490 
Cast iron 450 

A haulm:in alloys 175 

..• 	Timber (untreated)  40-50 
Thither (treated) 45-60 

Concrete, reinforced (normal weight) 145-160 
Concrete, reinforced (lightweight).  90-120 

Asphalt 'paving 	• 150 
* pounds per cubic foot 

A 

A 3103F.2.3 Equipnzent and Piping Area Loads. The equipment 
Ac  and piping area loads in Table 31F-3-2 may be used, as a mini- 
c main, in lieu of detailed as-built data.
C  

• A 

A 

C 

A 
c * Allowance for incidental items such as railings, lighting, miscellaneous 
A 	equipment, etc. 
A 	'I` 35 psf is for miscellaneous general items such as walkways; pipe supports, 
,(\' 	lighting and instrumentation. Major equipment weight shall be established 
c 	and added into this weight for piping manifold, valves, deck crane, fire mon- 

itor towel; gangway structure and similar major equipment. 
"`" pounds per square foot 

• 
3103F.3 Live Loads and Buoyancy. The following vertical live 
loading shall be considered, where appropriate: uniform loading, 
truck loading, crane loading and buoyancy. Additionally, MOT 
specific, nonpermanent equipment shall be identified and used i/1 
loading c•O/npltlaliolls. 

3103F.4 Earthquake Loads. 

3103E4.1 General. Earthquake loads are described in terms of 
Peak Ground Acceleration (PGA), spectral acceleration and 
earthquake magnitude. The required seismic analysis procedures 
(Tables 31F-4-2 and 31F-4-3) are dependent on the risk classifi-
cation obtained from Table 31F-4-1. 
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3103F.4.2 Design Earthquake Motion Parameters. The earth-
quake ground motion parcuneters of peak ground acceleration, 
spectral acceleration and earthquake ntagniut de are modified for 
site amplification and near fault directivity effects. The resulting 
values are the Design Peak Ground Acceleration (DPGA), Design 
Spectral Acceleration (DSA) and Design Earthquake Magnitude 
(DEM). 

The peak ground and spectral acceleration may be evaluated 
using: 

1. U.S. Geological Survey (USGS) or California Geological 
Survey(CGS, formerly the California Division ofMines and Geol-
ogy •(CDMG)) maps as discussed in Section 3 103E4.2.2, 

2. A Site-specific probabilistic seismic hazard analysis (PSHA) 
as discussed in Section 3103F.4.2.3. 

3. For the Ports of Los Angeles, Long Beach and Port Hue-
neme, PSHA results are provided in Section 3103E4.2.3. 

Unless stated otherwise, the DSA values arepr 5 percent damp-
big; values at other levels may he obtained as per Section 
3103E4.2.9. 

The appropriate probability levels associated with DPGA and 
DSA for different seismic per forniance levels are provided in 
Table 31F-4-‘2. Deterministic earthquake motions, which are used 
only for comparison to the probabilistic results, are addressed in 
Section 3103E4.2.7. • 

The evaluation ofDesignEarthqua ke Magnitude (DEM), is dis-
cussed in Section 3103E4.2.8. This parameter is required when 
acceleration time histories (Section 3103E4.2.10) are addressed 
or if liquefaction potential (Section 3106E3) is being evaluated. 

3103F.4.2.1 Site Classes. The following site classes, defined in 
Section 3106E2, shall be used in developing values of DSA and 
DPGA: 

• 
SA, SB,  SC, SD, SE and Sri 
For Sp, a site-specific response analysis is required per Section 

3103E4.2.5. 

3103F.4.2.2 Earthquake Motions from USGS Maps. Earth-
quake ground motion parameters can be obtained from the Maps 
29-32 in the National Earthquake Hazard Reduction Prograth 
(NEHRP) design map set discussed in subsection 1.6.1 of [3.11, 
online at fhttp:Ilgeohazards.crusg.s. govleqllitmlIcanvinap.html)  
or on CD ROM from the USGS. These are available as peak 
ground acceleration and spectral acceleration values at 5 percent 
damping for 10 and 2 percent probability of exceedance in 50 
years, which correspond to Average Return Periods (ARPs) of475 
and 2,475 years, respectively. The spectral acceleration values 
are available for 0.2, and 1.0 second spectral periods. In obtain-
ing peak ground acceleration and spectral acceleration values 
from the USGS web site, the site location can be specified in terms 
of site longitude and latitude or the zip code when appropriate. 
The resulting values of peak ground acceleration and spectral ac-
celeration correspond to surface motions for Site Classification 
approximately corresponding to the boundary ofSite Class SB and 
SC. 

Once peak ground acceleration and spectral acceleration val- 
ues are obtained for 10 and 2 per 	probability of exceedence in 
50 years, the .cormsponding values for other probability levels 
may her oho i ni,t1. A prorptiqm prosantort 	q!ibeacti,,n .t.6 of A • 

A .. 
C 
A 

A 

A 
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L 

Chapter 1 of 13.11. 

3103F.4.2.3 Earthquake Motions from Site-Specific Probabil-
istic Seismic Hazard Analyses. Peak ground acceleration ancl 
spectral acceleration values can be obtained using site-specific 
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A 

C 

C 
C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 
C 

C probabilistic seismic hazard analysis (PSHA). In this approach, 
ic\ the seismic sources and their characterization used in the analysis 
I().  shall be based on the published data from the California Geologi-

cal Survey, which can be obtained online at the following web site: 
COMM: ca.govIchnelrghinIpshalIndex.hun) 13.21. 

Appropriate attenuation relationships shall be used to obtain 
C' values of peak ground acceleration and spectral acceleration at 
A 
C 	the groundsurjiice for site conditions corresponding to the bound- 
(-̂ toy of Site Class S3 and Sc, regardless of the actual subsurface 
e conditions at the site. These results shall be compared to those 
e based on the • FEMAIUSGS maps discussed in Section 
A 3103E4.2.2. If the two sets of values are significantly different, a 
A justification for using the characterization chosen shall be pro- 
A vided. 
C 

Alternatively, peak ground acceleration and spectral accelera-
cA lions at the groundswface for the subsurface conditions that actu-
e ally exist at, the site may be directly obtained by using appropriate 

attenuation relationships in a site-specific PSHA. This approach 
is not permissible for Site Classes SE and SF. 

FOr site-specific PSHA, peak ground acceleration and spectral 
acceleration values corresponding to the seismic performance 
level (See Table 31F-4-2) shall be obtained 	• 

• For peak ground acceleration, PSHA may be conducted using 
the "magnitude weighting" procedure in Idriss 13.31. The actual 
magnitude weighting values should follow the Southern Califor-
nia Earthquake Center (SCEC) procedures [3.4]. This magnitude 
weighting procedure incorporates the effects of duration corre-
sponding to various magnitude events in the PSHA results: The re-
sulting peak ground acceleration shall be used only for . 
liquefaction assessment (see Section 3106E4). 	• 

PSHA have been developed for the Port ofLosAngeles, Port of 
Long Beach and Port Hueneme. This assessment has included a 

A c Lawrence Livermore National Laboratory [3.5] . Resulting re-
"8 sponse spectra are provided in Tables 31F-3-3, 31F-3-4 and Fig-

review of onshore •and offshore faulting and was performed by. 

ures 31F-3-1 and 31F-3-2. Results are provided only for site 
A classification ."Sc " and five percent damping. These spectral val-
A ties (DSA's) are the minimum acceptable and represent the subsur-
A face only. To obtain appropriate.vahtes for piles and/or the mud 
A line, the simplified procedures of Section 3103F.4.2.4 may be 
A used 

A ' 	 • c 3103F.4.2.4 Simplified Evaluation of Site Amplification Ef-
fects.When the MOT Site Class is different from the SB -Sc bound- • 

e any, site amplification effects shall be incorporated in peak 
Ac  ground accelerations and spectral accelerations. This may be ac- 
• complished using a simplified method or a site-specific evaluation 
A (Section 3103E4.2.5). . 	 • • 
A 
c 	-For a given Site Class, the following procedure [3.1] presents a 

simplified method that may be used to incorporate the site amplifi-
e cation effects for peak ground acceleration and spectral accelera-
e lion computed for the 53  and Sc boundary. 
A 
C 	1. Calculate the spectral acceleration values at 0.20 
A 
C and 1.0 second period: 
A 

AC 	SXS = FaSs 	 (3-1) 
C 
e 	Sxt =F,,S1 	 (3-2) 
A 
C: WHERE: 	• 
A 

A • 	Fa = site coefficient obtained from Table 31F-3-5 
A 	= site coefficient obtained from Table 31F-3-6 
A • 	S• 	S = short period (usually at 0.20 seconds)spectral accelera- 

tion value (for the boundary of Sn and Sc.) obtained us- A 

ing Section 3103F.4.2.2, or at the period corresponding A 
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to the peak in spectral acceleration values when ob-
tained from Section 3103E4.2.3 

= 	spectral acceleration value (for the boundary of SB and 
Sc) at 1.0 second period 

Sxs 	= spectral acceleration value obtained using the short pe- 
riod Ss and factored by Table 31E-3-5 for the Site Class 
under consideration. 

S x 
	= spectral acceleration value obtained using the 1.0 sec- 

ond period 5'1 and factored by Table 31F-3-6 for the Site 
Class under consideration. 

2. Set PGAx = 0.4Sxs 	 (3-3) 
WHERE: 
PGAx = peak ground acceleration corresponding to• the Site 

Class under consideration. 
When the value of PGAx is less than the peak ground accelera- 

• lion obtained following Section 3103E4.2.2 or Section 
3103E4.2.3, an explanation of the results shall be provided. 

3. PGAx, Sxs, and Sy(' constitute three spectral acceleration 
values for the Site Class under consideration corresponding to pe-
riods of 0, Ss (usually 0.2 seconds), and 1.0 second, respectively. 

4. The final response spectra, without consideration for near-
fault directivity effects, values of Sc, for the Site Class tinder con-
sideration may be obtained using the following equations (for 5 
percent critical damping): 

for 0<T<0.2T0  

Sa  = (Sxs)(0.4 + 3TIT0) 	 (3 -4) 

WHERE: 

T = Period corresponding to calculated Sa  
To  = Period at which the constant acceleration and constant 

velocity regions of the design spectrum intersect 
for 0.2To<T<T0  

Sa = Sxs 
	 (3-5) 

for T>7;, 

Sa  = Sx7IT 	 (3-6) 

WHERE: 
To  = Sxi ISxs 
	 (3-7) 

The resulting PGAX is the DPGA. However, theSa 's (except for 
the ports ofLosAngeles, Long Beach and Port Hueneme) shall be 
modified for near-fault directivity effects, per Section 3103E4.2.6 
to obtain the final DSAs. 

TABLE 31F-3-3 
RESPONSE SPECTRA FOR THE PORTS OF 

LOS ANGELES AND LONG BEACH, 
475 YEAR RETURN PERIOD (5% Critical Damping) 

SITE CLASS "C" 
(Shear Wave Velocity from 1220-2500 ft/sec) 

Period (sec) Frequency (liz) Spectral Acceleration (g's) 

0.03 33.33 0.47 
0.05 20.00 0.52 
0.10 10.0 0.71 
0.15 6.67 0.86 
0.20 5.0 0.93 
0.30 3.33 0.93 
0.50 2.00 0.85 
1.0 1.0 0.62 
2.0 0.50 0.37 
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TABLE 31F-3-6 
VALUES OF Fv  

SITE 
CLASS 

St 

<0.1 02 0.3 0.4 	' >0.5 

SA 0.8 0.8 0.8 0.8 0.8 

Se 1.0 1.0 1.0. 1.0 1.0 

Sc 1.7 1.6 1.5 1.4 • 1.3 	. 

SD 2.4 2.0 1.8 1.6 7.5 

SE 3.5 3.2 2.8 2.4 2.4 

Sp .1, a a a a 

NOTE: Litzear interpolation can be used to estimate ,ahtes ofF,. for internzedi-
a te values of S 
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FIGURE 31F-3-1-RESPONSE SPECTRA FOR THE PORTS OF 
LOS ANGELES AND LONG BEACH, 

475 YEAR RETURN PERIOD (5% Critical Damping) 

FIGURE 31F-3-2-RESPONSE SPECTRA FOR PORT HUENEME, 
475 YEAR RETURN PERIOD (5% Critical Damping) 
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TABLE 31F-3-4 
RESPONSE SPECTRA FOR PORT HUENEME, 

475 YEAR RETURN PERIOD (5% Critical Damping) 

SITE CLASS "C" 
(Shear Wave Velocity from 1200-2500 ft/sec) 

Period (sec) Frequency (Hz) Spectral Acceleration (g's) 

0.03 33.33 0.41 

0.05 20.00 0.46 

0.10 10.0 0.63 

0.15 6.67 0.75 

0.20 5.0 0.80 

0.30 3.33 0.78 

0.50 2.00 0.69 

1.0 
. 

1.0 0.49 

2.0 0.50 0.28 

TABLE 31F-3-5 
VALUES OF Fa  

SITE 
CLASS 

Ss 

< 0.25 0.5 0.75 1.0 > 1.25 

SA 0.8 0.8 0.8 0.8 0.8 

Se 1.0 	. 1.0 1.0 1.0 1.0 

Sc 1.2 1.2 1.1 1.0 1.0 

SD 1.6 1.4 1.2 1.1 1.0 

SE 2.5 1.7 1.2 0.9 . 	0.9 

SF a e a a a 

L C L A L 	C 	ate values of SS. L A 
LL 	C Site-specific dynamic site response analysis shall be petformed. A L C L A L C L A L C L A L C L A L C L A L C L A L C L A L C L CA L  L A L C L A L L A L C L A L C L A L C A L  
LA L C L A 
L C A 
L C A C A 

A C _ A C A C A C - 	A 	Site-veci tic dynamic site response analysis shall he performed. 
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NOTE: Linear interpolationcan be used to estimate values of F„ for intermedi- 
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3103F.4.2.5 Site-Specific Evaluation of Amplification Effects. 
As an alternative to the procedure presented in Section 
3103E4.2.4, a site-specific response analysis may be performed. 
• For SF, a site specific response analysis is required.  The analysis 
shall be either an equivalent linear or nonlinear analysis. Ap-
propriate acceleration time histories as discussed in Section 
3103E4.2.10 shall be used. 

In general, an equivalent linear analysis using, for example, 
SHAKE91 [3.6] is acceptable wizen the strength and stiffness of 
soils are unlikely to change significantly during the seisnzic steak= 
big,' and the level of shaking is not large. A nonlinear analysis 
should be used when the strength and/or stiffness of soils could 
significantly change during the seismic shaking or significant 
nonlinearity of soils is expected because of high seismic shaking 
levels. 

The choice of the method used in site response analysis shall be 
justified considering the expected stress-strain behavior of soils 
under the shaking level considered in the analysis. 

Site-specific site response analysis may be per 	using 
one-dimensional analysis. However, to the extent that MOTs often 
involve slopes or earth retaining structures, the one-dimensional 
analysis should be used judiciously. When one-dimensional anal-
ysis cannot be justified or is not adequate, two-dimensional equiv-
alent linear or nonlinear response analysis shall be performed. 
Site-specific response analysis results shall be compared to those 
based on the simplified method of Section 3103E4.2.4 for reason- 
ableness. 	 • 

For the port areas of Los Angeles, Long Beach and Port Hue-
neme, the resulting response•spectra shall not fall below values 
obtained in Section 3103E4.2.3. 

The peak ground accelerations obtained from this site-specific 
evaluation are DPGAs and the spectral accelerations areDSAs as 
long as the near-fault directivity effects addressed in Section 
3103E4.2.6 are appropriately incorporated into the time histories 
(Section 3103F.4.2.10). 

3103F.4.2.6 Directivity Effects. When the site is 15 km (9.3 miles) 
or closer to a seismic source that can significantly affect the Site, 
near-fault directivity effects shall be reflected in the spectral ac-• 
celeration values and in the deterministic spectral acceleration 
values of Section 3103E4.2.7. However, Tables 31F-3-3 and 
31F-3-4 for the port areas of Los Angeles, Long Beach and Port 
Hueneme already have these effects included. 

Two methods are available for incorporating directivity effects. 

1. Directivity.  effects may be reflected in the spectral accelera-
tion values in a deterministic manner by using, for example, the 
equation on pg. 213 (and Tables 6 and 7) ofSomerville, et al. [3.7]. 
The critical seismic sources and their characterization developed 
as part of the deterministic ground .motion parameters (Section 
3103E4.2.7) should be used to evaluate the directivity effects. The 
resulting adjustments in spectral acceleration values may be ap-
plied in the probabilistic spectral acceleration values developed 
per Section 3103E4.2.4 or 3103E4.2.5. Such adjustment can be 
independent of the probability levels of spectral accelerations. 

2. Directivity effects may be incorporated in the results of site-
specific PSHA per Section 3103E4.2.3. In this case, the directivity 
effects will also depend on the probability level of spectral accel-
erations. 

If spectral accelerations are obtained in this nzannei; the effects 
of site amplification using eitherSection 3103E4.2.4, 3103E4.2.5 
or an equivalent method (if justified) shall be incorporated. 
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3103F.4.2.7 Deterministic Earthquake Motions. Deterministic 
ground motions from "scenario" earthquakes may be used for 
comparison purposes. Deterministic peak ground accelerations 
and spectral accelerations may be obtained using the "Critical 
Seismic Source" With maximum earthquake magnitude and its 
closest appropriate distance to the MOT "Critical Seismic 
Source" is that which results in the largest computed median peak 
ground acceleration and spectral acceleration values when ap-
propriate attenuation relationships are used. The values obtained 
from multiple attenuation relationships should he used to calcu-
late the median peak ground acceleration and spectral accelera-
tion values. 

Alternatively, the values of peak ground accelerations and 
spectral accelerations nzay be obtained from the USGS neaps 
[3.1], corresponding to the Maximum Considered Earthquake 
(MCE). In this case, the median values of peak ground accelera-
tion and spectral acceleration values shall be 2/3 (see subsection 
1.6 of [3.1]) of the 	shown on the USGS maps. 

3103F.4.2.8 Design Earthquake Magnitude. The Design Earth-
quake Magnitude used in developing site-specific acceleration 
time histories (Section 3103E4.2.10) or liquefaction assessment 
(Section 3106E3) is obtained using either of the following two • 
methods. . 

1. The Design Earthquake may be selected as the largest earth-
quake magnitude associated with the Critical Seismic Source. The 
distance shall be taken as the closest distance from the source to 
the site. The resulting Design Earthquake shall be associated with 
all DPGA values for the site, irrespective of probability levels. 

2. The Design Earthquake (DEQ) may be obtained for each 
DPGA or DSA value and associated probability level by determin-
ing the corresponding dominant distance and magnitude. These 
are the values of the distance and magnitude that contribute the 
most to the mean seismic hazards estimates for the probability of 
interest. They are usually .determined by locating the summits of 
the 3-D surface of contribution of each small interval of nzagni-
tude and distance to the total mean hazards estimate. If this 3-D 
surface shows several modes with approximate weight of more 
than 20 percent of the total, severalDEQs may be considered, and 
the DEO leading to the most conservative design parameters shall 
be used. 

3103F.4.2.9 Design SpectralAcceleration for Various Damping 
Values. Design Spectral Acceleration (DSA) values at damping 
other than 5 percent shall be obtained by using a procedure given 
in [3.1], and is denoted as DSAd. The following procedure does 
not include near -fault directivity effects. 

For 0 < T < 0.2 T0  

DSAd = Sxs [ (5/Bs -2) TI To  + 0.4J 	(3-8) 

For 0.2 T, < T < T0  

DSAd = DSA/Bs 	 (3-9) 

For T > To 

DSAd = SI 1(131 T) 
	

(3-10) 

'WHERE: 
T = period 

To = Sxt ISxs 
Bs = Coefficient used to adjust the short period spectral re- 

sponse, for the effect of viscous damping. 

Bt = Coefficient used to adjust one-second period spectral 
response, for the effect of viscous damping 

Values of Bs and B1 are obtained from Table 31F-3-7. 
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Such a procedure shall incorporate the near fault directivity ef-. 
feels when the MOT is 15 km (9.3 miles) or closer to a significant 
seismic source. 

TABLE 31F-3-7 (3.1] 
VALUES OF Bs AND Bi  

DAMPING (%) BS B1 

<2 0.8 0.8 
5 	. 1.0 1.0 
10 1.3 1.2 
20 1.8 1.5 
30 2.3 1.7 
40 2.7 1.9 

>50 3.0 	• 2.0 

Note: Linear interpolation should be used for damping values not specifically 
listed. 

3103F.4.2.10 Development of Acceleration Tune Histories. 
When acceleration time histories are utilized, target spectral ac-
celeration values shall be initially selected corresponding to the 
DSA values at appropriate probability levels. For each set of tar-
get spectral acceleration values corresponding to one probability 
level, at least three sets of horizontal time histories (one or two 
horizontal acceleration time histories per set) shall be developed. 

Initial time histories shall consider magnitude, distance and the 
type of fault that are reasonably similar to those associated with 
the conditions contributing most to the probabilistic DSA values. 
Preferred initial time histories should have their earthquake mag-
nitude and dis lance to the seismic source similar to the nzode-mag-
nitude and mode-distance derived from the PSHA or from 
appropriate maps. When an adequate number of recorded time 
histories are not available, acceleration time histories from simu-
lations may be used as supplements. 

Scaling or adjustments, either in the frequency domain or in the 
time domain (preferably), prior to generating acceleration time 
histories should be kept to a minimum. When the target spectral 
accelerations include near-fault directivity effects (Section 
3103E4.2.6), the initial lime histories should exhibit directivity 
effects. 

When three sets of time histories are used in the analysis, the en-
velope of the spectral' acceleration values from each time history 
shall be equal to or higher than the target spectral accelerations. 
If the envelope values fall below the target values, adjustments 
shall be made to ensure that the spectral acceleration envelope is 
higher than target spectral accelerations. If the envelope is not 
higher; then a justification shall be provided. 

When seven or more sets of time histories are used, the average 
of the spectral acceleration values from the set of time histories 
shall be equal or higher than the target spectral acceleration va-
lues. If the average values fall below the target values, adjust-
ments shall be made to ensure that average values are higher than 
the target spectral accelerations. If this is not the case, then an ex- 
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3103F.5 .iMo6ringt.oads. olr. Vessels. 	 r L 

3103F.5.1 General. Forces acting on a moored vessel may be X 
I-

generated by wind, waves, current, tidal variations, tsunamis, Fx  
seiches and hydrodynanzic effects of passing vessels. Forces from (\' E 
wind and current acting directly on the MOT structure (not 
through the vessel in the form of mooring amid/ or breasting loads) i(\' 1:  
shall be determined in Section 3103E7. 	 C L 

A L 
The vessel's moorings shall be strong enough to hold during all ;:‘ 

expected conditions of surge, current and weather and long cx  
enough to allow adjustment for changes in draft, drift and tide (2 F, 

.0..CCR, 23401 (0 (1))... [3.8J. A  c L 

C 3103F.5.2 Wind Loads. Wind loads on a vessel, moored at a A I. 
C L MOT, shall be deterthined using procedures described in this sec-  A L 
C  tion. Wind loads shall be calculated for each of the load cases A L 
C L identified in Section 3105E2. 	 A L 
C L 

3103F.5.2.1 Design Wind Speed. The design wind speed is the A L 
C L 

maximum wind speed of 30-second duration used in the mooring A 
L
L 

C 
analysis (see Section 3105F). 	 • 
3103F.5.2.1.1 Operating Condition. The operating condition is 
the wind envelope in which a vessel nzay conduct transfer opera-
tions. It is determined from the mooring analysis (Section 3105F). 
Transfer operations shall cease, at an existing MOT when the 
wind exceeds the maximum velocity of the envelope. 

3103F.5.2.1.2 Survival Condition. The survival condition is de-
fined as the state wherein a vessel can remain safely moored at the 
berth during severe winds. For new MOTs, the survival condition 
threshold is the maximum wind velocity, for a 30-second gust and 
a 25-year return period, obtained from historical data. 

For an existing MOT a reduced survival condition threshold is 
acceptable (see Figure 31F-2-1). If the wind rises above these lev-
els, the vessel must depart the berth; it shall be able to depart with-
in 30 minutes (see 2 CCR 2340 (c) (28)) 13.81. 

-The 30-second duration wind speed shall be determined from 
the annual maximum wind data. Average annual summaries can-
not be used. Maximum wind speed data for eight directions 
(45-degree increments) shall be obtained. If other duration wind 
data is available, it shall be adjusted to a 30-second duration, in 
accordance with equation (3.12). The 25-year return period shall 
be used to establish the design wind speed for each direction. 
Once these wind speeds are established for each increment, the 
highest wind speed shall be used to determine the mooringlberth-
ing risk classification, from Table 31F-5-1. In order to simplify the 
analysis for barges (or other small vesselS), they may be consid-
ered to be solid free-standing walls (Section 6 of ASCE 7-98 
13.9]). This will eliminate the need to per 	a computer assisted 
mooring analysis. 

3103F.5.2.2 Wind Speed Corrections. Wind speed measured at 
an elevation of 33 feet (10 meters) above the water surface, with 
duration of 30 seconds shall be used to determine the design wind 
speed. If these conditions are not met, the following corrections 
shall be applied. 

The correction for elevation is obtained from the equation.: 

ji
h
(-JJ 1/7 
	

(3-11) 

WHERE: 
Vw = wind speed al elevation 33 ft. (10 in.) 

Vh = wind speed at elevation h 
h 	= 	elevation above water surface of wind data [feet] 

The available wind duration shall be adjusted to a 30-second 
value, using the following fornzula: 
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L 	X planation for the use of these particular spectral acceleration val- 
. A ues shall be provided. 

L C 
L 

C 	When three sets of time histories are used in the analysis, the 
maximum value of each response parameter shall be used in the 

L c design, evaluation and rehabilitation. When seven or more sets of 
A time histories are used in the analysis, the average value of each L C 

L A response parameter may be used. 
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Vi 
VE = 30 sec = C, 

WHERE: 
• V(.30sec  = wind speed for a 30-second duration 

V, = wind speed over a given duration 
ct 	= conversion factor from Figure 31F-3-3 

If wind data is available over land only,. the following equation 
shall be used to convert the wind speed from over-land to.  over-wa-
ter conditions [3.10] : 

= 1.10 VL 	 (3-13) 

WHERE: 

Vw = over water wind speed 

VL = over land wind speed 

3103F.5.2.3 Static Wind Loads on Vessels. The "Prediction of 
Wind and Current Loads on VLCC 's" [3.11] or the "British Stan-
dard Code of Practice for Maritime Structures" [3.12] shall be 
used to determine the wind loads for all tank vessels. 

Alternatively, wind loads for any type of vessel may be calcu • -
lated using the guidelines in Ferritto et al, 1999 [3.13]. 

3103F.5.3 CurrentLoads. Environmental loads induced by cur-
rents at MOTs shall be calculated as specified in this subsection. 

1.3 

1.2 

1.1 

•1.0 

0.5 

0.1 

a. 

CHAP. 31F, DIV. 3 
3103F.5.2.2 
3103F.5.3.2 

3103F.5.3.1 Design Current Velocity. Maximum ebb and flood 
currents, annual river runoffs and controlled releases shall be 
considered when establishing the design current velocities for 
both existing and new MOTs. 

Local current velocities may be obtained from NOAA [3.14J or 
other sources, but must he supplemented by site-specific data, if 
the current velocity is higher than 1.5 knots. 

Site-specific data shall be obtained by real time measurements 
over a one-year period. If this information is not available, a safe-
ty factor of 1.25 shall be applied to the best available data until 
real time measurenzents are obtained. 

If the facility is not in operation during annual river runoffs and A 

controlled releases, the current loads may be adjusted. 	A 

Operational dates need to be clearly stated in the definition of 
the terminal operatinglimits (see Section 3102E3.6). 

A 

3103F.5.3.2 Current Velocity Adjustment Factors. An average A 

current velocity (Vc) shall be used to compute forces and mo-
ments. lithe current velocity profile is known, the average current 
velocity can be obtained from. the following equation: A 

T 	 A 

Vc2  = 	(V02  ds 	 C 
A 

A 

A 

A 

A 

A 

A 

A 

A 

A 
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A 

A 
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WHERE: 

Vc = average current velocity (knots) 
T = draft of vessel 
vc = current velocity as a function of depth (knots) 
S = water depth measured from the surface 

If the velocity profile is not known, the velocity at a known water 
depth should be adjusted by the factors provided in Figure 
31F-3-4 to obtain the equivalent average velocity over the draft of 
the vessel. 

3103F.5.33 Static Current Loads. The OCIMF [3.11] , the Brit-
ish Standard [3.12] or the Mil-HDBK-1026/4A [3.15] procedures 
shall be used to determine current loads for moored tank vessels. 

3103F.5.4 Wave Loads. When the significant wave period, Ts, is 
greater than 4 seconds.  (See Section 3105E3.1), the transverse 
wave induced vessel reactions shall be calculated using a simpli-
fied dynamic mooring analysis described below. 

The horizontal water particle accelerations shall be calculated 
for the various wave conditions, taken at the mid-depth of the 
loaded vessel draft. The water particle accelerations shall then be 
used to calculate the wave excitation forces to determine the static 
displacement of the vessel. The Fronde-Krylov method discussed 
in Chakrabarti's Chapter 713.16/ may be used to calculate the 
wave excitation forces, by conservatively approximating the ves-
sel as a rectangular box with dimensions similar to the actual di-
177017Si0115 of the vessel. The horizontal water particle 
accelerations shall be calculated for the various wave conditions, 
taken at the mid-depth of the landed VP.V.TPI draft. The rnmpitted 
excitation force assumes a 90-degree incidence angle with the 
longitudinal axis of the vessel, which will result in forces that are 
significantly greater than the forces that will actually act upon the 
vessel from quartering seas. A load reduction factor may be used 
to account for the design wave incidence angle from the longitucli- 
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nal axis of the ship:The overall excursion of the vessel shall be de-
termined for each of the wave conditions by calculating the 
dynamic response of the linear spring mass system. 

3103F.5.5 Passing Vessels. When required in Section 3105E3, 
the sway and surge forces, AS well as yaw moment, on a moored 
vessel, due to passing Vessels, shall be established considering the 
following: 

1. Ratio of length of moored vessel to length of passing vessel 
2. Distance fi-om moored vessel to passing vessel 
3. Ratio of midship section areas of the moored and passing 

vessels 
• 

4. Underkeel clearances of the moored and passing vessels 
5. Draft and trim of the moored vessel and draft of the passing 

vessel 
6. Mooring line tensions 
The passing vessel's speed should take into consideration the 

ebb or flood current. Normal operating wind and current condi-
tions can be assumed when calculating forces due to a passing 
vessel. Any of the following methods may be used to determine 
forces on a moored vessel: Wang [3.17], Flory [3.18] or Seelig . A  
13.19j, A 

A 
A 
A 
A 
A 
A 
A 

3103F.5.7 Tsunamis. A tsunanzi may be generated by an earth- A 
quake or a subsea or coastal landslide, which may induce large A 

wave heights and excessive currents. The large wave or surge and C, 
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3103F.5.6 Seiche. The penetration of long period low amplitude 
waves into a harbor can result in resonant standing wave systems, 
wizen the wave forcing frequency coincides with a natural fre-
quency of the harbor: The resonant standing waves can result in 
large surge motions if this frequency is close to the natural fre-
quency of the mooring system. Section 3105E3.3 prescribes the 
procedure for the evaluation of these effects. 
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the excessive currents are potentially damaging, especially if 
there is a tank vessel moored alongside. Table 31F-3-8 provides 
estimated tsunami run-up values for specific areas of California. 

Tsunamis can be generated either by a distant or near source. A 
tsunami generated by a distant source (far field event) may allow 
operators to have an adequate warning for mitigating the risk by 
departing the MOT and going into deep water. For near-field 
events, with sources less than 500 miles away, the vessel may not 
have adequate time to depart. 	 • 

Loads from tsunami-induced waves can be calculated for vari-
ous structural configurations [3.22]. Tsunami wave heights in 
shallow water and particle kinematics can also be obtained. Other 
structural considerations include uplift and debris impact. 

TABLE 31F-3-8 
TSUNAMI RUN-UP VALUES [ft] IN CALIFORNIA [3.20], [3.21] 

LOCATION ' 
100 YEAR 

RETURN PERIOD 
500 YEAR 

RETURN PERIOD 

W. Carquinez Strait 3.3 	• 4.0 	. 

Richmond Harbor Channel 7.6 13.5 

Richmond Inner Harbor 	• 5.9 10.6 

Oakland Inner Harbor 4.7-5.5 7.5-9.5 

Oakland Middle Harbor . . 5.9  10.5 

Oakland Outer Harbor 7.9-9.1 • 15.1-17.6 

Hunters Point 3.9-5.3 5.0-8.7 

San Francisco —S. of Bay Bridge 4.5-5.0 . 	7.5-8.4 	. 

Ports of Los Angeles and 
Long Beach 

8.0 15.0 

Port Hueneme 11.0 21.0 

3103F.6 Berthing Loads. 

3103F.6.1 General. Berthing loads are quantified in terms of 
transfer of kinetic energy of the vessel into potential energy dissi-
pated by the fender(s). The terms and equations below are based 
on those in Mil-HDBK-102511, "Piers and Wharves" [3.23]. An 
alternate procedure is presented in PIANC [3.24]. 

Kinetic energy shall be Calculated from the following equation: 

1 (3-15) E vane/ = .7s,  
WHERE: 

Evessel= Berthing energy of vessel [ft-16s] 

W = 	Total weight of vessel and cargo in pounds [long tons x 
2240] 

g = Acceleration due to gravity [32.2 ft/sect] 

= Berthing velocity normal to the berth [ftlsec] 

The following correction factors shall be used to modify the ac-
tual energy to be absorbed by the fender system: 

E foul = Ch C mad 
	 (3-16) 

WHERE: 

Efe„der = Energy to be absorbed by the fender system 

= Berthing Coefficient 

Cm = Effective mass or virtual mass coefficient (see Section 
3103E6.6) 

The bet-thing coefficient, Ch, is given by: 

Ch = 	d•C „ 	 (3-17) 
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WHERE: 

Ce  = Eccentricity Coefficient 

Cc  = Configuration Coefficient 

Cg  = Geometric Coefficient 

Cd = Deformation Coefficient 
These coefficients are defined in Sections 3103F6.2 through 

3103E6.5. 

The approximate displacement of the vessel (when only partial-
ly loaded) at impact, DT, can be determined from an extension of 
an equation from Gaythwaite [3.25]: . 

DT = 1.25 DWT(d„c„,„//4,a0 	(3-18) 

WHERE: 

DWT = Dead Weight Tonnage (in long tons) 

dactital = Actual arrival draft of the vessel 
dnla= Maximum loaded vessel draft 

The xberthing load shall be based on the fender reaction due to 
the kinetic berthing energy. The structural capacity shall be estab-
lished based on allowable concrete, steel or timber properties in 
the structural components, as defined in Section 3107E 

3103F.6.2 Eccentricity Coefficient (C8). During the berthing 
maneuver; when the vessel is not parallel to the berthing line (usu-
ally the wharf face), not all the kinetic energy of the vessel will be 
transmitted to the fenders. Due to the reaction from the fender(s), 
the. vessel will start to rotate around the contact point, thus dissi-
pating part of its energy. Treating the vessel as a rigid rod of negli-
gible width in the analysis of the energy impact on the fenders 
leads to the equation: 

k2  C, = 	 (3-19) a2 k2 

WHERE: 
k = Longitudinal radius of gyration of the vessel [ft] 
a • = Distance between the vessel's center of gravity and the 

point of contact on the vessel's side, projected onto the 
. 	vessel's longitudinal axis [ft] 

3103F.6.3 Geometric Coefficient (C5). The geometric coeffi-
cient, Cg, depefids upon the geometric configuration of the ship at 
the point of impact. It varies from 0.85 for an increasing convex 
curvature to 1.25 for concave curvature. Generally, 0.95 is recom-
mended for the impact point at or beyond the quarter points of the 
ship, and 1.0 for broadside berthing in which contact is made 
along the straight side [3.23] . 

3103F.6.4 Deformation Coefficient (Cd). This accounts for the 
energy reduction effects due to local deformation of the ships hull 
and deflection. of the whole ship along its longitudinal axis. The 
energy absorbed by the ship depends on the relative stiffness of the 
ship and the obstruction: The deformation coefficient varies from 
0.9 for a nonresilient fender to nearly1.0 for a flexible fender For 
larger ships on energy-absorbing fender systems, little or no de-
formation of the ship takes place; therefore, a coefficient of 1.0 is 
recommended. 

3103F.6.5 Configuration Coefficient (Cc). This factor accounts 
for the difference between an open pier or wharf and a solid pier or 
wharf In the first case, the movements of the water surrounding 
the berthing vessel is not (or is hardly) affected by the berth. In the 
second case, the water between the berthing vessel and the struc-
ture introduces a cushion effect that represents an extra force on 
the vessel away from the berth and reduces the energy to be ab-
sorbed by the fender system. 

For open berth and corners of solid piers, (2 = 1.0 
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TABLE 31F-3-10 

For solid piers with parallel approach, C., = 0.8 

For berths with different conditions, Cc  may be interpolated be-
tween these values [3.23]. 

3103F.6.6 Effective Mass or Virtual Mass Coefficient (C,,,). In 
determining the kinetic energy of a berthing vessel, the effective or 
the virtual mass is the sum of vessel mass and hydrodynamic mass. 
The hydrodynamic mass does not necessarily van) with the mass of 
the vessel, but is closely related to the projected area of the vessel 
at right angles to the direction of motion. 

Other factors, such as the form of vessel, water depth, berthing 
velocity, and acceleration or deceleration of the vessel, will have 
some effect on the hydrodynamic mass. Taking into account both 
model and prototype experiments, the effective or virtual muss co-
efficient can be estimated as: 

uct, C,„ = 1 + 2.d 
 B

wi  

WHERE: 
dactuat = Actual arrival draft of the vessel 

B = Beam of vessel 
The value of C'„, for use in design should be a minimum of 1.5 

and need not exceed 2.0 [3.23]. 

3103F.6.7 Berthing Velocity and Angle. The berthing velocity, 
V,,, is influenced by a large number of factors such as environmen-
tal conditions of the site (wind, current and wave), method of 
berthing (with or without tugboat assistance), condition.  of the 
vessel during berthing (ballast or _hilly laden) and human factors 
(experience of the tugboat captain.). 

The berthing velocity, normal to berth, shall be in accordance 
with Table 31F-3-9, for existing berths. Site condition is deter-
mined from Table 31F-3 -10. For new berths, the berthing velocity, 
V,„ is established according to Table 4.2.1 of the PIANC guide-
lines [3.24]. 

Subject to Division approval, if an existing MOT can demon-
strate lower velocities by velocity monitoring equipment, then 
such a velocity may be used. 

In order to obtain the normal berthing velocity, V,,, an approach 
angle, definedas the angle formed by the fender line and the longi- 
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tudinal axis of the vessel must be determined. The berthing angles, 
used to compute the normal berthing velocity, for various vessel 
sizes are shown in Table 31F-3-11. 

TABLE 31F-3-11 
MAXIMUM BERTHING ANGLE 

VESSEL SIZE (OWT? . 	ANGLE (degrees) 

Barge 15 

<10,000 10 

10,000-50,000 8 

>50,000 	. 6 

3103F.7 Wind And Current Loads On Structures. 

3103F.7.1 General. This section provides methods to determine 
the wind and current loads acting on the structure directly, as op-
posed to wind and current forces acting on the structure from a 
moored vessel. 

3103F.7.2 Wind Loads. Section 6 of ASCE 7 P.9] shall be used to 
establish minimum wind loads on the structure. Additional infor-
mation about wind loads may be obtained from Simiu and Scanlan 
[3.26]. 

3103F.7.3 CurrentLoads. The current forces acting on the struc-
ture may be established using the current velocities, per Section 
3103E5.3. 

3103F.8 Load Combinations. Each component of the structure 
shall be analyzed for all applicable load combinations given in 
Table 31E3-12 or 3.1F-3-13, depending on component type. 

The "vacant condition" is the case wherein there is no vessel at 
the berth. The "mooring and breasting condition" exists after the 
vessel is securely tied to the wharf The "berthing condition" oc-
curs as the vessel impacts the wharf and the "earthquake condi-
tion" assumes no vessel is at the berth, and there is no wind or 
current forces on the structure. 

The use of various load types is discussed below: 

(3-20) 

TABLE 31F-3-9 
BERTHING VELOCITY Vn  (NORMAL TO BERTH) 

VESSEL SIZE (dwt) TUG BOAT ASSISTANCE 

SITE CONDITIONS 

Unfavorable Moderate Favorable • 

<10,0001  No 1.31 ft/sec 0.98 ftlsec 0.53 ft/sec 

10,000 - 50,000 Yes 0.78 ft/sec 0.66 ft/sec 0.33 ft/sec 

50,000 - 100,000 Yes 0.53 ftlsec 0.39 ft/sec 0.26 ft/sec 

>100,000 Yes 0.39 ftlsec 0.33 ft/sec 0.26 ft/sec 

If tug boat is used for vessel size smaller than 10,000 DWT the berthing velocity may be reduced by 20% 

TABLE 31F-3-10 
SITE CONDITIONS 

SITE CONDITIONS DESCRIPTION WIND SPEED1  SIGNIFICANT WAVE HEIGHT CURRENT SPEED2  

Unfavorable 
Strong Wind 

Strong Currents 
High Waves 

>38 knOts >6.5 ft >2 knots 

Moderate 
Strong Wind 

Moderate Current 
Moderate Waves 

Z38 knots .s6.5 ft s2. knots 

Favorable 
Moderate Wind 

Moderate Current 
Moderate Waves 

<38 knots <6.5 ft 

. 

<2 knots 

A 30-second duration measand at a height of 33 ft. 
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2001 CALIFORNIA BUILDING CODE 
CHAP. 31F, DIV. 3 

3103P.8.1 
TABLE 31F-3-13 

3103F.8.1 Dead Load (D). Upper and lower bound values of 
dead load are applied for the vacant condition to check the maxi-
mum moment and shear with minimum axial load. 

3103F.8.2 Lire Load (L). The live load on 11,10Th is typically 
small and is therefore neglectedfor combinations including earth-
quake loads. 

3103F.8.3 Buoyancy Load (B). Buoyancy forces shall be consid-
ered for any submerged or immersed substructures (including 
pipelines, sumps and structural componentS). 

3103F.8.4 Wind (W) and Current (C) on the Structure. Wind and 
currents•on the vessel are included in the mooring and breasting 
condition. The wind and current loads acting on the structure are 
therefore additional loads that can act simultaneously with the • 
mooring, breasting and/or berthing loads.. 

3103F.8.5 Earth Pressure on the Structure (1-1). The soil pres-
sure on end walls, typically concrete cut-off walls, steel sheet pile 
walls on wharf type structures and/or piles'shall be considered. 

3103F.8.6 Mooring Line/Breasting Loads (M). Mooring line 
and breasting loads can occur simultaneously or individually, de-
pending. on the combinationof wind and current. Multiple load 
cases for operating and survival conditions may be required (see 
Sections 3103E5.2.  and 3105F.2). In addition, loads caused by 
passing vessels shall be considered for the "nzooring and breast-
ing condition". Refer to Sections 3105E2 and 310513 for the de-
termination of mooring line and breasting lOads.  

3103F.8.7 Berthing Load (Be). Berthing is a frequent occur-
rence, and shall be considered as a normal operating load. iVo in-
crease in allowable stresses shall be applied for ASD, and a load 
factor of 1.7 shall he applied for the LRFD approach. 

3103F.8.8 Earthquake Loads (E). In LRFD or per 
based design, use a load factor of 1.0; for ASD use 0.7. A load fac-
tor of 1.0 shall be assigned to the earthquake loads. Petformance 
based seismic analysis methodology requires that the actual force 
demand be limited to defined strains in concrete, steel and timber 
For the deck and pile evaluation, two cases of dead load (upper 
and lower bound) shall be considered in combination with the 
seismic load. 	 • 

3103F.9 Safety Factors For Mooring Lines. Safety factors for 
different material types of mooring lines are given in Table 
31F-3-14. The safely factors should be applied to the minimum 
number of lines specified by the mooring analysis, using the high-
est loads calculated for the environmental conditions. The mini-
numz breaking load (nibl)• of new ropes is obtained from the 
certificate issued by the manufacturer. If nylon tails are used in 
combination with steel wire ropes, the safety factor shall be based 
on the weaker of the two ropes. 

3103F.10 Mooring Hardware. Marine hardware consists of 
quick release hooks, other mooring fittings and base bolts. The 
certificate issued by the manufacturer normally defines the allow-
able working loads of this hardware. 
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TABLE 31F-3-12 
LRFD LOAD FACTORS FOR LOAD COMBINATIONS 13.13] 

LOAD TYPE VACANT CONDITION MOORING & BREASTING CONDITION BERTHING CONDITION EARTHQUAKE CONDITION 

Dead Load (D) 1.41  . 	 1.2 1.2 1 thk3  

Live Load (L) 7.72 	• 	. 1.72 

Buoyancy (B) . 	1:3 1.3 1.3 

Wind.on Structure (W) 1.3 .1.3 1.0 	. 

Current on Structure (C) 1.3 1.3. 1.0 

Earth Pressure on the Structure (11). 1.6 1.6 1.6 1.0 

Mooring/Breasting Load (M) 13 . 

Berthing Load (Be) • 7.7 

Earthquake Load (E) 1.0 

'Reduce load factor for dead load (D) to 0.9 to check components for minimum axial load and maxim tm moment. 
2The load factor for live load (L) may be reduced to 1.3 for the maximum outrigger float load from a truck crane. 
3k = 0.50 (PGA) 

• TABLE 31F-3-13 
SERVICE OR ASD LOAD FACTORS FOR LOAD COMBINATIONS 

LOAD TYPE VACANT CONDITION MOORING & BREASTING CONDITION BERTHING CONDITION EARTHQUAKE CONDITION 

Dead Load (D) 1.0 1.0 1.0 1 .±0.7k1  

Live Load (L) 7.0 1.0 

Buoyancy (B) 1.0 1.0 1.0 

Wind on Structure (W) 1.0 1.0 1.0 

Current on Structure (C) 1.0 1.0 1.0 

Earth Pressure on the structure (II) 1.0 1.0 1.0 1.0 

MooringlBreasting Load (M) 1.0 

Berthing Load (Be) 1.0 

Earthquake Load (E) 0.7 

% Allowable Stress 100 100 100 133 

tk = 0.5 (PGA) 
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TABLE 31F-3-15 
ALLOWABLE WORKING LOADS 

TYPE OF FITTINGS NO. OF BOLTS BOLT SIZE (In) WORKING 
LOAD (kips) 

30 in. Cleat 4 1118 20 
42 in. Cleat 6 1118 40 

' 	Low Bitt 	. 10 1518  60 per column 
High Bitt 10 13/4 . 	• 75 per column 

441/2  in. Ht. Bollard 4 	. 13/4  70 
441/2  in. Ht. Bollard 8 21/4  200 

48 in. Ht. Bollard 12 23/4  • 450 

CHAP. 31F, DIV. 3 
TABLE 31F-3-14 	 2001 CALIFORNIA BUILDING CODE 
3103F.12 

TABLE 31F-3-14 
SAFETY FACTORS FOR ROPES* 

Steel Wire Rope 1.82 
Nylon 2.2 

Other Synthetic 2.0 
Polyester Tail 2.3 

Nylon Tail  2.5 
*From Mooring Equipment Guidelines, OCIMF/3.271 

3103F.10.1 Quick Release Hooks. For new MOTs, a minimum of 
three quick-release hooks are required for each breasting line 
location for tankers larger than 50,000 DWT. At least two hooks at 
each location shall be provided for breasting lines for tankers less 
than 50,000 DWT. 

All hooks shall withstand the minimum breaking load (MBL) of 
the strongest line with. a Safety Factor of 1.2 or greater. Only one 
mooring line shall be placed on each quick release hook. 

3103F.10:2 Other Fittings. Other fittings include cleats, bill's 
and bollards. 

If the allowable working loads for existing fittings are not avail-
able, the values listed in Table 31F-3-15 may be used for typical 
sizes, bolt patterns and layout.• The allowable working loads are 
defined for mooring line angles up to 60 degrees from the horizon-
tal. ,The combination of vertical and horizontal loads must be.  cog-
sidered. 

A 
A Note: This table is modified fiont Table 48, MIL-HDBK-1026/4A f3.15/ 
C 
C 

3103F.10.3 Base Bolts. Base bolts are subjected to both shear 
A C  and uplift. Forces on bolts shall be determined using the following 
A factors: A 

A 	1. Height of load application on bias or bollards. 
A 

2. Actual vertical angles of mooring lines for the highest and 
A 
C lowest tide and vessel draft conditions, for all sizes of vessels at 
A 
C each particular berth 
A 

3. Actual horizontal angles from the mooring line configura-
tions, for all vessel sizes and positions at each particular berth 

C 	 • 
C 	4. Simultaneous loads from more than one vessel 
A 
C 	For existing MOTs, the deteriorated condition of the base bolts A 
9 and supporting members shall be considered in determining the 

A 
capacity of the fitting. 

3103F.11 Miscellaneous Loads. Handrails and guardrails shall 
eA be designed for 25 plf with a 200-pound minimum concentrated 
A load in any location or direction. 

1-294.46 

3103F.12 Symbols. 
a = Distance between the vessel's center of gravity and 

the point of contact on the vessels side, projected 
onto the vessel's longitudinal axis [ft/ 

B = Beam of vessel 
B1 	= Coefficient used to adjust one-second period spectral 

response, for the effect of viscous damping 
B, = • Coefficient used to adjust the short period spectral 

response, for the effect of visous damping. 
Cb = Berthing Coefficient 
Cc  = Configuration Coefficient 
Cg  = Geometric Coefficient 
Cd =. Deformation Coefficient 
Ce  = Eccentricity Coefficient 

= Effective mass or virtual mass coefficient 
Cr  = Windspeed conversion factor 

• DSA = Design Spectral Acceleration 
DSAd = DSA values ai damping other than 5 percent 

DT = Displacement of vessel 
DWT = Dead weight tons 

dactual = Arrival maximum draft of vessel at berth 
etx = Maximum vessel draft (in open seas) 

er = Energy to be absorbed by the fender system Ef  
Evessel = Berthing energy of vessel [ft-lbs] 
Fa, Fv  = Site coefficients from Tables 31F-3-5 and 31F-3-6 

g = Acceleration due to gravity [32.2 filsec2] 
h = Elevation above water surface [feet] 
K = Current velocity correction factor (Fig 31F-3-4) 
• k = Radius of longitudinal gyration of the vessel [ft] 

PGAX = Peak ground acceleration corresponding to the Site 
Class under consideration. 

s = Water depth measured from the surface 
Sa  = Spectral acceleration 

= Spectral acceleration value (for the boundary of SB 
and Sc) at 1.0 second 
Site classes as defined in Table 31F-6-1 
Spectral acceleration value (for the boundary of SB  
and SC) at 0.2 
Spectral acceleration value at 1.0 second corre- 
sponding to the Site Class under consideration 
Spectral acceleration value at 0.2 second corre- 
sponding to the period of Ss and the Site Class under 
consideration 

T = Draft of vessel (see Fig 31F-3-4) 
T = Period (Sec) 

To  = Period at which the constant acceleration and 
constant velocity regions of the design spectrum in- 
tersect 
Average current velocity [knots] 
Current velocity as a function of depth [knots] 
Wind speed (knots) at elevation h 
Over land wind speed 
Berthing velocity normal to the berth [ft/sec] 
Velocity over a given time period 
Wind speed for a 30 second interval 
Wind speed at 33 ft. (10 In) elevation [knots] 
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TABLE 31F-4-1 
MOT RISK CLASSIFICATION 

RISK CIASSIFICA770N EXPOSED OIL (bbls) 
TRANSFERS PER YEAR PER 

BERTHING SYSTEM MAXIMUM VESSEL SIZE (DWTx1000) 

High -.?. 1200 N.A. N.A. 
Medium <1200 -.90 -2.30 

Low c 1200 <90 <ii.) 

CHAP. 31g DIV. 4 
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2001 CALIFORNIA BUILDING CODE 
TABLE 31F4-1 

Division 4 

A c SECTION 3104F— SEISMIC ANALYSIS AND 

A 
C STRUCTURAL PERFORMANCE 
C 
A 
C 3104F.1 General. 
A 
C 

eA  3104F.1.1 Purpose. The purpose of this Section is to establish 
eA minimum standards for seismic analysis and structural per for-
eA mance. Seismic performance is evaluated at two criteria levels. 
eA Level 1 requirements define a performance criterion to ensure 
A MOT lime tio nality. Level 2 requirements safeguard against major 
A • structural damage or collapse. 
A 

C  3104F.1.2 Applicability. Section 3104F applies to all new and A 
C  existing MOTs structures. Structures supporting loading arms, A 

A 
C pipelines, oil transfer and storage equipment, critical nonstruc- 
C tural systems and vessel mooring structures, such as mooring and 

n
breasting dolphins are included. Catwalks and similar compo-

c nents that are not part of the lateral load carrying system and do 

n
not support oil transfer equipment may be excluded. 

eA 3104F.1.3 0 il Spill Risk Classification. Each existing MOT shall 
A • be catagorized into one of three risk classifications (high, medium 
A or low) as shown in Table 31F-4-1, based on the highest of the fol. 
A lowing: 
A 
• 1. Exposed total volume of oil during transfer ("total volume" 
A 

A 
C as calculated in Section 3108E2.3) 

A • 	2. Number of oil transfer operations per berthing system per 
A year 
C 
e 	3. Maximum vessel size (DWT) that may call at the berthing 
Ae system 
A 

AC 	If risk reduction strategies (see Section 3101E5) are adopted 
such that the maximum volume of exposed oil during transfer is 

c less than 1,200 barrels, the classification level of the facility may A 
C
A 
 be lowered All new MOTs are classified as high rislc. 

C 
A 
c 3104F.1.4 Configuration Classification. Each MOT shall be 
A 
c designated as regular or irregular, in accordance with Figure 
eA 31F-4-1. 
A 

Irregular configurations, such as the "T" layout, may be ana- 
c lyzed as regular if the presence of expansion joints divides the T-A 
A 
C configuration into two or more regular segments. Expansion 
C
A 

 joints in this context are defined as joints that separate each struc- 
• tural segment in such a manner that each segment will move inde- 
A 
C
A 
 pendently during an earthquake. 

A • 	If an irregular MOT is divided into seismically isolated sec-
A • tions, an evaluation of the relative movement of pipelines and sup-
AC  ports shall be considered, including phase differences (Section 

3109E3). 

C 
C 

C 

C 
C 

C 
C 

C 

"T-  layout 	 'Island wharf' 

submerged 
da.phin 	pipeline 

island 

catwalk 	.  

REGULAR 

"Marginal wharf"' 

• =_"" • 

IRREGULAR 

"U" layout 	 "Marginal wharf' 
.;,..;sza0.474.,,,- .r.L.7.,&ze464.2,-„, • 

1_1 	 j 

IRREGULAR 
	

IRREGULAR 

FIGURE 31F4-1—PIER AND WHARF CONFIGURATIONS 

3104F.2 Existing MOTs 

3104F.2.1 Design Earthquake Motions. Two levels of design 
seismic performance shall be considered These levels are defined 
as follows: 

Level 1 Seismic Performance: 

• Minor or no structural damage 

• Temporary or no interruption in operations 

Level 2 Seismic Performance: 

• Controlled inelastic structural behavior with repairable 
damage 

• Prevention of structural collapse 

• Temporary loss of operations, restorable within months 

• Prevention of major spill ( 1200 bbls).  

3104F.2.2 Basis for Evaluation. Component capacities shall be 
based on existing conditions, calculated as "best estimates," tak-
ing into account the mean material strengths, strain hardening 
and degradation over time. The capacity of components with little 
or no ductility, which may lead to brittle failure scenarios, shall be 
calculated based on lower bound material strengths. Methods to 
establish component strength and deformation capacities for typi-
cal structural materials and components are provided in Section 
3107E Geotechnical considerations are discussed in Section 
3106E 

access 
trestle 

• •- 	 . • 

IRREGULAR 

"12 layout 

REGULAR 
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FIGURE 31F-4-2—SIMPLIFIED SINGLE PILE MODEL. OF 
A TIMBER PILE SUPPORTED STRUCTURE 

TABLE 31F-4-2 
SEISMIC PERFORMANCE CRITERIA 

RISK CLASSIFICATION SEISMIC PERFORMANCE LEVEL PROBABILITY OF EXCEEDANCE RETURN PERIOD 

High  • Level 1 50% in 50 years 72 years 

Level 2 10% in 50 years 475 years 

Medium Level 1 65% in 50 years  48 years 

Level 2 15% in 50 years 308 years 

Low 

• 

Letiel 1 .75% in 50 years ' 	36 years 

. 	Level 2 20% In 50 years 224 years 

TABLE 31F-4-3 
MINIMUM REQUIRED ANALYTICAL PROCEDURES 

RISK CLASSIFICATION • CONFIGURATION SUBSTRUCTURE MATERIAL 
DISPLACEMENT DEMAND 

PROCEDURE 
DISPLACEMENT CAPACITY 

PROCEDURE 

HighlMedium Irregular 	• Concrete/Steel Linear Modal Nonlinear Static 

High lMedium Regular ConcretelSteel Nonlinear Static Nonlinear Static 

Low Regularlirregular ConcretelSteel Nonlinear Static Nonlinear Static 

NighlMediumlLow Regular/Irregular Timber Nonlinear Static Nonlinear Static 
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TABLE 31F-4-3 
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L 
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I. 

I. 
L 

Linear material component behavior is acceptable where non-
linear response will not occur All components shall be based on 
effective moment of inertia calculated in accordance with Section 
3107E Specific requirements for timber pile structures are dis-
cussed in the next section. 

3104F.2.3.1.2 Timber Pile Supported Structures. Far all timber 
pile supported structures, linear elastic procedures may he used. 
Alternatively, the nonlinear static procedure pray be used to esti-
mate the target displacement demand, Ad. . 

A simplified single pile model for a typical timber pile sup-
ported structure is shown in Figure 31F-4-2. The pile-deck con-
nections may be assumed to be."pinned". The lateral bracing can 
often be ignored if it is in poor condition. These assumptions shall 
be used for the analysis, unless a detailed condition assessment 
and lateral analysis indicate that the existing bracing and connec-
lions may provide reliable lateral resistance. 

A series of single pile analyses may be sufficient to establish the 
nonlinear springs required for the pushover analysis. 

c • 3104F.2.3 Analytical Procedures. The objective of the seismic 
C analysis is to verify that the displacement capacity of the structure 
A 
C is greater than the displacement demand, for each performance 
c•   level defined in Table 31F-4-2. The required analytical proce-
i() dures are sununarized in Table 31E-4-3. 
A 
C: 
A 	The displacement capacity of the structure shall be calculated 
C 
A using the nonlinear static (pushover) procedure. It is also accept-
A • able to use a nonlinear dynamic procedure for capacity evalua-
Ac  lion: Methods used to calculate the displacement demand are 

A linear modal, nonlinear static and nonlinear dynamic. A 

A 
• Any rational method, subject to the Division's approval, can be 
A 
C used in lieu of the required analytical procedures shown in Table 
eA  31F-4-3. 
A 

C c • 3104E2.3.1 Nonlinear Static Capacity Procedure (Pushover). 
A 
C Two-dimensional nonlinear static (pushover) analyses shall .be 
eA performed; three-dimensional analyses are optional. A model that 
eA incorporates the nonlinear load deformation characteristics of all 
eA components for the lateral force-resisting system shall be dis- 
A placed to a target displacement to determine the internal deforma- C 
A lions and forces. The target displacement depends on the seismic 
A performance level under consideration. Modeling details are as 
A follows: 
A 

A • 3104F.2.3.1.1 Modeling. A series of nonlinear pushoVer analy-
A • ses may be required depending on the.  complexity of the MOT 
A structure. At a minimum, pushover analysis of a two-dimensional 

A c model shall be conducted in both the longitudinal and transverse 
C  directions. The piles shall be represented by nonlinear elements A 
C that capture the moment-curvature/rotation • relationships for 
A 
C components with expected inelastic behavior in accordance with 

A
Section 3107E A nonlinear element is not required to represent 

c each pile location. Piles with similar lateral force-deflection be- 
A 
C havior may be lumped in fewer larger springs, provided that the 
Ac overall torsional effects are captured 
A 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 
C: 
A 
C 
A' 

C 

C 

C 

C 

C 
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T = 2.7r (4-1) 

WHERE: 

m = mass of structure in kipsig 

k = stiffness in direction under consideration in kips/ft 
g = gravity, 32 ft/sec2  (9.8 meters/sect) 

1  ( ,:g. = 9.05 + -..i  1 	1 — 1' 	

r 

_ 1_ 
ii;  (4-3) 
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3104F.2.3.2.5 

• 3104F.2.3.I.3 Soil-Structure Interaction (SSI). Load-deforma- 
A 
C Lion characteristics for foundations shall be modeled as per Sec- 

lion 3106F.5. Selection of soil springs shall be based on the 
eA following: 
A 

	

F.% 	I. Effect of the large difference in up and down slope stiffnesses 
A  • for whaif type structures 

A
2. Effect of upper and lower bound soil paean eters, especially 

c for t-z curves used to model batter pile behavior 
A 

	

C 	, 
A A separate analySis that captures the demand (Section 
A 3104E2.3.2) on the piles due to permanent ground deformations, 
A at enfbankments only, shall be performed. 

	

A 	 • 

	

C 	If a simplified methodology is followed, the piles need to-  be 
A 
C checked for the following load combinations: 
A 

	

A 	 1.0Ehiertiat 	• 
A 

.1.0Hd 0.25Einertia / A 

	

C 	• 

eA  WHERE: 
A 

.Einertia/ = Inertial seismic load 

	

A• 	Hd = Foundation deformation load 
A 
• 3104F.2.3.2 Nonlinear Static Demand Procedure. A nonlinear 
C 
A 

static procedure shall be used to determine the displacement de- 
A 
C mand for all concrete and steel structures, with the exception of 
A 
C irregular configurations  with high or moderate seismic risk clas- 
'e sifications. The following subsections describe the procedure of 
C reference [4.1]; an alternate procedure is presented in ATC 40 

[4.2]. A linear modal procedure is required for irregularstruc-
Ae  tures with high or moderate seismic risk classifications, and may 
A be used for all other classifications in lieu of the nonlinear static 
A procedure. 
A 

A 3104F.2.3.2.I Lateral Stiffness. The lateral stiffness, k,' is caku-
A lated from the force-displacement relation as the total base shear; 
A 
c vy,  

, correspOnding to theyield displacement of the structure Ay. tly 
is the displacement at first yield in the pileldeck connection rein-
forcement. 

C 
C  • 3104F.2.3.2.2 Structural Period. The fundamental period, T of A 

A C the structure in the direction under consideration shall be calcu- 
• lated as follows: 
C 
A 
C 
A 

C 

C 
C 

C 

C 

C 
A 
C 3104F.2.3.2.3 Target Displacement Demand. The target dis- 
c placement demand of thestructure, td, can be calculated by multi-
e plying the spectral response acceleration, SA, corresponding to 
eA  the period, T, by T214.7i2. 
A 

	

A 	 T2  

	

Lid  = 
c4 4z 2 
- 	 (4-2). 

A   

A 

	

C 	T < To, where To  is the period corresponding to the peak of the 
C acceleration response spectrum, a refined analysis (see Section 
8 3104F.2.3.2.5) shall be used to calculate the displacement de-
A 'nand. Multidirectional excitation shall he addressed per Section 
A 3104E4.2. 
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A 

C 

C 

A 

3104F.2.3.2.5 Refined Analyses. Refined displacement demand A 

analyses may be calculated as per Chapters 4 ands of [4.1] and is A 
briefly suninzarized below. 	 A 

1. Determine 4j, from Section 3104E2.3.2.3. 	 A 

A 

2. From the nonlinear pushover analysis, deternzing the struc- A 
tural yield displacement dy. 	• 	 A 

3. The ductility level, Ad, is found from 4i/4.. Use the appropri-
ate relationship between ductility and damping, for the compo-
nent undergoing inelastic deformation, to estimate the effective e 
structural damping, 	In lieu of more detailed analysis, the rela-
tionship shown in Figure 31E-4-3 or equation (4-3) may be used e 
for concrete and steel piles connected to the deck through dowels e 
embedded in the concrete. 	 A 

C 

C 
C  

WHERE: 
r = ratio of second slope over elastic slope (see Figure 

31F-4-5) 

p 

0.0 	1.0 	2.0 	3.10 	4.10 	51.0 

IIA 

FIGURE 31F-4-3—REL4TION BETWEEN DUCTILITY, ,u,d, 
AND EFFECTIVE DAMPING, ff14.1.1 

4. From the acceleration response spectra, create elastic dis-
placement spectra, SD, using equation (4-4) for various levels of 
damping. 

So = 
4 	

1 	 (4-4) P

2  
5. Using the curve applicable to the effective structural damp-

ing,, find the effective period, Td (see Figure 31F-4-4). 

6. In order to convert from a design displacement response 
spectra to another spectra for a different damping level, the ad-
justment factors in Section 3103E4.2.9 shall be used. 

JANUARY 31, 2005 SUPPLEMENT 

3104F.2.3.2.4 Damping. The displacement demand established 
in Section 3104E2.3.2.3 is based on 5 percent damping. Higher 
damping values obtained from cr refined analysis may be used to 
calculate the displacement demand. 
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FIGURE 31F-4-4 

3104F.3 

• '''''''' 

L C 
L A 
L C 
L A 
L C 
L A 
L C' 
L A 
L C 
I. A 
L C 

L 
L A 

C 
L A 
L C 
L A 
L 
L A 
L C 
L A 
L C 

A L  

L. A 
C 

L C 
L A 

L 
L C 

A 
L C 
L A 
L C 
L A 
L C 
L A 

L L A
C 

L C 
L A 
L C 
L A 
L C 
L A 
L 
L A 
L 
L A 
L C 
L A 

L 
L C 

A 

L AtL  
L C 
L A 
L C 
L A 
L C 
L A 
L C 
L A 
L C 

A L  
L C 
L A 
L C 
L A 
L C 
L A 

L A
C 

L  
L C 
L A 
L C 
L A 
L 
L A 
L C 

A L  
L C 
L A 
L C 
L A 
L C 

A L  
L C 

A L  
L 
L A 

L L A
C 

L C 
L A 

L 
L C 

A 

L 
L C 

A 
L C 
L A 
L C 
L A 
L C 
L A 
L C 
L A 
L C 
L A 
L C 
L A 
L C 
L A 
L C 
I. A 
L C 

L C
A 

L  
I. A 
L C 
L A 
L C 
I. A 
L C 
I. A 
L C 
L A 

Td Period T 

FIGURE 31F-4-4—DESIGN DISPLACEMENT 
• RESPONSE SPECTRA 

7: The effective' stiffness Ice, can then be found from: 

= 2 M   • 	 (4-5) 

WHERE: 
M = mass of deck considered in the analysis. 
Td = effective structural period 
8. The required strength Fu, can now be estimated by: 

F„ = loll 	 (4-6) 

9. Frr  and 41 can be plotted on the force-displacement curve es-
tablished by the pushover analysis. Since this is an iterative pro-
cess, the intersection of F„ and dd most likely will not fall on the 
force-displacement curve and a second iteration will be required. 
An adjusted value of dd, taken as the intersection between the 
force-displacement curve and a line between the origin and F1, 
and dd, can be used to find ,ud. 

10. Repeat the process until a satisfactory solution is obtained 
(see Figure 31F-4-5). 

FIGURE 31F4-5—EFFECTIVE STIFFNESS, Ice  [4.1] 

3104F.2.3.3 Linear Modal Demand Procedure. For irregular 
concrete/steel structures with moderate or high risk classifica-
tions, a linear analysis* is required to predict the global displace-
ment demands. A 3-D linear elastic response analysis shall be 
used, with effective moment of inertia applied to components toes-
tablish lateral displacement demands. 

Sufficient modes shall be included in the analysis such that 90 
percent of the participating mass is captured in each of the princi- 
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pal horizontal directions for the structure. For modal combina-
tions, the Complete Quadratic Combination rule shall be used. 
Multidirectional excitation shall be accounted for in accordance 
with Section 3104E4.2. 

The lateral stiffness of the linear elastic response model shall be 
based on the initial stiffness of the nonlinear pushover curve as 
shown in Figure 31F-4-6 (also see Section 3106E5.1). The p-y 
springs shall be adjusted based on the secant method approach. 
Most of the p-y springs will typically be based on their initial stiff-
ness; no iteration is required. 

If the fundamental period in the direction under consideration 
is less than T0, as defined in Section 3104E2.3.2.3, then the dis-
placement demand shall be amplified as specified in Section 
3104F.2.3.2.5. 

Displacement 	A 

FIGURE 31F-4-6—STIFFNESS FOR LINEAR 
MODAL ANALYSIS 

3104F.2.3.4 Nonlinear Dynamic Analysis. Nonlinear dynamic 
time history analysis is optional, and if performed, a peer review is 
required (see Section 3101E6.1). Multiple acceleration records 
shall be used, as explained in Section 3103E4.2.10. The following 
assumptions may be made: 

1. Equivalent "super piles" can represent groups of piles. 

2. If the deck has sufficient rigidity (both in planeand out-of-
plane) to justify its approximation as a rigid element, a 2-D plan 
simulation may be adequate. 	• 

A time-history analysis should always be compared with a sim-
plified approach to ensure that results are reasonable. Displace-
ments• cakulated from the nonlinear time history analyses may be 
used directly in design, but shall not be less than 80 percent of the 
values obtained from Section 3104F.2.3.2. 

3104F.2.3.5 Alternative Procedures. Alternative lateral-force 
procedures using rational analyses based on well-established 
principles of mechanics may be used in lieu of those prescribed in 
these provisions. As per Section 3101E6.1, peer review is re-
quired. 

3104F.3 New MOTs. The analysis and design requirements de-
scribed in Section 3104E2 shall also apply to new MOTs. Addi-
tional requirements are as follows: 

1. Site-specific response spectra analysis (see Section 
3103E4.2.3). 

2. Soil parameters based on site-specific and new borings (see 
Section 3106F.2.2). 
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(b) Displaced shape, X excitation 	(c) Displaced shape, Y excitation 
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A 3104F.4 General Analysis and Design Requirements. 

n
3104F.4.1 Load Combinations. Earthquake loads shall be used 

C: in the load combinations described in Section 3103E8. 
A 

A 3104F.4.2 Conzbination of Orthogonal Effects. The design dis-
placement demand, dd, shall be calculated by combining the Ion-

A gitudinal, 4„ and transverse, 4,, displacements in the horizontal 
Ac plane (Figure 31F-4-7): 
A 

d = 	 (4-7) 
A 

A WHERE: 
A 

A 

A C  and 
C 
A or 
A 
C and 
A 

C 

eA whichever results in the greater design- displacement demand. 

A
In lieu of combining the displacement demands as presented 

c above, the design displacement demand for marginal wharf type 
C MOTs may be calculated as: 
A 

A 

A 
C WHERE: 
A 

transverse displacement demand 
eccentricity between center of mass and center of rigid-
ity 

Lt = longitudinal length between wharf expansion 
This equation is only valid for wharf aspect ratios (length/ 

breadth) greater than 3. 

3104F.4.3 .13-4 Effects. The P-d effect (i.e., the additional mo-
ment induced by the total vertical load multiplied by the lateral 
deck deflection) shall be considered unless the following relation-
ship is satisfied (see Figure 31F-4-8): 

W >   4
H 

(4-13) 

WHERE: 
V = base shear strength of the structure obtained from a 

plastic analysis 
W = dead load of the frame 

= displacement demand 
H = distance from the location of maximum in-ground mo-

ment to center of gravity of the deck 

,fy 

Landward Edge 
• • 

• 

• 

• 

• • 

• 

• • 
• 

• • • • 

• • • 6.1 
Seaward 	Edge 

(a) Plan view  

For wharf structures where the lateral displacement is limited 
by almost fully embedded piles, P-d effects may be ignored; how-
ever; the individual stability of the piles shall be checked in accor-
dance with Section 3107E2.5.2. 

If the landside hatter piles are allowed to fail in a Level 2 evalu-
ation, the remaining portion of the wharf shall be checked for P-d 
effects. 

3104F.4.4 Expansion Joints. The effect of expansion joints shall 
be considered in the seismic analysis. 

3104F.4.5 Shear Key Forces. Shear force across shear keys con-
necting adjacent wharf segments, Vsk , (approximate upper bound 
to the shear key force [4.3 j) shall be calculated as follows: 

V sk = 1.5(e L FAT 	(4-14) 
WHERE: 

	

VAT 	= total segment lateral force found from a push-over anal- 
ysis 

Le = segment length 

	

e 	= 	eccentricity between the center of rigidity and the center 
• of mass 

3104F.4.6 Connections. For an existing wharf, the deteriorated 
conditions at the junction between the pile lop and pile cap shall 
be considered in evaluating the moment capacity. Connection de-
tail between the vertical pile and pile cap shall be evaluated to de-
termine whether full or partial moment capacity can be developed 
under seismic action. 

For new MOTs, the connection details shall develop the full mo-
ment capacities. 

The nzodeling shall simulate the actual moment capacity (full or 
partial) of the joint in accordance with Section 3107E2.7. 

3104F.4.7. Batter Piles. Batter piles primarily respOnd to earth-
quakes by developing large axial compression or tension forces. 
Bending moments are generally of secondary importance. Failure 
in compression may be dictated by the deck-pile connection (most 
common type), material compression, buckling, or by excessive 
local shear in deck members adjacent to the batter pile. Failure in 
tension may be dictated by connection strength or by pile pull out. 
(p. 3-83 of [4.3D. 

When the controlling failure scenario is reached and the batter 
pile fails, the computer model shall be adjusted to consist of only 
the vertical pile acting either as a full or partial moment frame 
based on the connection details between the pile top and pile cap. 
The remaining displacement capacity, involving vertical piles, be-
fore the secondary failure stage develops, shall then be estab-
lished (see Section 3107F.2.8). 
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A d  = Ay J1  + (0.3(1 + 20e/Li))2 	(4-12) 

4 = 
e = 

FIGURE 31F-4-7—PLAN VIEW OF WHARF SEGMENT UNDER X AND Y SEISMIC EXCITATIONS [4.31 
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quacy and condition of anchorage, flexibility and seismically- c 

3104F.7 Symbols. 	 A 

A 

A 

A 

Emeruat = 	 A 
C 

Fu A 

H = 	 A 

A 

C 

C 
C 

Inertial seismic load 
Required strength at maximum response 
Distance from maximitnz in-ground moment to center 

induced interaction. The results shall be included in the Audit. 

VY 

VAT 

.Vsk • 

WP = 
41 
4_ 

4rx 
4y = 

.4 = 
4,x = 

= 

	

e 	= 	Eccentricity between center of mass and center of ri- 
gidity 

of gravity of the deck 
Foundation deformation load 
Stiffness in direction under consideration in k/ft 
Effective stiffness 
Longitudinal length between.  wharf expansion joints 

in = Mass of structure in kipslg 
M = Mass of deck considered in the analysis 
r = Ratio of second slope over elastic slope 

SA  = Spectral response acceleration, at T 
SD  = 'Displacement response spectrum, at T 

	

Sap 	= Spectral response acceleration of pipeline segment 
under consideration 

T = Fundamental period of structure 
Td = Effective structural period 
V = Base shear strength of the structure obtained from a 

plastic analysis 
total base shear 

= total segment lateral force 
= Shear force across shear keys 
= Dead load of the frame 

Weight of pipeline segment under consideration 
.Design displacement demand 
Longitudinal displacement demand 
X displacement under X direction excitation 
X displacement under Y direction excitation 
Transverse displacement demand 
Y displacement under X direction excitation 
Y displacement under Y direction excitation 

Hd r--
k = 

ke = 
LI = 
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FIGURE 31F4-8 
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FIGURE 31F-4-8—P-A EFFECT 
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A 

A' 

A• 	Axial p-z curves shall be modeled: In compression; displace-
A ment capacity should consider the effect of the reduction in pile 
A. modulus of elasticity at high loads and the increase in effective 
Ac  length for friction piles. This procedure allows the pile to deform 
A axially before reaching ultimate loads; thereby increasing the dis-A 
C  • placement ductility [4.3], 
C 

Horizontal nonlinear p-y springs are only applied to batter 
A piles with significant embedment, such as for landside batter piles 
A in a wharfstructure. Moment fixity can be assumed for batter piles • 
A t• hat extend well above the ground such as waterside batter piles in 
A • a wharf structure or batter piles in a pier type structure. 

A 

A 
C 3104F.5 Nonstructural Components. Nonstructural compo- 
C 
A 

news including, but not limited to pipelines, loading arms, raised 
C platforms, control rooms and vapor control equipment may affect 
A c •the global structural response. In such cases, the seismic charac-
cA  teristics (mass and/or stiff Less) of the nonstructural components 
e shall be considered in the structural analysis. 
A 	 • 	• 

_ 	• • 

A 3104F.5.1 Mass Contribution. The weight of permanently at 
A • tached nonstructural components shall be included in the dead 
A load of the structure, per Section 3103 F.2. An exception is an MOT 

pipeline that is allowed to slide between anchor points and hence 
A c the pipeline response is typically out of phase with the structural 
A C  response. Thus, the pipeline may be subjected to a different accel- 
C eration than the substructure, even if the pipeline cannot slide be- 
A 

A 
C tween anchor points. In such cases, the pipeline mass shall not be 
C included directly in the seismic mass of the structure. 
A 
C 	• 

3104F.5.2 Seismic Loads. In general, for nonstructural compo-
nents, the evaluation procedures of Section 3110E8 are adequate. 

A 
C 	For pipelines, the seismic analysis shall be performed in accor-

n
dance with Section 3109F.3 , in lieu of Sec Lion 3110E8.1f an analy- 

C sis has been performed and support reactions are available, they 
A 

A 
c may be used to determine the forces on the support structure. 

A 	A pipeline segment under consideration shall extend between 
Ac  two adjacent anchor points. A simplified pipeline analysis may be 
Ac used when the relative displacement demands of anchor points are 

considered. As an option, a full nonlinear time-history analysis 
A 
c can be used to capture the nonlinear interaction between the 

A 
C structure and the pipeline. 
C 

a 3104F.6 Nonstructural Critical Systems Assessment. A seismic 
a assessment of the survivability and continued operation during a 
eA  Level 2 earthquake (see Table 31F-4-2) shall be per 	for 
cA, critical systems such as fire protection, emergency shutdown and 
A electrical power systems. The assessment shall consider the ade- 
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Azzi = Ductility level 
off orE = Effective structural damping 

3104F.8 References. 

'14.11 Priestley, 	Sieble, F., Calvi, G.M., 1996, "Seismic 
Design and Retrofit ofBridges," John Wi ley & Sons, Inc., A 

New York, USA. 	 A 

[4.2] Applied Technology Council, ATC-40, 1996, "Seismic 
Evaluation and Retrofit of Concrete Buildings", Vols. 1 
and 2, Redwood City, CA. 	 A 

A 

[4.3] Ferritto, J., Dickenson, S., Priestley N., Werner; S., Tay- cA' 
nor; C., Burke D., Seelig W, and Kelly„S., 1999, "Seismic (; 
Criteria for California Marine 0 il Terminals," Vol. 1 and X 
Vol 2, Technical Report TR-2103-SHR, Naval Facilities 
Engineering Service Centel; Port Hueneme, CA. 	c. 

A 

Authority: Sections 8755 and 8757, Public Resources Code. 	A 
C' 

Reference: Sections 8750, 8751, 8755 and 8757, Public Resources e(  
Code. 	 A 
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Division 5 
A 
C' 
A SECTION 3105F— MOORING AND BERTHING 

ANALYSIS AND DESIGN 

3105F.1
A  

General. 

C c • 3105E1.1 Purpose. This Section establishes nzininium standards 
A 
c for safe mooring and berthing of vessels at MOTs. 
A 

. n 3105F.1.2 Applicability. This Section applies to onshore MOTs; 
Figure.31F-5-1 shows typical pier and wharf configuratiims. 

A 

A• 	I 	"I" layout 

A 

A 	 access 
C r liesllo 
A 

A 

C 
layout 

A 

A 

A 

C 

C 

C 
C 

C 

C 

C 

C 

C 

C 

A 3105F.1.3 Mooring/Berthing Risk Classification. Each MOT 
A • shall be assigned a mooringlbertlzing risk classification of high, 

medium or low, as determined from Table 31F-5-1, based on the 
following site-specific parameters: 

eA 1. Wind 
A 
C 2: Current 
A 

A 	3. Hydrodynamic effects of passing vessels 
C 

4. Change in vessel draft 
A 	

• C 	Exceedance of any of the defined condition thresholds in Table 
A 
C 31F-5-1 places the MOT in the appropriate mooringlberthing risk 
A 
C classification. 
A 

The maximum wind, 	(corrected for duration, height and 
over water) and maximum current, ifc, shall be obtained (see Sec- 

c 
A lion 3103F.5). 

A 	In order to determine if there are significant potential passing 
A vessel effects on moored vessels at anMOT, seeSection 3105E3.2. 
A • The range of vessel draft shall be based on the local tidal varia-

lion and the operational limits of the vessels berthing at the MOT. 
A 
C 	Multiple berth MOTs shall use the same conditions for each 

A berth unless it can be demonstrated that there are significant dif- 

A  
C ferences. 

,,ck MOTs with high mooring/berthing risk classifications (Table 
31F-5-1) shall have the following equipment in operation: an 

C O19Pmnmornr /w/F1 ft rurrailf motnr AT/WI 
A 

A 
C factor according to Section 3103E5.3.1 is applied to current) and 

A 
C remote reading tension load devices (N). 
C 
Ac  3105F.1.4 New MOTs. Quick release hooks are required at all 
A new MOTs, except for spring line fittings. Quick release hooks 

1-294.54  

shall be sized, within normal allowable stresses, for the safe work-
ing load of the largest size mooring line and configuration. To 
avoid accidental release, the freeing mechanism shall be acti-
vated by a two-step process. Quick release hooks shall be insu-
lated electrically from the mooring structure, and should be 
supported so as not to contact the deck. 

3105F.1.5 Analysis and Design of Mooring Components. The 
existing condition of the MOT shall he used in the mooring analy-
sis (see Section 3102F). Structural characteristics of the MOT, in-
chiding type and configuration of mooring fittings such as 
bollards, bitts, hooks and capstans and material properties and 
condition, shall be determined in accordance with Sections 
3107E4 and 3103E10. ' 

The analysis and design of mooring components shall be based 
on the loading combinations and safety factors defined in Sections 
3103E8 through 3103E10, and in accordance withACI318 [5.11 , 
AISC-LRFD [5.2] and ANSIIAF&PA NDS-199715.31, as applica-
ble. 

3105F.2 Mooring Analyses. A mooring analysis shall be per-
formed for each berthing system, to justify the safe berthing of the 
various deadweight capacities of vessels expected at the MOT. 
The forces acting on a moored vessel shall be determined in accor-
dance with Section 3103E5. Mooring line and breasting load 
combinations shall be in accordance with Section 3103E8. 

Two procedures, manual and numerical are available for per-
forming mooring analyses. These procedures shall conform to ei-
ther the OCIMF documents, "Mooring Equipment Guidelines" 
[5.4J and "Prediction of Wind and Current Loads on VLCCs" 
15.5J or the Department of Defense "Mooring Design" document 
[5.6J. The manual procedure (subsection 3105F.2.1) may be used 
for barges. 

A new mooring assessment shall be performed when conditions 
change, such as any modification in the mooring configuration, 
vessel size or new information indicating greater wind, current or 
other environmental loads. 

In general, vessels shall remain in contact with the breasting or 
fendering system. Vessel motion (sway) of up to 2 feet off the 
breasting structure may be allowed under the most severe environ-
mental loads, unless greater movement can be justified by an ap-
propriate mooring analySis that accounts for potential dynamic 
effects. The allowable movement shall be consistent with mooring 
analysis results, indicating that forces in the mooring lines and 
their supports are within the allowable safety factors. Also, a 
check shall be made as to whether the movement is within the limi-
tations of the cargo transfer equipment. 

The most severe combination of the environmental loads has to 
be identified for each mooring component. At a minimum, the fol-
lowing conditions shall be considered: 

I. TwO current directions (inaxinzum ebb and flood; See Sec-
tion 3103E5.3) 

2. Two tide levels (highest high and lowest low) 

3. Two vessel loading conditions (ballast and maximum draft 
at the terminal) 

4. Eight. :vind dircctions (45 dcgrec inz-Ements) 

3105F.2.1 Manual Procedure. For MOTs classified as Low risk 
(Table 31F-5-I), simplified calculations may be used to deterniine 
the mooring forces, except if any of the following conditions exist 
(Figures 31F-5.-2 and 31F-5-3, below). 
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I  

1.1" layout 

FIGURE 31F-5-1—TYPICAL PIER AND WHARF 
CONFIGURATIONS 
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TABLE 31F-5-1 
MOORING/BERTHING RISK CLASSIFICATION 

RISK CLASSIFICATION WIND, (Vw) (knots) CURRENT (Vq (knots) PASSING VESSEL EFFECTS CHANGE IN DRAFT (ft) 

High >50 >1.5 Yes >8 
Medium 30 to 50 1:0 to 1.5 No 6 to 8 

Low <30 	• <1.0 No <6 

1. Mooring layout is significantly asymmetrical 

2. Horizontal mooring line angles (a)on bow and stern exceed 
45 degrees 

3. Horizontal breast mooring line angles exceed 15 normal to 
the hull . 

4. Horizontal.  spring mooring line angles exceed 10 degrees 
from a line parallel to the hull 

• 5. Vertical mooring line angles (8) exceed 25 degrees 

6. Mooring lines for lateral loads not grouped at bow and stern 

MOORING STRUCTURE 

BREAST LINE 

FIGURE 31F-5-2—HORIZONTAL LINE ANGLES [5.4] 

• 

BOW, STERN, AND BREAST LINES 
	

SPRING UNES 

FIGURE 31F-5-3—VERTICAL LINE ANGLES [5.4] 
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A • 	When the forces have been determined and the distance be- 
AC  tween the bow and stern mooring points is known, the yaw moment 
A can be resolved into lateral loads at the bow and stern. The total A 

A 
C environmental loads on a moored vessel are comprised of the lat- 
C 
A 

eral load at the vessel bow, the lateral load at the vessel stern and 
• the longitudinal load. Line pretension loads must be added. 
A 

	

A • 	Four load cases shall be considered:
C 

 

A • 1. Entire load is taken by mooring lines 
A 
• 2. Entire load is taken by breasting structures A 

	

A • 	3. Load is taken by combination of mooring lines and breasting 
A structures 

	

Pe 	4. Longitudinal load is taken only by spring lines 
A 

L A • 3105F.2.2 Numerical Procedure. A numerical procedure is re- 
C 
A L quired to obtain mooring forces for MOTs classified as Medium or 
AHigh (See Table 31F-5-1) and for those that do not satisfy the re- 

E 	quirenzents for using simplified calculations. Computer pro-
gram(s) shall be based on mooring analysis procedures that 

A 
C consider the characteristics of the mooring system, calculate the 

L  
L C environmental loads and provide resulting mooring line forces 
is 

A c and vessel motions (sUrge and sway), 
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3105F.3 Wave, Passing Vessel, S eiche and Tsunami. 

3105F.3.1 Wind Waves. MOTs are generally Located in sheltered 
waters such that typical wind waves can be assumed not to affect 
the moored vessel if the significant wave period, Ts, is less than 4 
seconds. However; if the period is equal to or greater than 4 sec-
onds, then a simplified dynamic analysis (See Section 3103E5.4) 
is required. The wave period shall be established based on a 
1-year significant wave height, Hs. For MOTs within a harbor ba-
sin, the wave period shall be based on the locally generated waves 
with relatively short fetch. 

3105F.3.2 Passing Vessels. These forces generated by passing 
vessels are due to pressure gradients associated with the flow pat-
tern. These pressure gradients cause the moored vessel to sway, 
surge, and yaw, thus imposing forces on the mooring lines. 

Passing vessel analysis shall be conducted when all of the fol-
lowing conditions exist (See Figure 31F-5-4): 

1. Passing vessel size is greater than 25,000 dwt. 

2. Distance L is 500 feet or less 

3. Vessel speed V is greater than Km 

WHERE: 

L — 2B  
500 — 2B A 

EXCEPTION: IA _5'2B, passing vessel loads shall be considered. 

L and B are shown in Figure 31F-5-4, in units of Pet. V is de-
fined as the speed of vessel over land minus the current velocity, 
whenotraveling with the current, or the speed of vessel over land 
plus the.current velocity, when traveling against the current. 

A 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

When such conditions (1, 2 and 3 above) exist, 'the surge and 
sway forces and the yaw moment acting on the moored vessel c 
shall, as a minimum, be established in accordance with Section IC 
3103E5.5. If the demands from such evaluation are greater than 
75 percent of the mooring system capacity (breaking strength of t. 
mooring lines), then a more sophisticated dynamic analysis is re- 
quired. 	 • 	 A 

C' 

For MOTs located in ports, the passing distance, L, may be es- t• 
tablished based on.channel width and vessel traffic patterns. The (I) 
guidelines established in the Navy's "Harbors Design Manual," 
Figure 27 [5.7] for interior channels may be used. The "vertical 
bank" in Figure 27 of [5.7J shall be replaced by the side of the 
moored vessel when establishing the distance, "L ". 	 A 

OORING STRUCTURE 

1-294.55 

V„„ = 1.5 + 4.5 (knots) 	(5-1) 

• V 

B 
	r 	 

FIGURE 31F-5-4—PASSING VESSEL 
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For MOTs, not located within a port, the distance, "L", must be 
determined front observed traffic patterns. 

The following passing vessel positions shall be investigated: 

1. Passing vessel is centered on the moored ship. This position 
produces maximum sway force. 

2. The midship of the passing vessel is fore or aft of the center-
line of the moored ship by a distance of 0.40 times the length of the 
moored ship. This position is assumed to produce maximum surge 
force and yaw moment at the same time. 

The mooring loads due to a passing vessel shall be added to the 
mooi;ing loads due to wind and current. 

3105F.3.3 Seiche. A seiche analysis is required for existing 
MOTs located within a harbor basin and which have historically 
experienced seiche. A seiche analysis is required for new MOTs' 
inside a harbor basin prone to penetration of ocean waves. 

The standing wave system or seiche is characterized by a series 
of 'nodes" and "antinodes". Seiche typically has wave periods 
ranging from 20 seconds up to several hours, with wave heights in 
the range of 0.1 to 0.4 ft [5.7]. 

The following procedure may be used, as a minimum, in evalu-
ating the effects of seiche within a harbor basin. In more complex 
cases where the assumptions below are not applicable, dynamic 
methods are required. 

1. Calculate the natural period of oscillation of the basin. The 
basin may be idealized as rectangular, closed or open at the sea-
ward end. Use the formula provided (Eqn. 2-1, page 26.1,40) in 
the Navy's "Harbor Design Manual" [5.7] to calculate the wave 
period and length for different modes. The first three modes shall 
be considered in the analysis. 

2. Determine the location of the moored ship with respect to the 
antinode and node of the first three modes to determine the possi-
bility of resonance. 

3. Determine the natural period of the vessel and mooring sys-
tem. The calculation shall be based on the total mass of the system 
and the stiffness of the mooring lines in surge. The surge motion of 
the moored vessel is estimated by analyzing the vessel motion as a 
harmonically forced linear single degree of freedom spring mass 
system. Methods outlined in a paper by F.A. kilner [5.8] can be 
used to calculate the vessel motion. 	• 

4. Vessels are generally berthed parallel to the channel; there-
fore, only longitudinal (surge) motions shall be considered, with 
the associated mooring loads in the spring lines. The loads on the 
mooring lines (spring lines) are then determined from the com-
puted vessel motion and the stiffness of those mooring lines. 

3105 F.3 .4 Tsunami. Run-up and current velocity shall be Consid-
ered in the tsunami assessment. Table 31F-3-8 provides run-up 
values for the San Francisco Bay area, Los Angeles/Long Beach 
Harbors and Port Hueneme. 

3105F.4 Berthing Analysis and Design. In general and for new 
MOTs, the fender system alone shall be designed to absorb the 
berthing energy. For existing MOTs, the berthing analysis may in-.  
elude the fender and structure. 

The analysis and design of berthing components shall be based 
on the loading combinations and safety factors defined in Sections 
3103E8 and 3103E9 and in accordance with AG 318 [5.1], 
AISC-LILFD [5.2], and ANSIIAWA N1JS-1997 [5.3], as appli-
cable. 

3105F.4.1 Berthing Energy Demand. The kinetic berthing ener-
gy demand shall be determined in accordance with Section 
3103E6. 

3105F.4.2 Berthing Energy Capacity. For existing MOTs, the 
berthing energy capacity shall be calculated as the area under the 
force-deflection curve for the combined structure and fender sys-
tem as indicated in Figure 37F-5-5. Fender piles may be included 
in the lateral analysis to establish the total force-deflection curve 
for the berthing system. Load-deflection curves for other fender 
types shall be obtained from manufacturer's data. The condition of 
fenders shall be taken into account when per 	the analysis. 

When batter piles are present, the fender system typically ab-
sorbs most of the berthing energy. This can be established by 
comparing the force-deflection curves for the fender system and 
batter piles. In this case only the fender system energy absorption 
shall be considered. 

Deflection (A) 

FIGURE 31F-5-5—BERTHING ENERGY CAPACITY 

3105F.4.3 Tanker Contact Length. 

3105E4.3.1 Continuous Fender System. A continuous fender 
system consists of fender piles, chocks, wales,- and rubber or 
springfender units. 

The contact length of a ship during berthing depends on the 
spacing of the fender piles and fender units, and the connection 
details of the chocks and wales to the fender piles. 

The contact length, L, can be approximated by the chord formed 
by the curvature of the bow and the berthing angle as shown in 
Equation 5-2 below. 

Lc  = 2r sin a 	 (5-2) 
WHERE: • 

Lc  = contact length 
r = Bow radius 
a = Berthing Angle 

In lieu of detailed analysis to determine the contact length, 
Table 31F-5-2 may be used. The contact length for a vessel within 
the range li,Sled in the table can be obtained by interpolation. 

TABLE 31F-5-2 
CONTACT LENGTH 

VESSEL SIZE (dwt) CONTACT LENGTH 

330 25 ft 

1,000 to 2,500 35 ft 

5,000 to 26,000 40 ft 

35,000 to 50,000 50 ft 

65,000 60 ft 

100,000 to 125,000 70 ft 

3105F.4.3.2 Discrete Fender System. For discrete fender sys-
tems (Le., not continuous), one fender unit or breasting dolphin 
shall be able to absorb the entire berthing energy. 
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3105F.7 

3I05F.4.4 Longitudinal and Vertical Berthing Forces. The lon-
gitudinal and vertical components of the horizontal berthing force 
shall be calculated using appropriate coefficients of friction be-
tween the vessel and the fender In lieu of as-built data, the values 
in Table 31F-5-3 may be used for• typical fender/vessel materials: 

TABLE 31F-5-3 
COEFFICIENT OF FRICTION 

CONTACT MATERIALS FRICTION COEFFICIENT 

Timber to Steel " 0.4 to 0.6 

Urethane to Steel • 0.4 to 0.6 

Steel to Steel 0.25 

Rubber to Steel 0.6100.7 

UHMW*. to Steel 0.1 to 0.2 
*Ultra-high molecular weight plastic rubbing strips. 

Longitudinal and vertical forces shall be determined by: 

• F = pN 
	

(5-3) 

WHERE: 
F = longitudinal or vertical component of horizontal berth-

ing force 
= coefficient of friction of contact materials 

N • = maximum horizontal berthing force (normal to fender) 

3105F.4.5 Design and Selection of New Fender Systems. For 
guidelines on new fender designs, refer to the Navy's "Piers and 
Wharves" handbook [5.9] and the PIANC Guidelines for the De-
sign of Fenders Systems: 2002 [5.10]. 

3105F.5 Layout ofNew MOTs. The number and spacing of inde-
pendent mooring dolphins and breasting dolphins depends on the 
DT/VT and length overall (LOA) of vessels to be accommodated. 

Breasting dolphins shall be positioned adjacent to the parallel 
body of the vessel when berthed. A minimum of two breasting dol-
phins shall be provided. The spacing of breasting dolphins shall be 
adequate for all sizes of vessels that may berth at the MOT 

Mooring dolphins shall be set back from the berthing line (fend-
er line) for a distance between 115 ft and 165 ft, so that longer bow, 
stern and breast lines can be deployed. 

For a preliminary layout, the guidelines in the British Stan-
dards, Part 4, Section. 2[5.11], may be used in conjunction with 
the guidelines below. 

1. If four breasting dolphins are provided, the spacing between 
exterior breasting dolphins shall be between 0.3 and 0.4 LOA of 
the nzaxinzum sized vessel expected to call at the MOT. The spac-
ing between interior• breasting dolphins shall be approximately 
0.3 to 0.4 LOA of the minimum sized vessel expected to call at the 
MOT 

2. If only two breasting dolphins are provided, the.spacing be-
tween the dolphins shall be the smaller (0.3 LOA) of the guidelines 
specified above. 

3. If bow and stern lines ar•e used for mooring, the spacing be-
tween exterior mooring dolphins shall be 1.35 times the LOA of 
the maxinzunz sized vessel expected to call at the MOT 

4. The spacing between interior mooring dolphins shall be 0.8 
times the LOA of the 11ICIXillillIllsized vessel expected to call at the 
MOT 

The final layout of the mooring and breasting dolphins shall be 
determined based on the results of the mooring analysis that pro-
vides optimal mooring line and breasting forces for the range of 
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vessels to be accommodated. The breasting force under the moor-
ing condition shall not exceed the maximum fender reaction of the 
fender unit when it is being compressed at the manufacturers rated 
deflection. 

3105F.6 Symbols. 
= 	Berthing Angle. It also indicates the angle of horizontal 

mooring lines, see Fig 5-2. 
A = Deflection 
0 = Vertical mooring line angles 
B = Beam of vessel 
F = Longitudinal or vertical component of horizontal nor- 

mal berthing force 
L = Distance between passing and moored vessels 

Lc  = Contact length 
N = Maximum horizontal berthing force 
r = Bow radius 
p = Coefficient of friction of contact materials 
V = Ground speed (knots) 

= Maximum current (knots). 

Vcrit = Ground speed (knots) aboVe which passing loads must 
be considered 

V, = Maximum wind speed (knots) 

• 3105F.7 References. 
[5.1] American ConcreteInstitute, AC.1318-02, 2002, "Build-

ing Code • Requirements for• Structural Concrete 
(318-02) and Commentary (318R-02)," Farmington 
Hills, Michigan. 

[5.2] American Institute of Steel Construction (AISC), 2001, 

Fcthtor Design (LRFD)," 3'•d Ed., Chicago, IL. 
"Manual of Steel Construction, Load and Resistance 

American Forest & Paper Association, 1999, "ASD [53] 
Manual - National Design Specification for Wood 
Construction," ANSIIAF&PA NDS-1997, Washington, 
D.C. 

[5.4] Oil Companies International Marine Forum (OCIMF), 
1997, "Mooring Equipment Guidelines", 2"d Ed., Lon-
don, England. 

[5.5] Oil Companies International Marine Forum (OCIMF), 
1977, "Prediction of Wind and Current Loads on 
VLCCs," London, England. 

[5.6] Department of Defense, 1 July 1999, "Mooring De-
sign," Handbook, MIL-HDBK-102614A, Alexandria, 
VA, USA. 

[5.7] Department of the Navy, Dec. 1984, "Harbors Design 
Manual," NAVFAC DM-26.1, Alexandria, VA, USA. 

[5.8] Kibler EA., 1961, "Model Tests on the Motion of 
Moored Ships Placed on Long Waves." Proceedings of 
7th Conference on Coastal Engineering, August 1960, 
The Hague, Netherlands, published by the Council on 
Wave Research - The Engineering Foundation. 

[5.9] Department of the Navy, 30 October 1987, "Piers and 
Wharves," Military Handbook, MIL-HDBK-102511, 
Alexandria, VA, USA. 

[5.101 Permanent International Association of Navigation 
Congresses (PIANO), 2002, "Guidelines for the Design 
of Fender Systems: 2002," Brussels. 
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CHAP. 31F, DIV. 6 

3106F 
TABLE 31F-6-1 

Division 6 

L c SECTION 3106F— GEOTECHNICAL HAZARDS AND 
L A 
L C.  
L A 
L C 
L A 
L C 
L A 

C 3106F.1.1 Purpose. This section provides nib:ilium standards 
L  
L 	c for analyses and evaluation of geotechnical hazards and founda- 
L A 
L c lions. 
L A 
L C 
L 	A 3106F.1.2 Applicability. The requirements provided herein apply 
L C 
L A to all new and existing MOTS. 
L C 

•
L 
L c 3106F.1.3 Seismic Loading. The seismic loading for geotechni- 
L A 

C cal hazard assessment and foundgtion analyses is provided in Sec- 
L A c lion 3103E4. 
L A 
L C 
L 	3106F.2 Site Characterization. 
L C 
L• 

C
A 

L 	. 3106F.2.1 Site Classes. Each MOT shall be* as signed at least one 
L 

C
A 

L 	' site class, based on site-specific geotechnical information. Site 
A L 

L c Classes SA, Sp, Sc, SD, and SE are defined in Table 31F-6-1 and 
A  LL 	Site Class SF is defined as follows: C 

L A 	 • 
L C . 1. Soils vulnerable to significant potential loss of stiffness; 
1, A 
L C strength; and/or volume under seismic loading, such as liquefi-
L  
L 	c able soils, quick and highlysensitive clays, and collapsible weakly 
L A 
L C cemented soils. 
L A 

A L 	2. Peals and/or highly* organic clays, where the thickness* of L C. 

LL C  peat or highly organic clay exceeds 10 feet. 	• 	• . 
A 

L C 
A 	3. Very high plasticity clays with a plasticity index (PI) greater 

L C 
1, 	A than 75, where depth of clay exceeds 25 feet. 
L C 
L A 
L 	C 	4. Very thick softlniedium stiff clays,. where the depth of clay ex- 

cA  ceeds 120 feet. 
L A 
L C 

A 3106F.2.2 Site-Specific Information. In general, geotechnical 
A L C  characterization shall be based on site-specific information. This 

L L 

	

	C A 
C 

information may be obtained from existing or new sources. How- 
ever, if existing or nonsite specific information is used, the geo-L A 

L 	C technical engineer of record shall provide adequate justification 

L
A 
C for its use. 	 • 
A 	 • 

L 
A
C 

L 	Site-specific investigations shall include; at a minimum, bor- 
L C 

A ings and/or cone penetration tests,. soil classifications, 
C 	

configura- 
L A L 	lion, foundation loading and an assessment of seismic hazards. 

L A L 

	

	C The array (number and depths) of exploratory borings and cone 

A 
L C penetration tests (CPT) will depend on the proposed or existing 
L 	C structures and Site stratigraphy. The investigation or testing activ-. 

• L A 
L 	c ides shall be completed following the procedures in Section 5 of 
L A 
L C SCEC [6.3]. CPT data may also be used by first converting to  

standard penetration test (SPT) data, Using an appropriate meth-
od, that reflects the effects of soil gradation. If geotechnical data 
other than SPT and CPT are used, an adequate explanation and 
rationale shall be provided. 

Quantitative soil information is required to a depth of 100 feet 
below the mudline, for assigning a Site Class (see Table 31F- 6-1). 
When data to a depth of 100 feet is Unavailable, other.information 
such as geologic considerations may be used to determine the Site 
Class. 

3106F.3 Liquefaction. A liquefaction assessment shall address 
triggering and the resulting hazards, using residual shear 
strengths of liquefied soils. 

3106F.3.1 TriggeringAssessment.LiquefactiOn triggering shall 
be expressed in terms of the factor of safety (SF): 

SF = CRR/CSR 	 (6-1) 

WHERE: 
CRR = Cyclic Resistance Ratio 
CSR = The Cyclic Stress Ratio induced by Design Peak Ground 

Acceleration (DPGA) or other postulated shaking • 
The CRR shall be determined from Figure 7.1 in SCEC [6.3]. If 

available, both the SPT and CPT data can be used. 

CSR shall be evaluated using the simplified procedure in Sec-
tion 3106E3.1.1 or site-specific response analysis procedures in 
Section 3106E3.1.2. 

Shaking-induced shear strength reductions in liquefiable mate-
rials are determined as follows: 

1. SF > 1.4 

Reductions of shear strength for the materials for postearth-
quake conditions may be neglected. 

.2. 1.0 < SF < 1.4 

A strength value intermediate to the material's initial strength 
and residual undrained shear strength should be selected based 

' on the level of residual excess pore water pressure expected to be 
generated by the ground shaking (e.g.., Figure 10 of Seed and 
Harder; f 6.4]). 

3. SF :1.0 

Reduction of the material shear strength to a residual un-
drained shear strength level shall be considered, as described in 
Section 3106F.3.2. 

FOUNDATIONS 

3106F.1 General. 

TABLE 31F-6-1 
SITE CLASSES 

SITE CLASS 

. 

SOIL PROFILE NAME/GENERIC 
DESCRIPTION 	• 

AVERAGE VALUES FOR TOP 100 FEET OF SOIL PROFILE 

Shear Wave Velocity, 
V5  (ft/sec] 

Standard Penetration 
Test plows/HI 

Undrained Shear Strength, 
Su [psi) 

SA .  Plaid Rock >5,000 — — 
Sti• Rock 2,500 to 5,000 — — 
Sc Very Su' ff 1Dense Soil and Soft Rock . 	1,200 to 2,500 >50 >2,000 
Si)  Suff1Dense Soil Profile 600 to 1,200 15 to 50 1,000 to 2,000 

SE , SofdLoose Soil Profile <600 <15 <1,000 
SF  Defined in Section 3106E2.1 

Notes: 
I.Site Class Sr: shall require site-specific geotechnical information as disCussed in Sections 3106E2.2 and 3103E4. 
2.Site Class Sp also includes any soil profile with more than 10 feet of soft clay defined as a soil with a plasticity index, PI> 20, water content >40 percent and 

Su  < 500 psf. 
3.The plasticity index, PI, and the moisture content shall he determined in accordance with ASTA11)4318 16.11 and ASTA1 D221616.21, respectively. 
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3106F.3.1.1 Simplified Procedure. The simplified procedure to 
evaluate liquefaction triggering shall follow Section 7 of SCEC 
[6.31. Cyclic stress ratio (CSR) is used to define seismic loading, 
in terms of the Design Peak Ground Acceleration (DPGA) and 
Design Earthquake Magnitude (DEM). DPGA and DEM are ad-
dressed in Section 3103F.4.2. CSR is defined as: 

CSR = 0.65  (DP
S
GA

)
(
u
a 	 (6.-2) 

WHERE: 
g = gravitational constant 

av  • = the vertical total stress 
'„ = the vertical effective stress 
rd 	= a stress reduction factor 

riYlsF = the magnitude scaling factor 
For values of rusT and rd, see SCEC [6.31 Figures 7.2 and 7.3, 

respectively. To evaluate ryidsp, the DEM value associated with 
DPGA shall be used. 

3106F.3.1.2 Site Specific Response Procedure. In lieu of the 
simplified procedure, either one-dimensional or two-dimensional 
site response analysis may be performed using the ground motion 
parameters discussed in Section 3103E4. The computed cyclic 
stresses at various points within the pertinent soil layers shall be 
expressed as values of CSR. 

• 
3106E3.2 Residual Strength. The residual undrained shear 
strength may be estimated from Figure 7.7 of SCEC [6.31. When 
necessary, a conservative extrapolation of the range should be 
made. Under no circumstances, shall the residual shear strength 
be higher than the shear strength based on effective strength pa-,  
rameters. • 

The best estimate value should correspond to 113 from the lower 
bound of the range for a given value of equivalent clean sand SPT 
blowcount. When a value other than the " 113 value" is selected for 
the residual shear strength, the selection shall be justified. An al-
ternate method is provided in Stark and Mesri [6.51. The residual 
strength of liquefied soils may be obtained as a function of effec-
tive confining pressures if a justification is provided. The resulting 
residual shear strength shall be used as the postearthquake shear 
strength of liquefied soils.. 

3106F.4 Other GeotechnicalHazards. For a SF less than 1.4, the 
potential for the following hazards shall be evaluated: 

1. Flow slides 

2. Slope movements 

3. Lateral spreading 

4. Ground settlement and differential settlement 

5. Other surface manifestations 

These hazards shall be evaluated, using the residual shear 
strength described above (Section 3106E3.2). 

3106F.4.1 Stability of Earth Structures. If a slope failure could 
affect the MOT a stability analysis of slopes and earth retaining 
structures shall be performed. The analysis shall use limit equilib-
rium methods that satisfy all of the force andlor moment equilibri-
um conditions and determine the .slope stability wilily far/or 

1. Slope stability safety factor _•?. 1.2 

Flow slides can be precluded; however; seismically induced 
ground movements shall be addressed. 

2. 1.0 Slope stability safety factor < 1.2 
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Seismically induced ground movements should he evaluated us-
ing the methods described helots: 

3. Slope stability safety factor < 1.0 
Mitigation measures shall be implemented per Section 3106F6. 

3106F.4.2 Simplified Ground Movement Analysis. The seismi-
cally induced ground settlement may be estimated using Section 
7.6 of SCEC [6.3/. Surface manifestation of liquefaction may be 
evaluated using Section 7.7 ofSCEC. Results shall be evaluated to 
determine if mitigation measures are required. 

Seismically induced deformation or displacement of slopes 
shall be evaluated using the Makdisi-Seed [6.67 simplified method 
as described below. 

The stability analysis shall be used with the residual shear 
strengths of soils to estimate the yield acceleration coefficient, K1, 
associated with the critical potential Movement plane. In general, 
the DPGA shall be used as 	(see [6.61) and DEM as the earth- 
quake magnitude, M. These parameters shall be used together 
with the upper bound curves Figures 9 711 of [h. 6], to estimate the 
seismically induced ground movement along the critical plane. 

However; the value of K,„„. may be different from the DPGA val-
ue to include the effects of amplification, incoherence, etc. When 
such adjustments are made in converting DPG.A to K;„,,x, a justifi-
cation shall be provided. Linear interpolation using the upper 
boUnd curves in Figure 10 (ordinate scale should be divided by 10) 
in [6.6] or Figure 4-10 in Ferritto et al [6.71 can be used to esti-
mate the seismically induced ground movement for other earth-
quake magnitudes. 

For screening purposes only, lateral spreading shall be evalu-
ated, using the simplified equations in Youd et aL [6.8]. The total 
seismically induced ground displacement shall include all con-
tributory directions. 

1. When the resulting displacement front the screening method 
is > 0.1 ft., the Makdisi-Seed simplified method or other similar 
methods shall be used to estimate lateral spreading. 

2. If the computed displacement from the simplified method(s) 
is < 0.5. ft., the effects can be neglected. 

3. If the computed displacements using simplified methods are 
> 0.5 ft., the use of a detailed ground movement analysis (see Sec-
tion 3106E4.3) may be considered. 

.4. If the final resulting displacement, regardless of the method 
used, remains > 0.5 ft., it shall be considered in the structural 
analysis. 

3106F.4.3 Detailed Ground MovementAnalysis. As an alterna-
tive to the simplified methods discussed above, a two-dimensional 
(2-D) equivalent linear or nonlinear dynamic analysis of the MOT 
and/or slopes and earth retaining systems may be performed. 
• An equivalent linear analysis is adequate when the stiffness 
and/or strength of the soils involved are likely to degrade by less 
than one-third, during seismic excitation of less than 0.5 g's. Ap-
propriate time histories need to be obtained to calculate seismi-
cally induced displacement (see Section 3103E4.2). Such 
analysis should account for the ac&inutlating effects of displace-
ment if double-integration of acceleration time histories is used. 
The seismic stresses or stress time histories from equivalent linear-
analysis may be used to estimate seismically induced deforma-
tion. 

A nonlinear analysis should be used if the stiffness and/or 
strength of the soils involved are likely to degrade by more than 

• one-third during seismic motion. 
If the structure is included in the analysis, the ground motion di-

rectly affects the structural response. Otherwise, the uncoupled, 
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c • calculated movement of the sail on the structure shall be evaluat- 
C • ed. 
C 
eA 	106F.5 Sod Structure Interaction. 
A 
C 3106F.5.1 Soil Parameters. Soil structure interaction (SSI) shall 

A
be addressed for the seismic evaluation of MOT structures. SSI 

C may consist of linear or non-linear springs (and possibly dash- 
A 
c pots) for various degrees of freedom, including horizontal, verti- 
cA  cal, . torsional, and rotational, as required by the structural 
eA analysis. 
A 

C 

C 

C 

C 

C 

C 

C 
C 

'C
A  

A 

C 

C 

C 

C 

A 

C 
C • 3106F.5.2 Shallow Foundations. Shallow foundations shall be 
A c assumed to move with the ground. Springs and dashpots may be 
C. evaluated as per Gazetas [6.12]. 	• 
A 
A c  3106F.5.3 Underground Structures. Buried flexible structures 
A C  or buried portions of flexible structures including piles and pipe-
C
A 
 lines shall be assumed to deform with estimated ground movement 

A 
C at depth. 	 • 

A 	As the soil settles, it shall be assumed to apply shear forces to 
AC  buried structures or buried portions of structures including deep 
A c foundations. 
C • 

eA  3106F.6 Mitigation Measures and Alternatives. If the hazards 
eA and consequences addressed in Sections 3106E3 and 3106E4 are 
A beyond the specified range, the following options shall be consid-
A ered: 
C 

1. Per forma more sophisticated analysis 
A 
A ' 	2. Modify the structure 

• 
A 	3.. Modify thethe foundation soil 

e 	Examples of possible measures to modify foundation soils are 
eA provided in Table 4-1 of [6.7]: 
A 
C • 3106F.7 Symbols. 
A 

A 

A 

A 

A 

A 

A 

A 

A 

A  
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sozirces Code. 

Pile capacity parameters may be evaluated using the proce-
dures in Chapter 4 of FEMA 356 [6.9]. The "p-y" curves, "t-z" 
curves, and tip load — displacement curves for piles (nonlinear 
springs for horizontal and vertical modes and nonlinear vertical 
springs for the pile tip, respectively) and deep foundations shall be 
evaluated using Section G of API RP 2A,-LRED [6.10] including 
the consideration of pile group effects. Equivalent springs (and 
dashpots) representing the degrading properties of soils may be 
developed. 

Where appropriate, alternative procedures can be used to de-
velop these parameters. Rationale for the use of alternative proce-
dures shall be provided. One simplified method is presented in 
Chapter 5 of the Naval Design Manual 7.02 [6.11] and provides 
deflection and moment for an isolated pile, subject to a lateral . 
load. 

SF = Safety Factor 
CRR = Cyclic Resistance Ratio 
CSR = Cyclic Stress Ratio induced by DPGA 

g = Gravitational constant 
dry = the vertical total stress ' 

o 'v = the vertical effective stress 
rd = a stress reduction factor 

rAISF = the magnitude scaling factor 
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TABLE 31F-7-1 
COMPRESSIVE STRENGTH OF STRUCTURAL CONCRETE (psi)1  

TIME FRAME PILING BEAMS SLABS 
1900-1919 2,500-3,000 2,000-.5,000 1,500-3,000 
1920-1949 3,000-4,000 2,000-3,000 2,000-3,000 
1950-1965 4,000-5,000 3,000-4,000 3,000-4,000 

1966-present . 	5,000-6,000 3,000-5,000 3,000-5,000 
Concrete strengths are likely to be highly variable for an older structure. 
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TABLE 31F-7-1 

Division 7 
A 

cA SECTION 3107F — STRUCTURAL ANALYSIS AND 

c• A DESIGN OF COMPONENTS 
. A 

3107F.1 General. 
A 

3107F.1.1 Purpose. This section establishes the minimum per-
formance standards for structural conzponents. Evaluation proce-
dures for seismic performance, strength and deformation 
characteristics of concrete, steel and timber components are pre, 
scribed herein. Analytical procedures for structural systems are 
presented in Section 3104E 

3107F.1.2 Applicability. This section addresses MOTs 
constructed using the following structural components: 

1. Reinforced concrete decks supported by batter and/or verti-
cal concrete piles 

2. Reinforced concrete decks supported by batter and/or verti-
cal steel piles, including pipe piles filled with concrete 

3. Reinforced concrete decks supported by batter and/or verti-
cal timber piles 

4. Timber decks supported by batter or vertical timber, con-
crete or steel pipe piles 

3107F.2 Concrete Deck with Concrete or Steel Piles. 

3107F.2.1 Component Strength. The following parameters shall 
be established in order to compute the component strength: 

1. Specified concrete compressive strengths 

2. Concrete and steel modulus of elasticity 

3. Yield and tensile strength of mild reinforcing andprestressed 
steel and corresponding strains 

4. Confinement steel strength and corresponding strains 

5. Embedment length 

6. Concrete cover 

7. Yield and tensile strength of structural steel 

8.• Ductility 

In addition,. for "existing" components, the following condi-
tions shall be considered: 

9. Environmental effects, such as reinforcing steel corrosion, 
concrete spelling, cracking and chemical attack 

10. Fire damage 

11. Past and current loading effects, including overload, fa-
tigue or fracture 

12. Earthquake damage 

13. Discontinuous components 
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A 

A 

C 

C 

C 

C 

A 

C 

= 1.3fc 

	

fy  = 1.Ify 	 (:77 

7

-12  2 
2
ba  ) )) :cAC  

A fp  = 1.0fp  
A 

Capacity protected members, such as pile caps and joints (max- AC 

imum demand): 
A 

	

= 1.7fc 	 A 

	

fy = 1.3fy 	 A 

4, 	1.14, 	 A 

WHERE: 

f 	= Compressive strength of concrete 
A 

A 
fy 	= Yield strength of steel 	 A 

4, = Yield strength of prestress strands 	 A 

"Capacity Design" (Section 5.3 of [7.1.1) ensures that the 8 
strength at protected locations are greater than the maximum fea- e 
sible demand, based on realistic upper bound estimates of plastic e 
hinge flexural strength. In addition, a series of pushover analyses A 
using moment curvature characteristics of pile hinges may be re- 
quired. 	

A 

Alternatively, if a moment-curvature analysis is performed that 8 
takes into account the strain hardening of the steel, the demands 8 
used to evaluate the capacity protected components may be esti- A 
mated by multiplying the moment-curvature values by 1.25. 	A 

Based on a historical review of the building materials used in 
the twentieth century, guidelines for tensile andyield properties of a 
concrete reinforcing bars and the compressive strength of struc-
tural concrete have been established (see Tables 6-1 to 6-3 of 8 
FEMA 356 [7.4 The values shown in these tables can be used as ,a 
default properties, only if as-built information is not available and A 

testing is not performed. The values in Tables 31F-7-1 and ,91  
31F-7-2, are adjusted according to equations (7-1) through (7-3). 
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C 

C 

C 

C 

C 

C 
• C 

A 

C 

A 

A 

C 

C 

C 

14. Construction deficiencies 	 A 

3107F.2.1.1 Material Properties. Material properties of existing 
components, not determined from testing procedures, and of new 'c 
components, shall be established using the following methodolo- 
gy

A  

A 
The strength of structural components shall be evaluated based c; 

on realistic upper bound estimates of material properties, except 
for nonductile components, which shall be evaluated based on de-
sign material properties. The following values shall be substituted c 
(Section 5.3 of [7.11 and p. 3-73 & 3-74 of [7.2j): 

Non-ductile conzponents (shear): 

	

= 1.0 Pc. 	 (7-1a) 

	

fj, = 1.0 fy 	 (7-1 b) 
fp 	= 1.0 fp • 	 (7-1c) 

Other components (moment, axial): 

(7-3a) 
(7-3b) 
(7-3c) 

L 

L 
L 

L 

L 

L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
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L 
L 
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L 
L 
L 
L 
L 
L 
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TABLE 31F-7-2 

3107F.2.3 

TABLE 31F-7-2 
TENSILE AND YIELD PROPERTIES OF REINFORCING BARS FOR VARIOUS ASTM SPECIFICATIONS AND PERIODS 

(after Table 6-2 of 17.3]) 

ASTM STEEL TYPE 
YEAR 

RANGES 

GRADE 

STRUCTURALI INTERMEDIATE1  NARDI 

33 40 50 60 70 75 

Minimum 
Yield2  (psi) 33,000 40,000 50,000 60,000 70,000 75,000 

Minimum 
Tensile2  (psn 55,000 70,000 80,000 90,000 80,000 100,000 

A15 Billet 1911-1966 X X X 

AI6 Rail4  1913-1966 X 

A61 Rail4   1963-1966 X i 

A160 Axle 1936-1964 X X X 

A160 Axle 1965-1966 X X X X 

A408 Billet 1957-1966 X 	. X X • 

A431 Billet 1959-1966 . X 

A432 Billet 1959-1966 X 

A615 Billet 1968-1972 X X X 

A'615 Billet 1974-1986 .  X 	. X 

A615 Billet 1987-1997 . 	X X X 

A616 Rall'I 1968-1997 ' X X 

A617 Axle 	• '1968-1997 X X 

A706 Low-Alloys . 1974-1997 X • 
A955 Stainless 1996-1997 X X X 

General Note: An eta°,  "X" indicates that grade was available in those years. 
'The terms structural, intermediate and hard became obsolete in 1968. 

A 

A 

A 

A 

A 

A 

A 

C 

A 
C 
A 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 

C 
C

C 
C 

• 2Actual yield and tensile strengths may exceed minimum values. 	 • 	 A 
3Un.  til about 1920, a variety of proprietary reinforcing steels were used. Yield strengths are likely to be in the range from 33,000 psi to 55,000 psi, but higher values 

are possible. Plain and twisted square bars were sometimes used between 1900 and 1949. 
4Rail bars should be marked with the letter "R." 
5ASTM steel is masked with the letter "W." 

L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 

L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 

A 
c 3107F.2.1.2 Knowledge Factor (7c). Knowledge factor, k, shall be 

A 
C applied on a component basis. 

A 	The following information is required, at a minimum, for a com-
AC  ponent strength assessment: 
C 
eA 1. Original construction records, including drawings and 
A specifications. 
A 
C 	2. A set of "as-built" drawings and/or sketches, documenting 
A 
C both gravity and lateral systems (Section 3102F1,5) and any post- 
A 
C construction modification data. 
A 

3. A visual condition survey, for structural components includ-
c 
A 

ing identification of the size, location and connections of these 
C
A 
 components. 

A 	4. In the absence of material properties, values from limited in-
A situ testing or conservative estimates of material properties 
A (Tables 31F- 7-1 and 31F-7-2). A 

A 	5. Assessment of component conditions, from an in-situ evaht-
A ation,. including any observable deterioration. 
A 
C 6. Detailed geotechnical information, based on recent test 
A 
C data, including risk of liquefaction, lateral spreading and slope 

stability. 
A 
C 	The knowledge factor; k, is 1.0 when comprehensive knowledge 

n
as specified above is utilized. Otherwise, the knowledge factor 

A 
C shall be 0.75. Further guidance on the determination of the ap-
C propriate k value can be found in Table 2-1 of FEMA 356 [7.3]. 
A 

A 3107F.2.2 Component Stiffness. Stiffness that takes into account 
A the stress and deformation levels experienced by the component 
A shall be used. Nonlinear load-deformation relations shall be used 
Ac  to represent the component load-deformation response. However,  

in lieu of using nonlinear methods ,to establish the stiffness and 
moment curvature relation of structural components, the equa-
tions of Table 31F-7-3 may be used to approximate the effective 
elastic stiffness, Ele, for lateral analyses (see Section 3107E5 for 
definition of symbols). 

TABLE 31F-7-3 
EFFECTIVE ELASTIC STIFFNESS 

• • CONCRETE COMPONENT El„/ El, 

Reinforced Pile 0.3 + NI(f,'„As) 

Pile/Deck Dowel Connection' 0.3 + NI(f ...Ag) 

Prestressed Pile" 0.6< El,;/E15  < 0.75 

Steel Pile 1.0 	• 

Concrete wiSteel Casing E.I,. + 0.25E,.1 
• (E.yls + Ecic) 

Deck 0.5 
'The pile/deck connection and prestressed pile may also be approximated as 

one member with an average stiffness of 0.42 EldEls  (Ferritto et al, 1999 
17.21) 

N = is the axial load level. 
Es = Young's modulus for steel 

• Is = Moment of inertia for steel section 
Ec = Young's modulus for concrete 

Moment of inertia for uncracked concrete section 

3107F.2.3 Deformation Capacity of Flexural Members. Stress-
strain models for confined and unconfined concrete, mild and pre-
stressed steel presented in Section 3107E2.4 shall be used to 
perform the moment-curvature analysis. 

The stress-strain characteristics of steel piles shall be based on 
the actual steel properties. If as-built information is not available, 
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3107F.2.4.3 Prestressed Steel. The stress-strain model of Blake- c L 
ley and Park [7.41 may be used for prestressed steel. The model 

L and terms are illustrated in Figure 31F-7-3. 	 A 
C L 
A 
C L 
A L 
C 
A L 
C I. 

C 
A L 

L 
A L 
C L 
A L 
C L 
A L 
C L 
A L 
C L 
A L 

A 
C L 

L 

A L 
C L 

L A  
C L 	„A 

C 
A L 

L 
A L 
C  
A L 
C L 
A L 
C L 
A L 
C L 
A L 
C L 
A L 

.3107F.2.4.4 Alternative Stress-Strain Models. Alternative A L 

stress-strain models are acceptable if adequately documented and A L 
• L supported by test results, subject to Division approval. 	A L 
C L 

• A L 3107F.2.5 Concrete Piles. 	 C  
A L 

3107F.2.5.1 General. The capacity of concrete piles is based on g, L 

permissible concrete and steel strains corresponding to the de- A L 
sired performance criteria. 	 C  

• L 
L  

C L 
Different values may apply for plastic hinges forming at in- e L  

ground and pile-top locations. These procedures are applicable to e L 

circular, octagonal, rectangular and square pile cross sections. C  A L 

A L 
3107F.2.5.2 Stability. Stability considerations are important to C L 

A  pier-type structures. The moment-axial load interaction shall con- A  c L 

sider effects of high slenderness ratios (kl/r). An additional bend- c L 
L ing moment due to axial load eccentricity shall be incorporated c A 

• L unless: 	 C L 
A L 

e/h 0.10 	 (7-4) A 
C L 

WHERE: 	 C 
A L 

L 

C L 
e = eccentricity of axial load 	• L 

C  
L h = width of pile in considered direction 	 C A 

A L 
3107F.2.5.3 Plastic Hinge Length. The plastic hinge length is re- AC  LL  
quired to convert the moment-curvature relationship into a mo- A  C L 

L 
ment-plastic rotation relationship for the nonlinear pushover c L 

L analysis. 	 C A 
A 
C L The pile's plastic hinge length, 	 A (above ground), when the 	L 

plastic hinge forms against a supporting member is: 	A 
C L 

::...-.. 
en ev 
4̀1,' 

fi  
to 	pb I= 
	m 	 
- 

_ 

. 	. 

A Ep 
Enti 	CPI.  

E = 0.01 	Elm 	C,,  
Strain (S.) 

a 

FIGURE 31F-7-3—STRESS-STRAIN CURVE FOR . 
PRESTRESSED STEEL (7.4) 
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c the stress-strain relationship may be obtained per Section 
3107E2.4.2. 

- A 
C 
A 	For concrete in-filled steel piles, the stress-strain model for 
,(\: confined concrete shall he in accordance with Section 
(2  3107E2.4.1. A 
C 
1.(7 Each structural component expected to undergo inelastic de-
A  formation shall be defined by its moment-curvature relation. The 
e displacement demand and capacity shall be calculated per Sec- 

• A lions 3104E2 and 3104E3, as appropriate. 
C 
A 

• C 	The moment-rotation relationship for concrete components A 
• C shall he derived from the moment-curvature analysis per Section 

C 3107E2.5.4 and shall be used to determine lateral displacement 

• A 

A c limitations of the design. Connection details shall be examined 
• C per Section 3107E2.7. 
• A 
• C 	 . 	. 

Ac  3107F.2.4 Stress-Strain Models. 
A 
C 	 • 	 • 

. A 3107F.2.4.1 Concrete. The stress-strain model and terms for C 
A confined and unconfined concrete are shown in Figure 31F-7-1. c 
A 
C 
A 
C 
A 
C Confined  

• C 	 Cconcrete . A 
. C 
. A 

C 
. A 

C 
A 

. C 
A 
C f; _ 	Unconfined 
A 
C 
A 

. C 

. C 
A 

A 
C 
A 	 EI 
C 
A 

A Compression Strain, EC 
 

C 

A 

C 

C 

„ • 3107F.2.4.2 Reinforcement Steel and Structural Steel. The 
stress-strain model and terms for reinforcing and structural steel 

A c are shown in Figure 31F-7-2. 
A 

C 

C 

A 

A 

A 
11) A 	

fy 	
E h 	 Lip = 0.08L + 0.15 fyedt,/ 0.31yedbi 	(7-5) 

A  

A 
WHERE: 713 

A 	 L 	= the distance from the critical section of the plastic hinge 
A 	 to the point of contraflexure 

c
I 	 dbl = the diameter of the longitudinal reinforcement 

A 	 fye  = design yield strength of longitudinal reinforcement (ksi) 

X 	 - 	 If a large reduction in moment capacity occurs due to spatting, 
A  	then the plastic hinge length shall be: 
A 	 L = 0.3 fyedbi 	 (7-6) 
C 	FIGURE 31F-7-2—STRESS-STRAIN CURVE FOR MILD A When the plastic hinge forms in-ground, the plastic hinge length • REINFORCING STEEL OR STRUCTURAL STEEL 17.1.1 
A 	 may be determined from Figure 31F-7-4 (see page 311 of [7.11). 

1-294.64 	 JANUARY 31, 2005 SUPPLEMENT 

FIGURE 31F-7-1—STRESS-STRAIN CURVES FOR 
CONFINED AND UNCONFINED CONCRETE 17.11 

A 	 Fv 	 Cc„ esh 
Steel Strain, a, 

A 
C L 

L 
C L 
A L 
C L 
A L 
C L 
A L 
C L 
A L 
C L 
A L 
C L 
A 
C 

L  
L 

A 	I .  
C L 
A L 
C L 
A L 
C L 
A L 
C L 

C 
A 

L
L 

A L 



H = distance from ground to 
pile point of contraflexure 

21,4o 

a) 1.20 

0 80 

2.20 
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.=ca Leo 
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FIGURE 31F-7-4 

3107F.2.5.6 

0 	20 	40 	60 	80 	 120 	1 0 	160 
1000 x KY/D EI.rt  

FIGURE 31F-7-4—INFLUENCE OF PILE/SOIL STIFFNESS 
RATIO ON PLASTIC HINGE LENGTH 

(after Fig. 5.30 of (7.1]) 

The stiffness parameter (x-axis) is: 

	

[D 
K136 	 (7-7) 

WHERE: 
El, = the effective stiffness 

• 
K = the subgrade modulus 
D = pile diameter 

D* = reference diameter of 6 ft 
If site specific soil information is not available then the values 

for K in Table 31F-7-4 may be used. 

TABLE 31F-7-4 
SUBGRADE MODULUS K 

SOIL. TYPE 

AVG 
UNDRAINED 

SHEAR 
STRENGTH 

llis0 

SUBGRADE 
MODULUS K 

flb/In3] 

Soft Clay 	 • 250-500 30 	• 
Medium Clay 500-1000. 100 

Stiff Clay 1000-2000 500 

Very Stiff Clay 	 ' 2000-4000 1000 

Hard Clay 4000-8000 2000 
Loose Sand (above WT/submerged) — 25/20 
Medium Sand (above WT/submerged) — 	• 90/60 
Dense Sand (above WT1subnzerged) — 275/125 

3107F.2.5.4 Plastic Rotation. The plastic rotation, OA can be de-
termined from Equation 7-8, by using moment-curvature analysis 
and applicable strain limitations, as shown in Figure 31F-7-5. 

The plastic rotation is: 

Bp = 	= 	(g)„ - 	 (7-8) 

WHERE: 
LP  = plastic hinge length 

p = plastic curvature 
= maximum curvature 

y = yield curvature 

JANUARY at 9005 RI IPPI FMRIT 

FIGURE 31F-7-5—MOMENT CURVATURE ANALYSIS 

WHERE: 

	

e„„ 	= max limiting compression strain for the prescribed per- 
formance level (Table 31F-7-5) 

	

ca 	= neutral-axis depth, at ultimate strength of section 
The yield curvature, 4 is the curvature at the intersection of the 

secant stiffness, EIS, through first yield and the nominal strength, 
(e, = 0.004) 

= EIS 
	 (7-10) 

3107F.2.5.5 Ultimate Concrete and Steel Flexural Strains. 
Strain values computed in the nonlinear pushover analysis shall 
be compared to the following limits for flexure: 

3107F.2.5.5.1 Unconfined concrete piles: An unconfined con-
crete pile is defined as a pile having no confinement steel or one in 
which the spacing of the confinement steel exceeds 12 inches. 

Ultimate concrete compressive strain: 

ecu = 0.005 

3107F.2.5.5.2 Confined concrete piles: 
Ultimate concrete compressive strain [7.11: 

= 0.004 + (1.4Afyi, ssm)/f 	0.005 

0.035 

WHERE: 

Ps = 
.6h = 
esm = 

3107F.2.5.6 Component Acceptance/Damage Criteria. The 

1 _984.65 

whichever comes first. 

Secant stiffness 
/'through first yield 

MY First yield or 
ec= 0.002, whichever 

. comes first 

-r 

m 	Cu 
(7-9) 

effective volume ratio of confining steel 
yield stress of confining steel 
strain at peak stress of confining reinforcement, 0.15 for 
grade 40, 0.12 for grade 60 and 0.10 for A82 grade 70 
plain spiral 
confined strength of concrete approximated by 1.5 f 

The maximum curvature, q)„, shall be determined by the con- c 
crete or steel strain limit state at the prescribed performance level, 

A 

A 

C 
A 

Nominal strength taken 	 A 
at EC  = 0.00.4 

A 

C 
C 

C 

C 

C 

C 

C 

C 

C 
A 

A 

C 
C 

(1)y 	 Plastic Curvature 	43m A 

A 

C 

C 
C  

Alternatively, the maximum curvature, On, may be calculated l8 
as: 	 A 

A 

C 

C 

C 

C 
A 

A 

C 

C 

C 
C 
C 

C 

C 

A 

C 
C 
C 

C 

A 

A 
• (7-11) AC 

C
A 

A 

A 
(7-12) 

cA
C 

A 

C 

C 

A 

A 

A 

A 

A 
C 

fcc = A 

A 

nzaximum allowable concrete strains may not exceed the ultimate A 
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L 	values defined in Section 3107E2.5.5. The following limiting wil- 

L A 
L c 

A ues (Table 31F-7-5) apply for each performance level for both ex- 
L c isting and new structures. The "Level 1 or 2" refer to the seismic 

L 
c perfonzfance criteria (see Section 3104E2.1). 
A 

L C 
• A 	For all nonseismic loading combinations, concrete components 
L A L C  shall be designed in accordance with the ACI requirements [7.51. 
L C 
L A 	Note that for existing facilities, the pile/deck hinge may be con-

C 
L A trolled by the capacity of dowel reinforcement in accordance with 
L C 
L A Section 317E2.7. 
L C 

L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 

L 

A 

A 3107F.2.5.7 Shear Capacity (Strength). Shear strength shall be 
A based on nominal material strengths, and reduction factors ac-c 
A cording to AC1-318 [7.5j. 
A 
C 	To account for material strength uncertainties, maximum shear 

demanc4V„,„x,p,,,I, established from nonlinear pushover analyses 
eA shall be multiplied by 1.4 (Section 8.16.4:4.2 of ATC-32 [7.6]): 

Cy 	 Vdesign = 1.4Vnictx,push • 	 (7-13) 
C 
A 
C 
A 
c 	0.35 
A 
C 
A 
C 

A • 	0.3  
C • 
A 

C 

C 
C • 	0.25 
A 

C 

C 

A 	0.2 
C 
A a.  

A 
C 

A 

A Y • . 
C 	0.15 

C 
A 
C 
A • 

A 	0.1 

A • 0.083 
A 

A 	
pg 

A • 	042 
A 

C 

C 

C 

C 

C 
C 

C 

C 

C 

C 

A • MCCS = Maximum Concrete Compression Strain, ec  
C 
A MRSTS = Maximtun Reinforcing Steel Tension Strain, 

MPSTS = Maximum Prestressing Steel Tension Strain, §, 

C 

C 

C 

C 
C 

COMPONENT STRAIN LEVEL 1 LEVEL 2 

MCCS 
Pile/deck hinge 

4.. .5 0.005 e. 5. 0.025 

MCCS 
In-ground hinge 

r, 5 0.005 ri. 5 0.008 

MRSTS e,. 5. 0.01 es  .5 0.05 	• 	• 
MPSTS 

hi-ground hinge 
§, .5 0.005 

(incremental) - 
• el, .5 0.04 
(total strain) 

TABLE 31F-7-5 
LIMITS OF STRAIN 

A 

0 

0 2 4 6 8 

2001 CALIFORNIA BUILDING CODE 

WHERE: 
k = factor dependent on the curvature ductility 

= *-,within the plastic hinge region, from Figure 

31F-7-6. For regions greater than 2Pp  (see eqn. 7-18) 
from the plastic hinge location, the strength can be 
based on ito 1.0 (see Ferrittb et. al. [7.2]). 

f 	= concrete compressive strength 
Ae  = 0.8Ag  is the effective shear area 

If the factors defined in Section 31 F-7.2.1.1 are used, the above 
uncertainty factors need not he applied. 

As an alternative, the method of Kowalski and Priestley 17.71 
may be used. This is based on a three-parameter model with sepa-
rate contributions to shear strength from concrete (V,), transverse 
reinforcement (V5), and axial load (Vp) to obtain nominal shear 
strength (V,1): • 

V„ = V, + V, + Vp 	 (7-15) 
A shear strength reduction factor of 0.85 shall be applied to the 

nominal strength, V,„ to determine the design shear strength. 
Therefore: 

If moment curvature analysis that takes into account strain-
hardening, an uncertainty factor of 1.25 may be used: 

Vdesign = 1-25Vmax,push 	 (7-14) 

The equations to determine Tic, Vs  and Vp  are: 

J>, = k 	 (7-17) 

Vdesign 0.85 V, (7-16) 

A 

C 

C 

C 

A 

C 

C 

A 

C 

C 

A 

C 

C 

C 

C 

C 

C 
L A  

C 
A L 

AL 
  

 
C L 

C 
A I. 

L 
A 

L
I_ 

C  
A 

L
I, 

C  
A L 

L C  
A 

L
L 

C  
A 

L
I. 

C  
A L 
C L 
A L 
C L 
A L 
C L 
A L 
C L 
A L , • 

A L 
L C  " ) 

A L 
C L 

CA L L 
A L 
C L 

L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 
L 

10 	12 14 16 18 20 

1.2 

1.0 

3.0 

.5 

3.5 

:-^ 
• to 

-54 

6 

C L 

C L ' 	' 
A 

L
L 

C  
A L 
C L 
A L 
C L 
A L 

A 
C 

L
L 

C L, 
AL. 
C L 
A L 
C L 
A L 
C L 

C 
A L 

L 
A L 
C L 
A L 
C L 
A L 
L: L 
A 	L • 
C L 
A L 
C L 

C 
A L 

L 
A L 
C L 
A L 

A 
C 

L
L 

C L 
A L 
C L 
A 

L
L 

C  
A 

L
L 

C  
A L 
C L 
A L 
C L 
A L 
C L 
A L 
C L 
A L 
C L 

• 

. 

1 	i 	- 	 . 
k 	Si units / US units 	• 

. Curvature Biaxial Ductility Uniaxial Ductility 
• Ductility Assessment 'Design Assessment Design 

Factor 

- - 	• 

1 0.29 / 3.5 0.25 / 3.0 0.29 / 3.5 0.25 / 3.0 

3 0.29 / 3.5 0.25 / 3.0 

5 0.1 /1.2 0.083 / 1.0 

7 0.1 /1.2 0.083 / 1.0 - "" 
• 
• 

• • 

• 
l

ik 

	• 

•...._... 

13 0.05 / 0.6 0.042 / 0.5 

15 0.05 / 0.6 0.042 / 0.5 

I. 	 I 

• 

• 

.. 

. 

Vc  -= kVf .  A e  

Uniaxial 

Bi.xial-  ‘ 
, 
. 	„ - - - - Des'gn 

Assessment 

Curvature Ductility Factor 

FIGURE 31F-7-6---CONCRETE SHEAR MECHANISM 
(from Fig. 3.30 of [7.2]) 
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V = (1)(N,,± Fr ) tan rh 

N,± F, Compression force 
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FIGURE 31F-7-8—AXIAL FORCE SHEAR MECHANISM 
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FIGURE 31F-7-7 
TABLE 31F-7-6 

Circular spirals or hoops [7.2] : 

p  — c — c„)cot(9) 	
(7-18) 

WHERE: 

Asp  = spiral or hoop cross section area 

fyh = yield strength of transverse or hoop reinforcement 

Dp = pile diameter or gross depth (in case of a rectangular 
pile with spiral confinement) 	. 

c = depth from extreme compression fiber to neutral axis 
(N.A.) at flextiral strength (see Fig. 31F-7-7) 

co = concrete cover to center of hoop or spiral (see Fig. 
31F-7.-7) 

8 	angle of critical crack to thepile axis (see Fig. 31F-7-7) 
taken as 30° for existing structures, and 35 ° for new de-
sign 

s = spacing of hoops or spiral along the pile axis 

Vs  

Dp. 

FIGURE 31F-7-7—TRANSVERSE SHEAR MECHANISM 

Rectangular hoops or spirals [7.21: 

v4 	 S 

A i fyipp  — c — co) cot(B) 
	

(7-19) 

WHERE: 

Al, 

	

	= total area of transverse reinforcement, parallel to direc- 
tion of applied shear cut by an inclined shear crack 

Shear strength from axial mechanism, Vp  (see Fig. 31F-7-8): 

Vp  = 0(N„ + F p)tan a 	(7-20) 

WHERE: 
= external axial compression on pile including seismic 

load. Compression is taken as positive; tension as nega-
tive 

Fp  = prestress compressive force in pile 

a • = angle between line joining centers of flexural compres-
sion in the deck/pile and in-ground hinges, and the pile 
axis 

= 1.0 for existing structures, and 0.85 for new design 
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Deck 

3107F.2.6 Steel Piles. 

3107F.2.6.1 General. The capacity of steel piles is based on al-
lowable strains corresponding to the desired performance criteria 
and design earthquake. 

3107F.2.6.2 Stability. Section 3102E2.5.2 applies to steel piles. 

3107F.2.6.3 Plastic Hinge Length. The plastic hinge length de-
pends on the section shape and the slope of the moment diagram in 
the vicinity of the plastic hinge.. . 

For plastic hinges forming in steel piles at the decklpile inter-
face and where the hinge forms in the steel section rather than in a 
special connection detail (such as a reinforced concrete dowel 
connection), allowance should be made for strain penetration into 
the pile cap. This increase may be taken as 0.25Dp, whereDp  is the 
pile diameter or pile depth in the direction of the applied shear 
force. .  

3107F.2.6.4 Ultimate Flexural Strain Capacity. The following 
limiting value applies: 

Strain at extreme-fiber, so  5 0.035 

3107F.2.6.5 Component Acceptance/Damage Criteria. The 
maximum allowable strain may not exceed the ultimate value de-
fined in Section 3107F.2.6.4. Table 31F-7-6 provides limiting 
strain values for each performance level, for both new and exist-
ing structures. 

Steel components for all nonseismic loading combinations shall 
be designed in accordance with AISC-LRFD [7.8]. 

TABLE 31F-7-6 
STRUCTURAL STEEL STRAIN LIMITS, EL, 

COMPONENTS LEVEL 1 LEVEL 2 

Concrete Filled Pipe 0.008 0.030 
Hollow Pipe. 0.008 0.025 
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Level 1 or 2 refer to the seismic performance trite la (Section 3104E2.1) 	A 
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= (D p + h d)2  

rr 
(7-24) 
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. 	c 3107F.2.6.6 Shear Capacity (Strength). The procedures of Sec- . 	
Lion J 1 07 E2.5 . 7 to establish Vd„hm  are applicable to steel piles 
(Equations 7-13 and 7-14). If the factors defined in Section 

• A  3107E2.1.1 are used, the knowledge factor need not be applied. A 

The shear capacity shall be established from the AISC-LRFD 
[7.8f. For concrete filled pipe, equation 7-15 may be used to de-
termine shear capacity; however; Vshell must be substituted for V,. 
It thus becomes: 

V fi„,ll  = (g112)t 4„101 (Dp  - c - c„) cot 0 (7-21) 
WHERE: 

t'= shell thickness 
fi;shell = • yield strength of steel shell 

co 	= outside of steel pipe to center of hoop or spiral 

(All other terms are as listed far equation 7-18). 

3107F.2.7 Pile/Deck Connection Strength. 

3107F.2.7.1 Joint Shear Capacity. The joint shear capacity shall 
be computed in accordance with ACI 318 [7.5]. For existing 
MOTs, the method [7.1, 7.2] given below may be used: • 

1. Determine the nominal shear stress in the joint region corre-
sponding to the pile plastic moment capacity. ' 

1); 
	0.9 /1/4, 

1dv D1, 
WHERE: 

v • = Nominal shear stress 
Mp 	= Overstrength moment of the plastic hinge (the maximum 

possible moment in the pile) as determined from a push-
over analysis at displacements corresponding to the 
damage control limit state (1.25 NA when established 
from moment curvature and 1.3 and 1.1 over-strength 
factors are applied to f ic  and fry, respectively, 1.4 other-
wise.) 

= Vertical development length, see Figure 31F-7-9 	• 
Dp  = Diameter of pile 

   

hd 

  

   

FIGURE 31F-7-9-DEVELOPMENT LENGTH 

	

A c 	2. Determine the nominal principal tension pt, stress in the 
A 
C joint region: 
C 
A 

	

13̀  = 2 
fa 

+ 	(L
c 

	a) -1- v2  2 	 (7-23) 
A 

A C WHERE: 
C 

A 
C 
e is the average compressive stress at the joint center caused by the 
eA pile axial compressive force N and hd is the deck depth. Note, if the 
A pile is subjected to axial tension under seismic load, the value ofN, 
A and fa  will be negative. 
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If p, > 5.0 ,,j,! psi, joint failure will occur at a lower moment 
than the column plastic moment capacity M. In this case, the 
maximum moment that can he developed at the pile/deck interface 
will be limited by the joint principal tension stress capacity, which 
will continue to degrade as the joint rotation increases, as shown 
in Figure 31F-7-10. The moment capacity of the connection at 
which joint failure initiates can be established from equations 
7-26 and 7-27. 

FIGURE 31F-7-10-DEGRADATION OF EFFECTIVE 
PRINCIPAL TENSION STRENGTH WITH JOINT SHEAR 

• STRAIN (rotation) f7.1, pg. 5641 

For pt  = 
stress, 

vi  = 1131 (Pt -  fa) 	 (7-25) 
3. The moment capacity of the connection can be approximated 

as: 

• .90 	j 	 P  
• Me  = 	 id,,D2

P 
 5_ M 	(7-26) 

ThiS will result in a reduced strength and effective stiffness for 
the pile in a pushover analysis. The maximum displacement ca-
pacity of the pile should be based on a drift angle of 0.04 radians. 

If no mechanisms are available to provide residual strength, the 
moment capacity will decrease to zero as the joint shear strain in-
creases to 0.04 radians, as shown in Figure 31F-7-11. 
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FIGURE 31F-7-11-REDUCED PILE MOMENT CAPACITY 	A 
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If deck stirrups are present within hdlg of the face of the pile, the e 
moment capacity, Mc,„ at the nzaxinutm plastic rotation of 0.04 ra- A L 
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dians may be increased from zero to the following (see Figure 
31F-7-12): 

Mer  = 2A,J;(h d  — dc.) + N( ,712- — dc) 	(7-27) 

A5 	= Area of slab stirrups on one side of joint 

hd = See Figure 31F-7-9 (deck thickness) 

4 	= Depth from edge of concrete to center of main reinforce- 
ment 

In addition, the bottom deck steel (A5, deckbottom) area within 
hd12 of the face of the pile shall satisfy: 

deckbottom •• 0.5  • A,, 
	 (7-28) 

M, • 

Mrc 

0.0007 

	

	 0.04 
Rotation (radians) 

FIGURE 31F-7-12---JOINT ROTATION 

4. Using the same initial stiffness as in Section 3107E2.5.4, the 
moment-curvature relationship established for the pile top can 
now be adjusted to account for the joint degradation. 

• The adjusted yield curvature, C„ can be found from: 

. 	= 
Y 	Mil 

	 (7-29) 

Mn is defined in Figure 31F-7-5. 

The plastic curvature, Op corresponding to a joint rotation of 
0.04 can be calculated as: 

p 
 O

L
.O4 

	

p 
	 (7-30) 

Where Lp is given by equation 7-5. 

The adjusted ultimate curvature, 0;„ can now be calculated as: 

= 	± 
OyAdc,r 	

(7-31) 

Note that Mc., r  = 0 unless deck stirrups are present as discussed 
above. Examples of adjusted moment curvature relationships are 
shown in Figure 31F-7-13. 
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FIGURE 31F-7-13--EQUIVALENT PILE CURVATURE 

3107F.2.7.2 Development Length. The development length, ldc, 
is: 

Idc 

	0.025 • d,, • Le  
(7-32) 

WHERE: 

db = dowel bar diameter 

• fye  = expected yield strength of dowel 

fc 	= compressive strength of concrete 

In assessing existing details, actual or estimated values for fye  
and f' rather than nominal strength should be used in accor-
dance with Section 3107E2.1.1. 

When the development length is less than that calculated by the 
equation 7-32, the moment capacity shall be calculated using a 
proportionately reduced yield strength, fye,r, for the vertical pile 
reinforcement: 

fye,r 	J  fye 
Ida 

Id 	 (7-33) 

WHERE: 
Id = actual development length 

fye = expected yield strength of dowel 

3107F.2.8 Batter Piles. 

3107F.2.8.1 Existing Ordinary Batter Piles. Wharves or piers 
with ordinary (not. fused, plugged or having a seismic release 
Mechanism) batter piles typically have a very stiff response when 
subjected to lateral loads in the direction of the batten The struc-
ture often maintains most of its initial stiffness all the way to fail-
ure of the first row of batterpiles. Since batter piles most likely will 
fail under a Level 2 seismic event, the following method may be 
used to evaluate the post failure behavior of the wharf or pier: 

I. Identify the failure mechanism of the batter pile-deck con-
nection (refer to Section 3104E4.7) for typical failure scenarios) 
and the corresponding lateral displacement. 

2: Release the lateral load between the batter pile and the deck 
when the lateral failure displacement is reached. 
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3. Push on the structure until subsequent failure(s) have been 
identified. 

As an example, following these steps will result in a force:dis-
placement (pushover) curve similar to the one shown in Figure 
31F-7-14 for a wharf supported by one row of batter piles. 

Displacement 

FIGURE 31F-7-14—PUSHOVER CURVE FOR ORDINARY 
BATTER PILES 

A 
C 	When the row of batter piles fail in tension or shear, stored ener-
A 

A 
C gy will be released. The structure will therefore experience a later-
c al displacement demand following the nonductile pile failures. If 
e the structure can respond to this displacement demand without ex- 

ceeding other structural limitations, it may be assumed that the 
C structure is stable and will start to respond to further shaking with 

a much longer period and corresponding lower seismic demands. 
Ac  The wharf structure may therefore be able to sustain larger seis 
A mic demands following the loss of the batter piles than before the 

c •
loss of pile capacity, because of a much softer seismic response. 

n
The area under the pushover curve before the batter pile fail-

C ures is compared to the equivalent area under the post failure 
A c pushover curve (refer to Figure 31F-7-14). If no other structural 
C limitations are reached with the new displacement demand, it is 

assumed that the structure is capable of absorbing the energy. It 
should be noted that even though the shear failure is nonductile, it 

A is expected that energy will be absorbed and the damping will in-
A crease during the damage of the piles. The above method is, there-
A fore, considered conservative. 
A 
C 	Following the shear failure of a batter pile row, the period of the 
C structure increases such that equal displacement can be assumed 
e when estimating the post-failure displacement demand. The new 
C period may be estimated from the initial stiffness of the post-fail- 

ure system as shown in Figure 31F-7-14. A new displacement de-
A mand can then be calculated in accordance with Section 3104F2. 
A 

A 3107F.2.8.2 Non-ordinary Batter Piles. For the case of a 
A plugged batter pile system, an appropriate displacement force 
k relationship considering plug friction may be used in modeling the 

structural system. 	 • 
C 

For fused and seismic release mechanism batter pile systems, a 
eA nonlinear modeling procedure shall be used and peer reviewed 
A (Section 3101E6.1). 
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3107F.2.9 Concrete Pile Caps with Concrete Deck. 

3107F.2.9.1 General. The moment-curvature and moment-rota-
tion relationships shall be computed for pile caps using the meth-
odology previously described. When the deck and the pile cap 
behave monolithically, an appropriate width of the deck may be 
included as part of the pile cap cross-section as per ACI-318 [7.51. 

3107F.2.9.2 Plastic Hinge Length. The plastic hinge length Lp, 
for existing pile caps may be taken as: 

• 
	 Lp = 0.54 

	
(7-34) 

where DD  is the pile cap depth. 

3107F.2.9.3 Ultimate Concrete and Steel Flexural Strains. The 
ultimate strain limits defined in Section 3107E2.5.5 shall also ap-
ply to pile caps and deck. 

All concrete shall be treated as unconfined concrete unless it 
can be demonstrated that adequate confinement steel is present. 

3107F.2.9.4 ComponentAcceptancelDamage Criteria. For new 
pile caps and deck, Level 1 seismic performance shall utilize the 
design methods in ACI-318 [7.5J; Level 2 seismic performance 
shall be limited to the following strains: 

Decklpile cap: 

Reinforcing steel tension strain: 

3107F.2.9.5 Shear Capacity (Strength). Shear capacity shall be 
based on nominal material strengths; reduction factors shall be in 
accordance with ACI 318 [7.5]. 

3107F.2.10 Concrete Detailing. For new MOTs, the required de-
velopment splice length, cover and detailing shall conform to ACI 
318 [7.5], with the following exceptions: 

1. For pilekleck dowels, the development length may be calcu-
lated in accordance with Section 3107E2.7.2. 

2. The minimum concrete cover for prestressed concrete piles 
shall be three inches, unless corrosion inhibitors are used, in 
which case a cover of two-and-one-half inches is acceptable. 

3. The minimum concrete cover for wharf beams andslabs, and 
all concrete placed against soil shall be three inches, except for 
headed reinforcing bars (pile dowels or shear stirrups) the cover 
may be reduced to two-and-one-half inch cover at the top surface 
only. If corrosion inhibitors are used, a cover of two-and-one-half 
inches is acceptable. 

3107F.3 Timber Piles and Deck Components. 

3107F.3.1 Component Strength. The following parameters shall 
be established in order to assess component strength: 

New and existing components: 

1. Modulus of rupture 

2. Modulus of elasticity 

3. Type and grade of timber 

Existing components only: 

1. Original cross-section shape and physical dimensions 
2. Location and dimension of braced frames 

formation 
3. Current physical condition of members including visible de-  

C L 
A L 
C L 

4. Degradation may include environmental effects (e.g., decay, 	E 
splitting, fire damage, biological and chemical attack) including 
its effect on the moment of inertia, I 	 A L 
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C 

0.005 	 A 

es  5. 0.01 	 A 

For existing pile caps and deck, the limiting strain values are 
A 

defined in Table 31F-7-5. 	 c. 
A 

Concrete components for all nonseismic loading combinations 
shall be designed in accordance with ACI 318 [7.5]. 
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C 
C 



.The values shown in the ANSI/AF&PA NDS [7.9] are not devel-
oped specifically for MOTs and can be used as default properties 
only if as-built information is not available, the menzber is not 
damaged and testing is not performed. To account for the inherent 
uncertainty in establishing component capacities for existing 
structures with limited knowledge about the actual material prop-
erties, a reduction (knowledge) factor of k = 0.75 shall be included 
in the component strength and deformation capaCity analyses in 
accordance with Section 3107E2.1.2. 

The modulus of elasticity shall be based on tests or theANSII 
AF&PA NDS [7.9]. Alternatively the values shown in Table 
31F-7-7 may be used for typical timber piles: 

• TABLE 31F-7-7 
MODULUS OF ELASTICITY (E) FOR .  TYPICAL TIMBER PILES 

• SPECIES E (psi) 
Pacific Coast Douglas Fir 1,500,000 

Red Oak 1,250,000 

Red Pine 7,280,000 

Southern Pine 1,500,000 
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c 	5. Loading and displacement effects (e.g., overload, damage 
A 
c from earthquakes, crushing and twisting). 
A 

A 	Section 3104F.2.2 discusses existing material properties. At a 
A • minimum, the type and grade of wood shall be established. The 
cA.  published stress values in the ANSIIAF&PA NDS [7.9] may be 
Ac used as default values and shall be multiplied by a factor of 2.8 to 

convert from allowable stress levels to yield or ultimate values for 
A seismic loading. 
C 
a 	For deck components, the allowable stresses shall be limited to 
Ac  the values published in the ANSIIAF&PA NDS [7.9] increased by 
A a factor of 2.0. Piling deformation limits shall be calculated based 
A on the strain limits in accordance with Section 3107E3.3.3. 
C 
C 
A 

C 
A 

A 

C 

A 

A 

C 
C 
A 

C 
C 
C 

C 

A 

C 

C 

A 

C 

A 

C 

C 

C 
C 
c 3107F.3.2 Deformation Capacity of Flexural Member's. The 
A c displacement demand and capacity of existing timber structures 
A c may be established per Section 3104E2. 
A 

A 	The soil spring requirements for the lateral pile analysis shall 
A • be in accordance with Section 3106K 
A • A linear curvature distribution may be assumed along the fill 
A 
C length of a timber pile. 
A 

A 	The displacement capacity of a timber pile can then be estab-
A lished per. Section 3107F.3.3.2. 
A 

3107F.3.3 Timber Piles. 
A 
C  3107F.3.3.1 Stability. Section 3107E2.5.2 shall apply to timber- A 

AC piles. 
A 
C 3107F.3.3.2 Displacement Capacity. A distinction shall be made 

A
between a pier-type pile, with a long unsupported length and a 

C wharf-landside-type pile with a short unsupported length between 
A c the deck and soil. The effective length, L, is the distance between 
A c the pinned decklpile connection and in-ground fixity as shown in 
C Figure 31F-7-15. For pier-type (long unsupported length) verti-
a cal piles, two simplified procedures to determine fixity or dis-
cA placement capacity are described in MIL-HDBK-102516 [7.10] 
A or the Navy Design Manual 7.02 [7.11], respectively. 
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Pinned Pile-Deck Connection 

L  
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j- Assumed In-Ground Fixity 

FIGURE 31F-7-15—ASSUMED IN-GROUND FIXITY 

In order to determine fixity in soft soils, another alternative is to 
use Table 31F-7-8. 

The displacement capacity, 4 for a pile pinned at the top, with 
effective length, L, and moment, M, using Table 31F-7-8 or MIL-
HDBK-102516 [7.10] is: 

A  ML2  
3E1 
	 (7-35) 

WHERE: 
E = Modulus of elasticity 
I = Moment of inertia 

Assuming linear curvature distribution along. the pile, the al-
lowable curvature, clh, can be established from: 

O a Cu 
	 (7-36) 

WHERE: 
ea = allowable strain limit according to Section 3107E3.3.3 
c„ = distance to neutral axis which can be taken as 412, 

where Dp  is the diameter of the pile 
The curvature is defined as: 

= EI 
The maximum allowable moment therefore becomes: 

2E,, , 
M --= 

Dp  

The displacement capacity is therefore given by: 

2e,L2  
A= 

3Dp  

TABLE 31F-7- 8 
DISTANCE BELOW GROUND TO POINT OF FIXITY 

• 
PILE El, SOFT CLAYS 

LOOSE GRANULAR & 
MEDIUM CLAYS 

< 10 1°  lb in2  10 feet 8 feet 

> 1010  lb in2  12 feet 10 feet 

3107F.3.3.3 Component A cceptancelDamage Criteria. The fol-
lowing limiting strain values apply for each seismic performance A 

level for existing structures: 	 A 
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TABLE 31F-7- 9 
LIMITING STRAIN VALUES FOR TIMBER 

EARTHQUAKE LEVEL MAX. TIMBER STRAIN 

Level 1 0.004 
Level 2 0.008 

Alternatively, ANSIIAF&PA NDS [7.9] may be used. 
Timber components for all nonseismic loading combinations 

shall be designed in accordance with ANSIIAF&PA NDS [7.9]. 

310,7F.3.3.4 Shear Capacity. To account for material strength 
uncertainties, the maximum shear demand, V„,,,x,„,h, established 
from the single pile lateral analysis shall be multiplied by 1.2: 

Vdesign = 1.21(max,pitsh 	(7-40) 
The maximum shear stress 	in a circular pile can then be 

determined: 

WHERE: 
r = radius of pile 

For the seismic load combinations, the maximum allowable 
shear stress, rca acity, is the design shear strength, r design, from - p 
the ANSIIAF&PA NDS [7.9] multiplied by a factor of 2.8. 	• 

r capacity = 18i-design 	(7-42) 
The shear capacity must be greater than the maximum demand., 

3107F.4 Mooring and Berthing Components. Mooring compo-
nents include hilts; bollards, cleats, . pelican hooks, capstans, 
mooring dolphins and quick release hooks. 

Berthing components include fender piles and fenders, which 
may be camels, fender panels, or wales. • 	 • 

Applicable safety factors to be applied to the demand are pro-
vided in Section 3103E10. 

3107F.4.1 Component Strength. The following parameters shall 
be established in order to calculate component strength: 

New and existing components: ' 
1. Yield and tensile strength of structural steel 

2. Structural steel modulus of elasticity 
3. Yield and tensile strength of bolts 

4. Concrete infill compressive strength 
5. Concrete infill modulus of elasticity 

Additional parameters for existing components: 
1. Condition of steel including corrosion 
2. Effective cross-sectional areas 
3. Condition of embedment material such as concrete slab or 

timber deck 

3107F.4.2 Mooring and Berthing Component Demand. The 
maximum mooring line forces (demand) shall be established per 
Section 3105E Multiple lines may be attached • to the mooring 

component at varying horizontal and vertical angles. Mooring 
components shall therefore be checked for all the mooring analy-
sis load cases. The maximum demand on breasting dolphins and 
fender piles shall be established according to Sections 3103F.6 
and 3105E 

3107F.4.3 Capacity ofMooring and Berthing Components. The 
structural and connection capacity ofnworing components bolted  

to the deck shall he established in accordance with AISC [7.8], 
ACI-318 [7.5], ANSIIAF&PA NDS [7.9] as appropriate. The 
mooring component capacity may be governed by the strength of 
the deck lila ferial. Therefore, a check of the deck capacity to with-
stand mooring component loads shall be performed. 

3107F.5 Symbols. • 
A, = Effective shear area 
Ag  = Untracked, gross section area 
A h 	= Total area of transverse reinforcement, parallel to di-

rection of applied shear cut by an inclined shear.  
crack 

A, = Area of reinforcing steel 
Asp  = Spiral or hoop cross section area 

c = Depth from extreme compressionfiber to neutral axis 
at flexural strength 

c, = Outside of steel pipe to center of hoop or spiral or 
concrete cover to center of hoop or spiral 

= Value of neutralaxis depth at ultimate strength of sec-
tion 

D = Pile diameter • 
D'" = Reference diameter of 6 ft 
4 = Dowel bar diameter 
de  = Depth from edge of concrete to center of reinforce-

ment 
dbi = Diameter of the longitudinal reinforcement 
DD  = Depth of pile cap 

• Dp  = Pile diameter or gross depth (in case of a rectangular 
pile with spiral confinement) 

= Eccentricity of axial load 
= Allowable strain limit 
= Max extreme fiber compression strain 
= Ultimate concrete compressive strain 
= Strain at peak stress of confining reinforcement 
= Ultimate steel strain 
= Modulus of elasticity 
= Concrete compression strength 

= 	Confined strength of concrete 
= Prestress compression force in pile 
= Yield strength of prestress strands 
= Yield strength of steel 
= Design yield strength of longitudinal or dowel rein-

forcement (ksi) 
fjtt = Yield stress of confining Steel 
fyh = yield strength of transverse or hoop reinforcement 

fy,sbeit = Yield strength of steel shell 
r  = Reduced dowel yield strength 
h = Width of pile in considered direction 

hd = Deck depth 
H = Distance from ground to pile point of contraflexure 
Ic  = Moment of inertia of untracked section 

= Effective moment of inertia 
Ig  = Gross moment of inertia 
K = Subgrade modulus 
k = Factor dependent on the curvature ductility 1111 = 

043., within the plastic hinge region 
k = Knowledge factor 
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A 	
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A 	0111 = 
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C. 	= 
A 

0; = A 

A 	Tntax = 

A. 	Tic  = 

Yj = 
C 	• 

Vdesign = 
A 
C Vmax,pitsn =  

The distance from the critical section of the plastic 
hinge to the point of contraflexure 

Plastic hinge length 
'Viburnum development length 
Existing development length 

Vertical development length 
Moment capacity of the connection 
Moment capacity at plastic rotation 
Moment at secant stiffness 
Moment as determined from a pushover analysis at 
displacements corresponding to the damage control 
limit state 
Moment at first yield 
Pile axial compressive force 
External. axial compression on pile including load 
due to earthquake action 
Effective volume ratio of confining steel 

Nominal principal tension 
Radius of circular pile 
Spacing of hoops or spiral ,along the pile axis 

Shell thickness 
Displacement 	. 
1.0 for existing strictures, and 0.85 for new design 
Angle of critical crack to the pile axis (taken as 30° 
for existing structures, and 35° for new. design) 
Plastic rotation 
Angle between line joining centers of flexural com- 
pression in the decklpile and in-ground hinges, and 
the pile axis 
Allowable curvature 
Maximum curvature 
Plastic curvature 
Ultimate curvature 

Adjusted ultimate curvature 
Yield curvature 

Adjusted yield curvature 

Maximum shear stress 
Concrete shear strength 
Joint shear stress 
Design shear strength 
Maximum shear demand  

Vr  = Nominal shear strength 

Vr  = Transverse reinforcement shear capacity (strength) 
Vskell = Shear capacity for steel pipe 
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Division 8 

SECTION 3108F- FIRE PREVENTION, DETECTION 
AND SUPPRESSION 

3108F.1 General. This section provides Illilli11111171standards for 
fire prevention, detection and suppression at MOTs. See Section 
3101E3 for definitions of "new" (N) and "existing" (E). 

3108F.2 Hazard Assessment and Risk Analysis. 

3108F.2.1 Fire Hazard Assessment and Risk Analysis (N1E). A 
fire hazard assessment and risk analysis shall be performed, con-
side'ring the loss of commercial powei; earthquake and other rele-
vant events. 

3108F.2.2 Fire Plan (N7E). A site-specific Fire Plan shall be pre-
pared by a registered engineer or a competent fire protection pro-
fessional. The plan shall consider the hazards and risks identified 
per Section 3108E2.1 and shall include, but not be limited to, the 
elements of pre-fire planning as discussed in Section 9 of [8.1] and 
Chapter 3 of [8.2]. The Fire Plan shall include goals, resources, 
organization, strategy and tactics, including the following: 

1. MOTcharacteristics (e.g., tankerlmamfold, product pipe-
lines, etc.) 

2. Product types and fire scenarios 

3. Possible collateral fire damage to adjacent facilities 

4. Fire-fighting capabilities, including availability of water 
(flow rates and pressure), foam type and associated Shelf life, pro-
portioning equipment, and vehicular access [8.1, 8.3J 

5. The selection of appropriate extinguishing agents [8.1, 8.2] 

6. Calculation of water and foam capacities, as applicable, 
consistent with area coverage requirements [8.1] 

7. Coordination of emergency efforts 

8. Emergency escape routes [8.2, 8.3] 

9. Requirements for fire drills, training ofwharfpersonnel, and 
the use of nonfixed equipment 

10. Life safety 

11. Rescue for terminal and vessel personnel [8.1] 

12. Cooling water for pipelines and valves exposed to the heat 

13. Contingency planning when supplemental fire support is 
not available. Mutual aid agreements can apply to water and land 
based support 

14. Consideration of adverse conditions, such as electrical 
power failure, steam failure, fire pump failure, an earthquake or 
other damage to the fire water system. 

The audit team shall review and field verify the fire-fighting 
equipment locations and condition and may check its operability. 

3108F.2.3 Cargo Liquid and Fire Hazard Classifications (N/E). 
The cargo liquid hazard classes are defined in Table 31F-8-1, as 
either High (11c) or Low (Lc), depending on the flash point. 

Fire hazard classifications (Low, Medium or High) are defined 
in Table 3IF-8-2, and are based on the cargo liquid hazard class 
and the sum of all stored and flowing volumes, prior to the Emer-
gency Shut Down System (ESD) stopping the flow of oil. 

The stored volume is the sum of the He and Lc liquid hazard 
class piping volumes (Vsy and VSL), if the piping is not stripped. 

1-294.74 

During a pipeline leak, a quantity of oil is assumed to spill at the 
maximum cargo flow rate until the ESD is fully effective. The ESD 
valve closure is required to be completed in 60 seconds if installed 
prior to November 1, 1980 or in 30 seconds if installed after that 
date (2 CCR 2380 (h) (3))[8.31. The flowing volume is the sum of 
the Hc and Lc liquid hazard class volumes (VFll and VFL), and 
shall be calculated as follows: 

VF = Qc x dtx (1/3,600) 	, 	(8-1) 

WHERE: 
VF = Flowing Volume (VFH or VFL, ) [bblJ 

Qc = Cargo Transfer Rate [bbl/hr] 
At = ESD time, 30 or 60 seconds 

3108F.3 Fire Prevention. 

3108F.3.1 Ignition Source Control. 

3108F.3.1.1 Protection from ignition by static electricity, light-
ning or stray currents shall be in accordance with API RP 2003 
[8.5](N/E). 

3108F.3.1.2 Requirements to prevent electrical arcing shall be in 
conformity with 2 CCR 2341 [8.3] (N1E). 

3108F.3.I.3 Multiberth terminal piers shall be constructed so as 
to provide a minimum of 100 ft between adjacent manifolds (N). 

3108F.3.2 Emergency Shutdown Systems. An essential measure 
offire prevention is communications in conjunction with the emer-
gency shutdown. The ESD and isolation system shall conform to 2 
CCR 2380 (h) [8.3] and 33 CFR 154.550 [8.6]. An ESD system 
shall include or provide: 

1. AnESD valve, ideated near the dock manifold connection or 
loading arm (N/E). 

2. ESD valves, with "Local" and "Remote" actuation capabil-
ities (N). 

3. Remote actuation stations strategically located, so that ESD 
valve(s) may be shut within required times (N). 

4. Multiple actuation stations installed at strategic locations, 
so that one such station is located more than 100 feet from areas 
classified as Class], Group D, Division 1 or 2 [8.7]. Actuation sta-
tions shall be wired in parallel to achieve redundancy and ar-
ranged so that fire damage to one station will not disable the ESD 
system (N). 	. 

5. Communications or control circuits to synchronize simulta-
neous closure of the Shore Isolation Valves (S1Vs) with the shut 
down of loading pumps (N). 

6. A manual reset to restore the ESD system to an operational 
state after each initiation (N). 	 • 

7. An alarm to indicate failure of the printery power source 
(N). 

8. A secondary (emergency) power source (N). 

9. Periodic testing of the system (N). 

10. Fire proofing of motors and control-cables that are 
installed in areas classified  as Class I, Group D, Division 1 or 2 
[8.7]. Fire proofing shall, at a minimum, comply with the recom-
mendations of API Publication 2218 (see Section 6 of [8.81) (N). 
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TABLE 31F-8-1 
3108P6.1 

TABLE 31F-8-1 
CARGO LIQUID HAZARD CLASS 

CLASS CRITERION REFERENCE EXAMPLES 

Low 
(4) 

Flash Point 
-2: 140 'F.* 

!SCOTT (Chapter 15, 18.41) —Nonvolatile #6 Ileavv Fuel Oil, residuals, bunker 

High 
(Hr) 

Flash Point 
< 140 °F 

ISGOTT (Chapter 15, 18.41) —Volatile Gasoline, J P4, crude oils 

TABLE 31F-8-2 
FIRE HAZARD CLASSIFICATIONS 

CLASS 	. 

STORED VOLUME (bbl) FLOWING VOLUME (bbl) 

CRITERIA (bbls)* Stripped VSL 	• VSH VFL VFH  

LOW y a n y y VFL ...? VFH, and VT 51200 

LOW n y n - y n 	. V.v. + VFL 5 1200 

MEDIUM a a y n y VsH + VFH .5.  1200 

MEDIUM  y n n y Y VFH > VFL, and VT 51200 

HIGH • n n y 	. . 	a  y Vsy + Vni >1200 

HIGH y a • a . 	y y VT > 1200 

HIGH n y y y Y VT > 1200 

• HIGH a y n y n Vsi, + VFL > 1200 

HIGH a a y a Y Vsli + .VFn > 1200 

Y = yes 
n = no 
Stripped = product purged from pipeline following product transfer.  event. 
VsL, E stored volume of low-hazard class product 
VsH m stored volume of high-hazard clasi product 

VFL = volume of low-hazard class product flowing through transfer line during 30 - 60 secs. ESD. 
VFH = volume of high-hazard class product flowing through transfer line during 30 - 60 secs. ESD. 
VT = VSL + Vsy  + VFL + .VFH = Total Volume (stored and flowing) 
* Quantities are based on maximum flow rate, including simultaneous transfers. 
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3108F.33 Shore Isolation Valves (SIV).ShoreIsolationValve(s) 
shall: 

1. Be located onshore for each cargo pipeline. All SIVs shall be 
clustered together, for easy access (N). 

2. Be clearly identified together with associated pipeline 
(NIE). 

3. Have adequate lighting (NIE). 

4. Be provided with communications or control circuits to syn-
chronize simultaneous closure of the ESD system with the shut 
down of loading pumps (N). 

5. Have a manual reset to restore the SIV system to an opera-
cA tional state after each shut down event (N). 

• A 
6. Be provided with thermal expansion relief to accommodate 

A 
C expansion ofthe liquid when closed. Thermal relief piping shall be 
c properly sized and routed around the SIT; into the downstream 
eA  segment of the pipeline or into other containment (NIE). 
A 

SIVs installed in pipelines carrying hazard class, HC liquids, or 
C at a MOT with a risk classification "Medium". or "High" (see 

n
Table 31F-4-1), shall be equipped with "Local" and. "Remote" 

C actuation capabilities. Local control SIVs may be motorized 
and/or operated manually (N). 

A 
• 

3108F.4 Fire Detection. An MOT shall have a permanently 
A installed automated fire detection or sensing system (N). 
A 
C 3108F.5 FireAlarms. Automatic and manual fire alarms shall be 
A c provided at strategic locations.The fire alarm system shall be ar-
Ac  ranged to provide a visual and audible alarm that can be readily 

JANUARY 31, 2005 SUPPLEMENT 

discerned by all personnel at the MOT Additionally, visual and 
audible alarms shall be displayed at the Facility's Control Center 
(NIE). 

If the fire alarm system is integrated with the ESD system, the 
operation shall be coordinated with the closure of SIVs, block 
valves and pumps to avoid adverse hydraulic conditions (NIE). 

3108F.6 Fire Suppression. Table 3 IF-8-3 gives the minimum 
provisions for fire-water flow rates and fire extinguishers. The 
table includes consideration of the fire hazard classification (Low, 
Medium or High), the cargo liquid hazard class (Low or High) and 
the vessel or barge size. The minimum provisions may have to be 
augmented for multi-berth terminals or those conducting simulta-
neous transfers, in accordance with the risks identified in the Fire 
Plan. 

3108F.6.1 Coverage (NIE). The fire suppression system shall 
provide coverage for: 

1. Marine structures including the pier/wharf and approach 
trestle • 

2. Terminal cargo manifold 

3. Cargo transfer system including loading arms, hoses and 
hose racks 

4. Vessel manifold 

5. Sumps 

6. Pipelines 

7. Control Stations 
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TABLE 31F-8-3 
MINIMUM FIRE SUPPRESSION PROVISIONS (N/E) 

FIRE HAZARD CLASSIFICATION 
(From Table 31F-8-2) 

VESSEL AND CARGO LIQUID HAZARD CLASS 
(From Table 31F-8-1) MINIMUM PROVISIONS 

LOW Barge with Lc (including drums) 500 gpm of water 
2 x 20 lb portable dry chemical and 2 x 110 lb wheeled 
dry chemical evtinguishers or the equivalent. 

LOW Barge with tic (including drums) 
Tankers < 50 KDWT, handling Lc or Hc 

1,500 gpm of water 
2 x 20 lb portable dry chemical and 2 x 165 lb wheeled 
dry chemical extinguishers or the equivalent 

MEDIUM Tankers < 50 KDWT handling Lc 1,500 gpm of water 
2 x 20 lb portable dry chemical and 2 x 165 lb wheeled 
dry chethical extinguishers or the equivalent. 

. 	MEDIUM Tankers < 50 KDWT, handling Hc 2,000 gpm of water 
4 x 20 lb portable dry chemical and 2 x 165 lb wheeled 
dry chemical extinguishers or the equivalent. 

HIGH Tankers < 50 KDWT, handling Lc or Hc 

• 

3,000 gpm of water 
4 x 20 lb portable dry chemical and 2 x 165 lb wheeled 
dry chemical extinguishers or the equivalent. 	• 

LOW, MEDIUM, HIGH Tankers > 50 KDWT, handling Lc or Hc 3,000 gpm of water 
6 x 20 lb portable dry chemical and 4 x 110 lb wheeled 
dry chemical extinguishers or the equivalent. 

Notes: Lc and Hc are defined in Table 31F-8-1. KDWT = Dead Weight Tons (Thousands) 
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C 

C 

C 

C 
C  • 3108F.6.2 Fire Hydrants. Hydrants shall be located not greater A 

A C than 300 ft apart, along the wharf and approach trestle [Section 

A 
C 4.2.3 ofAPI 2001 [8.1] . Additional hose connections shall be pro- 
f vided at the base of fixed monitors and upstream of the water and 
A 
C foam isolation valves. Connections shall be accessible to fire 
A 
c trucks or mutual aid equipment as identified in the Fire Plan (N). 
A 

A • Hydrants and hoses shall be capable of applying two indepen- 
• dent water streams covering the cargo manifold, transfer system, 
A 
C sumps and vessel manifold (NIE). 
A 	 • 

• 
eA 3108F.6.3 Fire Water. The source of fire water should be reliable 
A and provide sufficient capacity as determined in the fire plan. 
A • 1. All wet systems shall be kept pressurized (jockey pump or 

A • 	3. Fire pumps shall be installed at a distance of at least 100 ft 
AC  from the nearest cargo manifold area (N). 
A • 	4. Hose connections for fireboats or tugboats shall be provided 
A on the MOT fire water line. Connections shall be installed at a safe 
A access distance from the high-risk areas such as sump, manifold 
A and loading arms (NIE). 
A 
C 3108F.6.4 Foam Supply (NIE).Productflammability, foam type; 
A c water flow rates and application duration shall be considered in 
A 
c foam supply calculations. 
A 
• Fixed foam proportioning. equipment shall be located at a dis- A 
C tance of at least 100 ft from the high-risk areas such as sump, man- 
A c ifold and loading arms, except where hydraulic limits of the foam 
A 
C delivery system require closer proximity. 
A 

A • 	MOTs shall have a program to ensure that foam is replaced ac- 
c A cording to the manufacturer's recommendations. 
C 
eA  3108F.6.5 Fire Monitor Systems. Fire monitors shall be located 
eA to provide coverage of MOT cargo manifolds, loading arms, 
A hoses, and vessel manifold areas. This coverage shall provide at 
A least two independent streams of water/foam. Monitors shall be 
C 
A located to provide an unobstructed path between the monitor and 
A the target area (NIE). 
A 	If the vessel manifold is nzore than 30 ft above the wharf deck, 
eA the following factors shall be considered, in order to determine if 
A nzonitors located on elevated masts or towers are required (NIE):  

1. Maximum tanker freeboard 
2. Tidal variations 
3. Piedwharfl loading platform elevation 
4. Winds 
5. Fire water line pressure 
Sprinklers and/or remotely controlled waterlfoam monitors 

shall be installed to protect personnel, escape routes, shelter loca-
tions and the fire water system (N). 

Isolation valves shall be installed in the fire water and the foam 
lines in order to segregate damagedsections without disabling the 
entire system. Readily accessible isolation valves shall be 
installed 100 - 150 ft from the manifold and the loading armIliose 
area (N). 
3108F.6.6 Supplemental Fire Suppression Systems (E). A sup-
plemental system is an external waterborne or land-based source 
providing suppressant and equipment. Supplemental systems may 
not provide more than one-quarter of the total water requirements 
specified in the Fire Plan. 

Additionally, supplementary systems shall not be considered in 
a Fire Plan, unless available within 20 minutes following the initi-
ation of a fire alarm. Mutual aid may be considered as part of the 
supplemental system. 

3108F.7 References. 
[8.1] American Petroleum Institute, 1998, API Recommended 

Practice 2001 (API RP 2001), "Fire Protection in Refin-
eries," 76  ed., Washington, D.C. 

[8.2] Oil Companies International Marine Forum (OCIMF), 
1987, "Guide on Marine Terminal Fire Protection and 
Emergency Evacuation," 1st ed,Witherby, London. 

[8.3] 2 CCR 2300-2407 (Title 2, California Code of Regula-
tions, Sections 2300-2407). 

[8.4] International Chamber of Shipping (ICS), Oil Compa-
nies International Marine Forum (OCIMF), Internation-
al Association of Ports and Harbors (IAPH), 1996, 
"Intprnatinnal Salpty Guido for nil Yonkers and Termi-

nals (ISGOTT), ,,  4th ea.,Witherby, London. 
[8.5] American Petroleum Institute, 1998, API Recommended 

Practice 2003 (API RP 2003), "Protection Against Igni-
tions Arising Out of Static, Lightning, and Stray Cur-
rents," 6111  ed., Washington, D.C. 
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e other means) (NIE). 	 . 
A 
C 	2. Wet system headers shall be equipped with a low-pressure 
A 

A 
c alarm wired to the control room (N). 
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[8.61 33 CFR 154.550 (Title 33, Code of Federal Regulations, 
,Section 154.550). 

[8.71 National Fire Protection Association, 2002, NFP4 70, 
"National Electric Code," Quincy, MA. 

[8.8/ American Petroleum Institute, 1999, API Publication  

2218. "Fireproofing Practices in Petroleum and Petro- 
chemical Processing Plants," 2"d ed.. Washington, D.C. 

c 
Authority: Sections 8755 and 8757, Public Resources Code. 	c 
Reference: Sections 8750, 8751. 8755 and 8757. Public 	

. 
Re- 

sources Code. 	 c 
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SECTION 3109F- PIPING AND PIPELINES 

3109F.1 General. This section provides Millthill111 engineering 
standards for piping, pipelines, valves, supports and related ap-
purtenances at MOTs. This section applies to piping and pipelines 
used for transferring: 

1. Oil (see Section 3101E1) to or from tank vessels or barges 

2. Oil within the MOT 

3, Vapors, including Volatile Organic Compounds (VOCs) 

4.. Meiling or enriching gases to vapor control systems 

Additionally, it also applies to piping or pipelines providing ser-
vices, which includes stripping, sampling, venting, vapor control 
and fire water 

See Section 3101E3 for definitions of "new" (N) and "exist-.  
ing" (E). 

3109F.2 Oil Piping and Pipeline Systems. All pressure piping 
and pipelines for oil service shall conform to the provisions of API 
Standard 2610 [9.1], ASME B31.3 [9.2] or B31.4 [9.3] as ap-
propriate, including .the following: 

1. All piping/pipelines shall be documented on current P&ID's 
(NIE). 

2. Piping and pipeline systems shall be installed above deck 
(N). 

3. The systems shall be arranged in a way not to obstruct ac-. 
cess to and removal of other piping components and equipment 
(N). 

4. Flexibility shall be achieved through adequate expansion 
loops or joints (NIE). 

5. A guide or lateral restraint shall be provided just past the el-
bow where a pipe changes direction in order to minimize excessive 
axial stress (N). 

6. Piping shall be routed to allow for movement due to thermal 
eA expansion and seismic displacement, without exceeding the al-
A lowable stresses in the supports, and anchor connections (seeSec- 
C tion 3109E3) (NIE). • 
A • 7. Plastic piping shall not be used unleSs designated for oil ser- 
f vice (NIE). 
A 

A • 	8. If a flanged connection exists within 20 pipe diameters front 
A c the end of any replaced section, the pipe shall be replaced up to 
A C and including the flange. 

• 
A • 	9. Pipelines shall be seamless, electric-resistance-welded or 
A • electric-fusion-welded (N). 
A • 10. Piping greater than 2 inches in diameter shall be butt-
cA  welded. Piping 2 inches and smaller shall be socket welded or 
eA threaded. 
A 

A • 11. Pipeline connections directly over the water shall be 
C welded (N). Flanged connections not over water shall have secon-

A dary containment (N). 

A 	12. Pipelines that do not have a valid and certified Static Liq- c 
A 	" Pressure Test (arr) tr9.41 shall be marked "OUT OF SEA' - 
Ac  VICE". Out-of-service piping and pipelines shall be purged, 
A C  gas-freed and physically isolated from sources of oil. 
A 	13. If a pipeline is "out-of-service" for 3 or more years, it will 
A require Division approval prior to re-use. 
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3109F.3 Pipeline Stress Analysis (NIE). Pipeline stres.s. analysis 
shall be per Poned for: 

I. Nei' piping and pipelines 
2. Significant rerouting' relocation of existing piping 	A 

A 
3. Any replacement of "not in-kind" piping 	 c 

A 

4. Any significant rearrangement or replacement of "not in- 
kind" anchors and/or supports 	 A L 

5. Significant seismic displacements calculated from the struc- 
tural assessment 	I. 

C 

Piping stress analysis shall be performed in accordance with e E 
ASME B31.4 [9.3], considering all relevant loads and corm- c  E 
sponding displacements determined from the structural analysis 
described in Section 3104R 	 C 

A 
L
I. 

• A L Flexibility analysis for piping, considering supports, shall be c L 
performed in accordance with ASME B31.4 [9.3] by using the e L 

. largest temperature. differential imposed by normal operation, e E 
start-up, shutdown or abnormal conditions. Thermal loads shall c  E 
be based upon maximum and minimum local temperatures; heat lck E 
traced piping shall use the maximum attainable temperature of the c h 
heat tracing system. 	L 

C  

To determine forces at sliding surfaces, the coefficients of static. e E 
friction shown in Table 31F-9-1 shall be used. 	LL 

C  
A 

TABLE 3109F-9-1 
COEFFICIENTS OF STATIC FRICTION • 

SLIDING SURFACE MATERIALS COEFFICIENT OF STATIC FRICTION 

Teflon on Teflon 0.10 
Plastic on Steel 0.35 
Steel on Steel 0.40 
Steel on Concrete 0.45 
Steel on Timber 	• 0.49 

A L 
C L 
• A 	L 

3109F.4 AnchorsandSupports.Anchorsandsupports shallcon- C  L  L 

form to ASME B31.3 [9.2] , ASME B31.4 [9.3] , API Standard 2610 A E 
[9.1] and the ASCE Guidelines [9.5] (N). 	L 

A  

A seismic assessment shall be performed for existing anchors A  E 
and supports using recommendations in Section 7 of Ca/ARP 	L 

C  [9.6] or Chapter 11 of FEMA 356 [9.71, as appropriate (E). 	A L 

3109F.5 Appurtenances. 

3109F.5.1 Valves and Fittings. Valves and fittings shall meet the 
following requirements: 

1. Conform to ASME B 31.4 [9.3], API Standard 609 [9.8] and 
ASME B16.34 [9.9], as appropriate, based on their service (N). 

2. Conform to Section 8 of [9.11 (NIE). 
3. Stems shall be oriented in a way not to pose a hazard in op-

eration or maintenance (NIE). 
4. Nonductile iron, cast iron, and low-melting temperature 

metals shall not be used in any hydrocarbon service, fire water or 
foam service (NIE). 

5. Double-block and bleed valves shall be used for manifold 
vcr 	/AT/ A'1 

6. Isolation valves shall be fire-safe, in accordance with API 
Standard 607 [9.10] (N). 

7. Swing check valves shall not be installed it: vertical down-
flow piping (NIE). 
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L • 

	

1. 	c  A 	9. Pressure relief devices shall he sized in accordance with API L 

	

1, 	A RP 520 [9.11] (N). Set pressures and accumulating pressures shall 
L ,(.\. be in accordance with /9.111 (N). 
L C 
L 10. Discharge front pressure relief valves shall be directed into 

• A L 	lower pressure piping for recycling or proper disposal. Discharge 
C' 

L A shall never be directed into the open environment, unless secon- 
• L 

C 

C 
L A drily containment is provided (N1E). 

E.:̀ 	11: Threaded, socket-welded, flanked and welded fittings shall 
e conform to Section 8 of [9.1] (N/E). 
A 

3109F.5.2 Valve Actuators (N/E). 
C 
e 	1. Actuators shall have a readily accessible, manually oper-
e ated overriding device to operate the valve during a power loss. 
A 
C 	L. Torque switches shall be set to stop the motor closing opera- 
A 
C lion at a specified torque setting. 
A 

3. Limit switches shall be set to stop the motor opening opera- 
tion at a specified limit switch setting. 

• 
A • 	4. Critical valves shall be provided with thermal insulation. 
A The insulation shall be inspected and maintained al periodic in-
A • tervals. Records of thermal insulation inspections and condition 
A • shall be maintained for at least 6 years. 

e 	5. Electrical insulation for critical valves shall be measured 
e for resistance following installation and retested periodically. 
eA These records shall be maintained for at least 6 years. 
A 

3109F.6 Utility and Auxiliary Piping Systems. Utility arid auxil-
A 

iary piping includes service for: 

A • 	I. Stripping and sampling 
A 
C 	2. Vapor control 
A 

3. Fire water and foam 
A • 	4. Natural gas 
A 
C 	5. Compressed air, venting and nitrogen 
A 

Stripping and sampling piping shall conform to Section 
3109E2 (N1E). 

cA • Vapor return lines and VOC vapor inerting and enriching (natu-
A ral gas) piping shall conform to 33 CFR 154.808 [9.12] and API 
A RP 1124 [9.13] (N). 
A • Firewater and foam piping and fittings shall meet the following 
e requirements: 
A 
C 	I. Conform to ASME B 16.5 [9.14] 
A 

A • 	2. Fire mains shall be carbon steel pipe (NIE) 
A c 	3. High density polyethylene (HDPE) piping may be used for 
eA  buried pipelines (iV1E) 
A 

4. Piping shall be color-coded (NIE) 

A 	Compressed air, venting and nitrogen piping and fittings shall 
A conform to ASME B31.3 [9.2] (N). 

CHAP. 31F, DIV. 9 
3109F.5.1 

3109F.7 

3109F.7 References. 
19.11 American Petroleum Institute (API). 1994, API Stan-

dard 2610. "Design, Construction, Operation, Mainte-
nance. and Inspection of Terminal and Tank Facilities," 
ANSPAPI STD 2610-1994, 1st ed, Washington, D.C. 

[9.2/ American Society of Mechanical Engineers (ASME), 
• 1998, ASME B31.3, "Process Piping," New York. 

[9.3J American Society of Mechanical Engineers (ASME), 
1998, ASME 1331.4, "Pipeline Transportation Systems 
For Liquid Hydrocarbons And Other Liquids," New 
York. 

[9.4] 2 CCR 2550 - 2556, 2560 - 2571 (Title 2, California 
Code .of Regulations (CCR), Sections 2550-2556, 
2560-2571). 

[9.5] American Society of Civil Engineers, 1997, "Guidelines 
for Seismic Evaluation and Design of Petrochemical 
Facilities," New York. 

[9.6] CaIARP Program Seismic Guidance Committee, 1998, 
"Guidance for California Accidental Release Preven-
tion (CaIARP) Program Seismic Assessments", Sacra-
mento, CA. 

[9.7] Federal Emergency Management Agency, Nov. 2000, 
FEMA 356, "Prestandard and Commentary for theSeis-
mic Rehabilitation of Buildings", Washington, D.C. 

[9.8] American Petroleum Institute (API), 1997, API Stan-
dard 609, "Butterfly Valves: Double Flanged, Lug- and 
Wafer-Type, 5th e a Washington, D.C. 

[9.9] American Society of Mechanical Engineers (ASME), 
1996, ASME BI6.34, "Valves Flanged Threaded And 
Welding End," New York. 	 • 

[9.10] American Petroleum Institute (API), 1996, API Stan-
dard 607, "Fire Test for Soft-Seated Quarter-Turn 
Valves," 4th ed., 1993 (reaffirmed 411996), Washington, 
D.C. 

[9.11] American Petroleum Institute (API), 2000, API RP 520, 
"Sizing, Selection, and Installation of Pressure-reliev-
ing Devices in Refineries, Part I —Sizing and Selection, 
7th ed., and Part II —Installation, 2003, 5th ed., Wash-
ington, D.C. 

[9.12] 33 CFR 154.808 — Vapor Control Systems, General 
(Title 33, Code of Federal Regulations (CFR), Section 
154.808). 

[9.13] American Petroleum Institute (API), 1991, Recom-
mendedPractice 1124 (API RP 1124), "Ship, Barge, and 
Terminal Hydrocarbon Vapor Collection Manifolds," 
1st ed., Washington, D.C. 

[9.14] American Society of Mechanical Engineers (ASME), 
1996, ASME B16.5," Pipe Flanges and Flanged Fit-
tings," New York. 

Authority: Sections 8755 and 8757, Public Resources Code. 
Reference: Sections 8750, 8751, 8755 and 8757, Public Re-
sources Code. 

8. 	Pressure relief devices shall be used in any closed piping sys- 
c A tem that has the passibility of being over pressurized due to tem- 

perature increase (thermal relief valves) or surging (NIE). 
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Division 10 

SECTION 3110E- MECHANICAL AND ELECTRICAL 
EQUIPMENT 

3110E1 General. This section provides the minimum standards 
for mechanical and electrical equipment at MOTs. 

See Section 3101E3 for definitions of "new" .  (N) and "exist-
ing" (E). 

3110F.2 Marine Loading Arms. 

3110F.2.1 General Criteria. Marine loading arms and ancillary 
systems shall conform to 2 CCR 2380 (b)110.1]; 33 CFR 154.510 
[10.2] and the "Design and Construction Specification for Ma-
rine Loading Arms," [10.3]. 

The following shall be considered when determining the load-
ing arm maximum allowable extension limits: 

1. Vessel sizes and manifold locations 

2. Lowest-low water level (Datum) 

3. Highest-high water level 

4. Maximum vessel surge and sway 

5. Maximum width of fendering system 

n
3110F.2.2 Electrical and Hydraulic Power Systems. 

3110F.2.2.1 Pressure and Control ,ystems (N). 
A 
C 	1. Pressure gauges shall be mounted in accordance withASME 

A 

A 
C B40.100-1998 [10.4]. 

AC 	2. The hydraulic drive cylinders shall be mounted and meet ei- 
• ther the mounting requirements of ANSII(NFPA) T3.6.7 R2-1996 

[10.5] or equivalent. 
C 

3. In high velocity current (> 1.5 knots) areas, all'new marine 
A loading arms shall be fitted with quick disconnect couplers and 
A emergency quick release systems in conformance with Section 6.0 
A and 7.0 of [10.3J. In complying with this requirement, attention 
A • shall be paid to the commentary and guidelines in Para.!" of refer-
Ac ence [10.3]. 

4. Out-of-limit, balance and the approach of out-of-limit 
alarms shall be located at or near the loading arm console. 

A 

AC  3110F.2.2.2 Electrical Components 00. The following criteria 
shall be implemented: 

C 
eA 	1. Equipment shall be provided with a safety disconnecting de- 
A vice to isolate the entire electrical system from the electrical mains 
A in accordance with Article 430 of the National Electric Code 
A (NEC), [10.6]. 
A 
C 	2. Motor controllers and 3-pole motor overload protection 
A 
c shall be installed and sized in accordance with Article 430, NEC 

[10.6]. 
A 
C 	3. Control circuits shall be limited to 120 volts and shall corn- A 
C ply with Articles 500 and 501 of the NEC [10.6]. Alternatively, in- A 

A 
C trinsically safe wiring and controls may be provided in 
C accordance with Article 504, NEC [10.6] and ANSI/UL Std. No. 
A 

913 [10.7]. 
8 
A 	4. Grounding and bonding shall comply with the requirements 
AC  of Article 430, NEC [10.6] and Section 3111E 

Section 3111F includes requirements for electrical equipment, 
Ac  wiring, cables, controls and electrical auxiliaries located in haz- 
A 	areas. 
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3110F.2.2.3 Remote Operation. The remote control system, 
where provided, shall conform to the recommendations of the 
OC1MF 110.31. The remote operation shall be facilitated by either 
a pendant control .system or by a hand-held radio controller (N). 

The pendant control system shall be equipped with a plug-in ca-
pability to an active connector Located either in the vicinity of the 
loading arms, or at the loading arm outboard end on the triple 
swivel, and hard-wired into the control console. Thedimbilical 
cord running from the triple swivel to the control console shall be 
attached to the loading arm. Other umbilical cords shall have suf-
ficient length to reach the maXimum operational limits (N). 

The radio controller if installed shall comply with 2 CCR 
2370(e) [10.8] and 47 CFR Part 15 [10.9] requirements for trans-
mitters operating in an industrial environment (NIE). 

3110F.3 Oil Transfer Hoses (NIE). Hoses for oil transfer service 
shall be in compliance with 2 CCR 2380 (a) [10.10] and 33 CFR 
154.500 .[10.11]. 

Hoses with diameters of 6 inches or larger shall have flanges 
that meet ANSI B16.5 [10.12]. Hoses with diameters of 4inches or 
less may have quick disconnect fittings provided that they meet 
ASTM F-1122 [10.13], . 

3110F.4 Lifting Equipment: Winches And Cranes: Lifting 
equipment shall conform to 110.14J, [10.15] , [10.16] and [10.17] . 
Electrical equipment shall conform to the provisions of Section 
3111E 

3110F.4.1 Winches. 

1. Winches and ancillary equipment shall be suitable for a ma-
rine environment (N/E). 

2. Winches shall be provided with a fail-safe braking system, 
capable of holding the load under all conditions, including a pow-
er failure (N/E). 

3. Winches shall be fully reversible (N). 

4. Shock, transient, and abnormal loads shall be considered 
when selecting winch systems (N). 

5. Winches shall have limit switches and automatic trip devices 
to prevent over-travel of the drum in either direction. Limit 
switches shall be tested, and demonstrated to function correctly 
under operating conditions without inducing undue tensions or 
slack in the winch cables (N/E). 

6. Under all operating conditions, there shall be at least. two 
full turns of cable on grooved drums, and at least three full turns 
on ungrooved drums (NIE). 

7. Moving winch parts which present caught-in hazards to per-
sonnel shall be guarded (NIE). 

8. Winches shall have clearly identifiable and readily accessi-
ble stop controls (NIE). 

3110F.4.2 Cranes (N/E). 

1. Cranes shall not be loaded in excess of the manufacturer's 
rating except during performance tests. 

2. Drums on load-hoisting equipment shall be equipped with 
positive holding devices. 

3. Under all operating conditions, there shall be at least two 
full turns of cable on grooved drums, and at least three full turns 
on ungrooved drums. 

4. Braking equipment shall be capable of stopping, lowering, 
and holding a load of at least the full test load. 
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5. When not in use, crane booms shall be lowered to ground 
level or secured to a rest support against displacement by wind 
loads or other outside forces. 

6. Safety systems including devices that affect the safe lifting 
and handling, such as interlocks, limit switches, loacilmoment and 
overload indicators with shutdown capability, emergency stop 
switches, radius and locking indicators, shall be provided 
[10.18]. 

3110E5 ,Shore4b-;;VesSelACCeSSfOrPerSOnitel;,'This section ap-
plies to shore-to-vessel means of access for personnel and equip-
ment provided by the terminal. This includes ancillary structures 
and equipment, which support, supplement, deploy and maneuver 
such vessel access systems. 

Shore-to-vessel access for personnel shall conform to 29 CFR 
1915.74 [10.19] ,Sections 19(b) and 21(b) of [10.20] and the fol-
lowing: 

1. Shore-to-vessel access systems shall be designed to with-
stand the forces from dead, live, wind, vibration, impact loads, and 
the appropriate combination of these loads. The design shall con-
sider all the critical positions of the system in the stored, mainte-
nance, maneuvering, and deployed positions, where applicable 
(N). • 

2. The minimum live load shall be 50 psf on walkways and 25 
plf with a 200 pounds minimum concentrated load in any location 
or direction on handrails (N). 

3. The walkway shall be not less than 36 inches in width (N) and 
not less than 20 inches for existing walkways (E). 

4. The shore-to-vessel access system shall be positioned so as 
to not interfere with the safe passage or evacuation of personnel 
(NIE). 

5. Guardrails shall be provided on both sides of the access sys-
tems with a clearance between the inner most surfaces of the guar-
drails of not less than 36 inches and shall be maintained for the full 
length of the walkway (N). 

6. Guardrails shall be at a height not less than 33 inches above 
the walkway surface and shall include an intermediate rail lo-
cated midway between the walkway surface and the top rail (N1E). 

7. The walkway surface, including self-leveling treads, if so 
equipped, shall be finished with a safe nonslip footing accommo-
dating all operating gangway inclinations [10.21] (NIE). • 

8. Under no circumstances shall the operating inclination of 
the walkway exceed 60 degrees from the horizontal or the maxi-
mum angle recommended by the manufacturer, whichever is less 
(N1E). 

9. The undersides of aluminum gangways shall be protected 
With hard plastic or wooden strips to prevent being dragged or 
rubbed across any steel deck or component (NIE). 

3110F.6 Sumps, Discharge 'Containment and Ancillary Equip-
ment. Sumps, discharge containment and ancillary equipment 
shall conform to 2 CCR 2380(f) [10.22], 33 CFR 154.530 [10.23] 
and the following: 

I. Sumps for oil drainage shall be equipped with pressure/vac-
uum vents, automatic draining pumps and shall be tightly covered 
(NIE). 

2. Sumps which provide drainage for more than one berth 
should be equipped with liquid seals so that a fire on one berth 
does not spread via the sump (NIE). 

3. Sumps shall be located at least 25 ft. from the manifolds, 
base of the loading arms or hose towers (N). 

4. Conduct periodic integrity testing of the sump containers 
and periodic integrity and leak testing of the related valves and 
pip ing. 

3110F.7 Vapor Control Systems. Vapor control systems shall 
conform to 33 CFR 154.800 through 154.850 [ 10.241 and API 
Standard 2610 [10.25]. The effects ofseismic, wind, dead, live and 
other loads shall be considered in the analysis and design of indi-
vidual tie-downs of components, such as of steel skirts, vessels, 
controls and detonation arresters. The analysis and design shall 
include the load transfer to supporting deck/pile structures or 
foundation elements. 

3110F.8 EquipmentAnchors and Supports. For new (N) electri-
cal and mechanical equipment, the seismic lateral loads (de-
mand) shall be calculated using the methods of Section 6.2 of 
FEMA 368 [10.26]. The design for load transfer to the wharf deck 
shall use the same procedures as for mooring and berthing compo- 
nents (see Section 3107E4.3). 	• 

For existing (E) equipment, the seismic assessment shall be per-
formed in accordance with CaIARP [10.27]; FEMA 356 [10.28] 
or ASCE Guidelines [10.29]. 

3110F.9 References..  
[10.1] 2 CCR 2380(6), Title 2, California Code of Regula-

tions, Section 2380(b), Loading Arms. 
[10.2] 33 CFR 154.510, Title 33 Code of Federal Regulations 

Section 154.510. 	• 	• 
[10.3] Oil Companies International Marine Forum 

(OCIMF), 1999, "Design and Construction Specifica-
tion for Marine Loading Arms," 3rd ed.,  yr uherby, 
London. 

[10.4] American Society of Mechanical Engineers (ASME), 
2000, ASME B40.100-1998, "Pressure Gauges and 
Gauge Attachments," New York. 

[10.5] National Fluid Power Association (NFPA), 1996, 
ANSII(NFPA) T3.6.7 R2-1996, "Fluid Power Systems 
and Products —Square Head Industrial Cylinders —
Mounting Dimensions," Milwaukee, WI. 

[10.6] National Fire Protection Association, 2002, NFPA 70, 
"National Electric Code," Quincy, MA. 

[10.7] Underwriters Laboratory, Inc., 1997, "Intrinsically 
Safe Apparatus and Associated Apparatus for Use in 
Class I, 11, III, Division 1, Hazardous (Classified) 
Locations," ANSI/UL Standard No. 913, 5th ed., 
Northbrook, IL. 

[10.8] 2 CCR2370(e), Title 2 California Code of Regulations, 
Section 2370(e). 

[10.9] 47 CFR Part 15 Private Land Mobile Radio Services, 
Title 47 Code of Federal Regulations (CFR). 

[10.10] 2 CCR 2380(a), Title 2, California Code of Regula-
tions, Section 2380(a). 

[10.11] 33 CFR 154.500 Hose Assemblies, Title 33 Code of 
Federal Regulations Section 155.500. 

[10.12] American Society of Mechanical Engineers, 1996, 
ASMEIANSI B16.5, "Pipe Flanges and Flanged Fit-
tings," New York. 

[10.13] American Society for Testing and Materials, 2001, 
ASTM F-1122-87 (1998), "Standard Specification for 
Quick Disconnect Couplings," West Conshohocken, 
PA. 

[10.14] 29 CFR 1918, Subpart F Title 29 Code of Federal Reg-
ulations Section 1918, Subpart F 
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110.151 American Society of Mechanical Engineers, 1996,. 
ASME 1330.4 - 1996, "Portal Tower and Pedestal 
Cranes," New York. 

110.16/ American Society of Mechanical Engineers, 2002, 
ASME 1330.7 - 2001, "Base Mounted Drum Hoists," 
New York. 

[10.17] American Society of Mechanical Engineers, 1999, 
ASME HST-4, "Performance Standard for Overhead 
Electric Wire-Rope Hoists," New York. 

[10.181 29 CFR 1917.46, Title 29 Code of Federal Regulations 
Section 1917.46 Load Indicating Devices. 

[10.19] 29 CFR 1015.74, Title 29 Code of Federal Regulations 
Section 1015.74, Access to Vessels. • 

[10.20] US Army Corps of Engineers, 1996, "Safety and 
Health Requirements Manual, Sections 19(b) and 
21(b)," EM 385-1-1, Washington, D.C. 	. 

[10.21] 29 CFR 1918.22, Title 29 Code of Federal Regulations 
Section 1918.22. 

[10.22] 2 CCR 2380 (f, Title 2, California Code of Regale-
tions, Section 2380 (f, Small Discharge Containment. 

[10.23] 33 CFR 154.530, Title 33, Code of Federal Regula-
tions, Section 154.530 Small Discharge Containment. 

[10.24] 33 CFR 154.800 through 154.850, Title 33 Code offed-
eral Regulations, Sections 154.800 through 154.850. 

[10.251 American Petroleum Institute (API), 1994, API Stan-
dard 2610, "Design. Construction. Operation. Main-
tenance, and Inspection of Terminal and Tank 
Facilities," ANSIIAPI STD 2610-1994, 1st ed., Wash-
ington, D.C. 

[10.261 Federal Emergency Management Agency, 2001, 
FEMA 368, "NEHRP Recommended Provisions for 
Seismic Regulations for New Buildings and Other 
Structures", Part 1—Provisions, Washington D.C. 

[10.271 CaIARP Program Seismic Glidance Cothmittee, 
1998, "Guidance for California Accidental Release 
Prevention (CaIARP) Program Seismic Assessnzents," 
Sacramento, CA. 

. [10.28] Federal Emergency Management Agency, Nov. 2000, 
FEMA 356, "Prestandard and Commentary for the 
Seismic Rehabilitation of Buildings", Washington, 
D.C. 

[10.291 American Society of Civil Engineers, 1997, "Guide-
lines for Seismic Evaluation andDesign ofPeirochem-
ical Facilities," New York, NY: 

Authority: Sections 8755 and 8757, Public Resources Code. 
Reference: Sections 8750, 8751, 8755 and 8757, Public Re-
sources Code. 
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A C SECTION 3111F- ELECTRICAL SYSTEMS 

eA • 311IF.1 General. Tlzis section provides minimum standards for 
A electrical systenzs at marine oil terminals. 
A 
C 	Electrical systems include the incoming electrical service and 
c̀ components, the electrical distribution system, branch circuit 
eA  cables and the connections. Also included are: 	. 
A 
C 	.1. Lighting, for operations, security and navigation 
A 
• C 
A 	2. Controls for mechanical and electrical equipment 
c. 

 
C • 	3. Supervision and instrumentation systems for mechanical 
eA and electrical equipment 

A 

A 
C 	4. Grounding and bonding 

A 	5. Corrosion protection through cathodic protection 

A • 	6• 	. Communications and data handling systems 
A 
C 	7. Fire, detection systems 
A 

A C 	8. Fire alarm systems 

A 	9. Emergency shutdown systems (ESD) 	.• 
A • All electrical systems shall conform to API RP 540 [11.1] and 
Ae  the National Electrical Code (NEC) [11.2]. 
A • See Section 3101E3 for definitions of "new" (N) and "exist- 
A 
C ing".  (E). • 
A 	 • 

A • 3111F.2 Hazardous area designations and plans (NIE). Area 
A • classifications shall be determined in accordance with API .RP 
Ac  500 [11.3], API .RP 540 [11.1] and the NEC, Articles 500, 501, 
A 504, 505, and 515 [12.2]. A marine oil terminal shall have a cur-A 

A C rent set of scaled plan drawings, with clearly designated areas 
C showing the hazard class,.division and group. The plan view shall 
A 
C be supplemented with sections, elevations and details to clearly 
A 
C delineate the area classification at all elevations starting from low 
A 
C water level. The drawings shall be certified by a professional elec-
Ac trical engineer. The plans 'shall be reviewed, and revised when 
Ac  modifications to the structure, product or equipment change haz-
e ardous area identifications or boundaries. 
A 	 • 	• 

C 3111F.3 Identification and Tagging. All electrical equipment, 
A 
C cables and conductors Shall be clearly identified by means of tags, 
A 

A 
C plates, color coding or other effective means to. facilitate trouble- 
c shooting and improve safety, and shall conform to the identified- 
A c tion carried out for the adjacent on-shore facilities (N). Topics for 
A 
C such identification are found in the NEC Articles 110, 200, 210, 
Ac  230, 384, 480, and 504 [11.2]. Existing electrical equipment (E) 
eA shall be tagged. 
A • Where identification is necessary for the proper and safe opera- 
A c tion of the equipment, the marking shall be clearly visible and illu- 
A 
C minated (NIE). A coded identification system shall apply to all 
cA circuits, carrying low or high voltage power, control, supervisory 
eA or communication (N). 
A 

A C 3111F.4 Purged or Pressurized Equipment In Hazardous Loca- 
C A 

lions (NIE). Purged or pressurized enclosures shall be capable of 
C preventing the entry of combustible gases into such spaces, in ac- 
A 

A 
C cordance with NFPA 496 [11.4]. Special emphasis shallbe placed 
C on reliability and ease of operation. The pressurizing equipment 
A 
C shall be electrically monitored and alarms shall be provided to in-
eA dicate failure of the pressurizing or purging systems. 
A 
CA  3111F.5 Electrical Service. Where critical circuits are used for 
A c spill prevention, fire control or life safety, an alternative service 

A 
C derived from a separate source and conduit system, shall be lo- 
c' ccited at a safe distance front the main power service. A sepal-ate 
A 
C feeder from a double-ended substation or other source backed up 

JANUARY 31, 2005 SUPPLEMENT 	• 

by emergency generators will meet this requirement. An uninter-
rupted power service (UPS) shall be provided for control and sit-
pervisoiy circuits associated with ESD systems (N). 

1. Electrical, instrument and control systems used to activiate 
equipment needed to control a fire or mitigate its consequences 
shall be protected from fire and remain operable for 15 minutes in 
a 2000 °F fire, unless designed to fail-safe during fire exposure. 
The temperature around these critical components shall not ex-
ceed 200 °F during 15 minutes of fire exposure (N). 

2. Wiring in fireproofed conduits shall be derated 15 percent to 
account for heat buildup during normal operation. Type MI (min-
eral insulated, metal sheathed [11.2]) cables may be used in lieu of 
fireproofing of wiring (N). 

3. Emergency cables and conductors shall be located where 
they are protected from damage caused by traffic, corrosion or 
other sources (N). • 

4. Allowance shall be made for electrical faults, overvoltages 
and other abnormalities (N). 

Where solid state motor controls are used forstarting and speed 
control, corrective measures shall be incorporated for mitigating 
the possible generation' of harmonic currents that may affect the 
ESD or other critical systems (N). 

3111F.6 Grounding and Bonding (NIE). 
1. All electrical equipment shall be effectively grounded as per 

NEC Article 250 [11.2]. All noncurrent carrying metallic equip-
ment, structures, piping and other elements shall also be effective-
ly grounded. 

2. Grounding shall be considered in any active corrosion 
protection system for on-shore piping, submerged support struc-
tures or other systems. Insulation barriers, including flanges or 
non-conducting hoses shall be used to isolate cathodic protection 
systems from other electricallstatic sources. None of these systems 
shall be compromised by grounding or bonding arrangements that 
may interconnect the corrosion protection systems or interfere 
with them in any way that would reduce their effectiveness. 
. 3. Bonding of vessels to the MOT structure is not permitted (2 
CCR 2341 (f)) [11.5] . 

4. Whenever flanges of pipelines with cathodic protection are 
to be opened for repair or other work, the flanges shall be bonded 
prior to separation. 

5. Direct wiring to ground shall be provided from all towers, 
loading arms or other high structures that are susceptible to light-
ning surges or strikes. 

3111F.7 Equipment Specifications (N). All electrical systems 
and components shall conform to National Electrical Manufac-
turers Association (NEMA) standards or be certified by a Nation-
ally Recognized Testing Laboratory (NRTL). . 

3111F.8 Illumination (NIE). Lighting shall conform to 2 CCR 
2365 [11:6] and 33 CFR 154.570 (d) [11.7]. 

3111F.9 Communications and Control Systems. 

3111F.9.1 Communication Systems (NIE). Communications 
systems shall comply with 2 CCR 2370 [ 11.8] , and conform to Sec-
tion 6 of [11.9]. 

3111F.9.2 Overfill Monitoring and Controls (NIE). Overfill 
protection systems shall conform to Appendix C of API RP 2350 
[11.10]. These systems shall be tested before each transfer opera-
tion or monthly, whichever is less frequent. Where vessel or barge 
overfill sensors and alarms are provided, they shall comply with 
33 CFR 154.812 [11.11]. 
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All sumps shall be provided with level sensing devices to initiate 
an alarm to alert the operator at the approach of a high level con-
dition. A second alarm shall be initiated at a high-high level to 
alert the operator: Unless gravity drainage is provided, sumps 
must have an automatic pump, programmed to start at a pre-deter- 

A 
C mined safe level. 
A 

A • 3111F.10 Corrosion Protection. 
C 
C • 3111F.10.1 CorrosionAssessment (NIE).An assessment shall be 
C performed to determine the existing and potential corrosion. This 
eA assessment should include all steel or metallic components, in-
eA chiding the structure, pipelines, supports or other ancillary equip-
cA merit, with drawings and specifications for corrosion 
A preverztionlprotection. The assessment shall be performed by a li- C 
A 

ceased professional engineer; using the methods and criteria pre- 
A • scribed in [11.12]. 
A 
c 3111F.10.2 Inspection, Testing and Records (N/E). For sacrifi-
c • cial anode systems, periodic underwater inspections shall be per-
e formed and observations recorded. For impressed current 
eA systems, monthly rectifier readings and annual potential readings 
eA of the protected components shall be taken. If potential readings 
eA for steel structures are outside of acceptable limits (between -0.85 
A [11.13] and -1.10 Volts), corrective actions shall be taken. Volt-
A age drops other than across the structure-to-electrolyte boundary 
A • must be considered for valid interpretations of potential measure- 

ment. Consideration is understood to mean the application of 
A c sound engineering practice in determining the significance of 
C voltage drops by methods such as: A 

A • 	1. Measuring or calculating voltage drop(s) 

eA 	2. Reviewing historical performance of the Cathodic Pr otec-
Ac  lion System (CPS) • 

n
3. Evaluating the physical and electrical characteristics of the 

C structure and the environment 
A 	 • 

A
A • 	4. Determining whether or not there is physical evidence of 

corrosion A 
• 

A

A • 	All isolating sections shall be tested immediately after installa-
A • tion or replacement,. and, at a minimum, annually. Test results 
Ac  shall be recorded and documented Electrical tests on insulating 

flanges shall make use of specialized insulator testers. The test in-A 

A C  strument shall make use of RF signals, capacitive measurements 
C or other means to clearly determine whether an insulating flange A 
C is shorted or open circuited without being affected by pipe-to-soil 
A 

A 
C potentials, cathodic protection voltages or whether it is buried or 
C exposed 
A 

A • 	The cathodic protection inspection for buried or submerged 
A pipelines shall conform to API 570 [11.14]. A 

A • 	Insulating and isolating arrangements for protection against 
A • static, stray and impressed currents shall be tested in accordance 

with 2 CCR 2341(d). and 2380 [11.15]. 

eA 3111F.11 References. 
C 
A 

[11.1] American Petroleum Institute, 1999, API Recom- A 
mended Practice 540 (API RP 540), "Electrical Instal- 

la awls in Petroleum Processing Plants," 4th ed., 
Washington, D.C. 

[11.2] National Fire Protection Association, 2002, NFPA 70, 
"National Electric Code (NEC)," Quincy, MA. 

[11.3] American Petroleum Institute, 1997, API Recom-
mended Practice 500 (API RP 500), "Recommended 
Practice for Classification of Locations for Electrical 
Installations at Petroleum Facilities Classified as 
Class 1, Division 1 and Division 2, " 2"ct ed., Washing-
ton, D.C. . 

[11.4] National Fire Protection Association, 1998, NFPA 
496, "Standard for Purged and Pressurized Enclo-
sures for Electrical Equipment," Quincy, MA. 

[11.5] 2 CCR 23410, Title 2, California Code of regulations, 
Section 2341(1). 

[11.6] 2 CCR 2365, Title 2 California Code of Regulations, 
Section 2365. 

[11.7] 33 CFR 154.570(d), Title 33 Code of Federal Regula-
tions Section 154.570(d). 

• [11.8] 2 CCR 2370, Title 2 California Code of Regulations, 
Section 2370. 

[11.9] Oil Companies International Marine Forum 
(OCIMF), 1987, "Guide on Marine Terminal Fire 
Protection and Emergency Evacuation," 1st ed, Wi-
therby, London. 

[11.10] American Petroleum Institute, 1996, API Recom-
mended Practice 2350 (API RP 2350), "Overfill 
Protection for Storage Tanks," 2nd ed, Washington, 
D.C. 

[11.11] 33 CFR 154.812, Title 33, Code of Federal Regula-
tions, Section 154.812 — Facility Requirements for 
Vessel Liquid Overfill Protection. 

[11.12] National Association of Corrosion Engineers (NAGE), 
Standard Recommended Practice, 1994, 
RP0176-1994 "Corrosion Control of Steel Fixed Off-
shore Platforms Associated with Petroleum Produc-
tion," Houston, TX. 

[11.13] Department of Defense, 31 January 1990, Military 
Handbook, "Electrical Engineering Cathodic Protec-
tion," MIL-HDBK-1004110, Washington, D.C. 

[11.14] American Petroleum Institute, 2002, API 570, "Piping 
Inspection Code", 2nd ed., October 1998 (February 
2000 Addendum 1), Washington, D.C. 

[11.15] 2 CCR 2341(d) and 2380, Title 2, California Code of 
Regulations, Sections 2341(d) and 2380. 

Authority: Sections 8755 and 8757, Public Resources Code. 
Reference: Sections 8750, 8751, 8755 and 8757, Public Re-
sources Code. 
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Section 470A.2.3 — In item 7, revise "water closer to "toilet". 

Section 470A.2.6 — In item 4, revise "water closet" to "toilet". 

Section 470A.2.7 — In item 4, revise "water closet" to "toilet". 

Section 470A.2.8 — In item 3, revise "water closets" to "toilets". 

Section 470A.2.9 — In item 1, after the word "inmate" add ";" and 
delete the words "exclusive of circulation corridors of 3 feet (914 
mm) in width in front of cells/rooms;"; and in item 3 revise "water 
closets" to "toilets". 

Section 470A.2.10 — Insert a new paragraph 3 to read "The exer-
cise area must contain or provide free access to a toilet, wash ba-
sin, and drinking fountain as provided in Section 470A.3." 

Section 470A.2.12 — revise the first sentence to read "There must 
be a minimum of one suitably equipped medical examination • 
room in every facility which provides on-site health care." ; add 
items "4. Provide lockable storage for medical supplies." and "5'. 
Any room where medical procedures are provided must be 
equipped with hot and cold running water." 

Section 470A.2.15 — Delete heading and the entire section. 

Section 470A.2.22 — Delete the last sentence. 

Section 470A.2.25 —Revise to read "There must be a minimum of 
one suitably furnished interview room for confidential interviews 
in every facility which provides on-site health care. The interview 
room shall be designed in consultation with responsible custody 
staff and health care staff. Such an interview room shall:" 

Section A3.1 — Revise the title to read "Toilets/urinals."; delete 
the section language and its exception inserting 6 new items and a 
Note. 

Section 470A.3.2 — Revise the first "Wash Basins." To a bold 
title; omit the balance of the language and exception; insert 7 new 
items. 

Section 470A.3.3 —Revise the first sentence to read "... single-oc-
cupancy cell, double occupancy cell, dormitory, temporary hold-
ing cell, temporary staging cell, and sobering cell and be 
accessible to the occupants of dayrooms and exercise areas."; re-
vise item 1 to replace both locations of "water outlet" with "drink-
ing fountain bubbler"; delete item 2; renumber item 3 as item 2. 

Section 470A.3.4 —add "NOTE: Shower areas shall provide mod-
esty for inmates with staff being able to visually supervise.". 

Section 470A.3.5 —In all locations revise "beds/bunks" to "beds". 

Section 470A.3.9 — in the title delete "/shelves/clothes hooks"; 
and delete all but the first sentence. 

Section 470A3.10 — Replace the first sentence with "In temporary 
holding and temporary staging cells, seating must be securely 
fixed to the floor and/or wall." 

9. January 2, 2003 Supplement approved by the California 
Building Standards Commission on January 31, 2001, Filed with 
the Secretary of State on February 2, 2001, published January 1, 
2003, and effective 180 days after publication — July 1, 2003: 

Section 460A.1.7 — In item 3, revise "... a maximum of 144 ..." to 
read "... a minimum of 144 ...". 

Section 460A.1.8 — In item 3, revise "... a maximum of 144 ..." to 
read "... a minimum of 144 ...". 

Section 460A.1.11— Replace item 1. language. 

Section 460A.1.11 —In item 1.1, revise "... one half ..." to read "... 
one quarter ...". 

Section 460A.1.11 — Revise item 1.2 to read "The required recre-
ation area shall contain no single dimension less than 40 feet." 

JANUARY 31, 2005 SUPPLEMENT 

Section 460A.1.12 — Revise to read "Academic Classrooms. 
There shall be dedicated academic classroom space for every ju-
venile in every facility. The primary purpose for the academic 
classroom shall be for education. Each academic classroom shall 
contain ..."; and, add the NOTE words as the last sentence of this 
section. 

Section 460A.1.14 — delete the "and," for the end of item 4; and, 
delete the "." and add "; and," to the end of item 5; and, insert a new 
item "6. Smooth, non porous, washable surfaces." 

Section 460A.2.1— Revise the NOTE of item 3 to read "... provide 
modesty for ...". 

Section 460A.2.3 — insert new items 1. and 2. 

Section 460A.2.5 — Delete the last "." And add new language "... 
measured from any side of the bed. Beds placed ....". 

Section 470A.1 — Under Living Areas, revise "... as detoxifica-
tion safety ..." to read "... as sobering safety ...". 

Section 470A.2.1 — In item 3., revise "A detoxification cell ..." to 
read "A sobering cell ..."; and, at the end, add "For those facilities 
that accept male and female intoxicated inmates, two sobering 
cells shall be provided." 

Section 470A.2.1 — Revise item 4. to read "Access to a shower 
within the secure portion of the facility." 

Section 470A.2.1 — Add a new item "8. Unobstructed access to hot 
and cold running water for staff use." 

Section 470A.2.4 — Revise it to read' "Sobering cell. A sobering 
cell shall:"; and, add a new item "8. Have accessible a shower in 
the secure portion of the facility." 

Section 470A.2.5 —In item 1 revise the second line to read "... with 
no one floor dimension being less than 6 feet ..."; and, add a new 
item "8. any wall or ceiling mounted devices must be inaccessible 
to the•inmate occupant." 

Section 470A.2.8 — In item 1 revise the second line to read "... 
single-bed unit; a minimum of 70 square ..."; and, revise the third 
line to read "...double-bed unit; and a minimum of 90 square feet 
for a triple-bed unit and have a minimum ...". 

Section 470A.2.9 —At the end of item 2. delete the "." And add the 
words "allowed access at a given time;" 

Section 470A.2.14 7 Add a new second paragraph to read "If neg-
ative pressure isolation rooms are being planned, they shall be de- 
signed to recognized industry standards." 	• 

Section 470A.2.16 — Revise the language in the third to the end of 
the section to read "... to purchase items. When commissary sup-
plies are kept within the security perimeter for a facility, an area 
shall be provided for the secure storage of the stock for such in-
mate canteen items." 

Section 470A.2.20 — Revise the second line to read "... janitor's 
closet, with sufficient area ..."; and, revise the third line to read "... 
cleaning implements and supplies, must be ..."; and revise the 
fourth line to read "... of the facility. A mop sink shall also be avail-
able within the security area of the facility. In court holding, ..." 

Section 470A.3.5 — Revise the first line to read "... must be ele-
vated off the floor, have a solid bottom, and a sleeping surface of at 
least ..."; and in the second and third lines, end the sentence at 
"long." delete the words "and be of the pan-bottom type or 
constructed of concrete." 

Section 470A.3.8 — Revise "In detoxification cells ..." to read "In 
sobering cells ...". 

10. (OSHPD EF 01/02) Amend Chapters 4 and 10 of Part 2, 
Title 24. Approved as emergency by the California Building Stan- 
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dards Commission on January 15, 2003 and filed with the Secre-
tary of State on January 16, 2003. Effective January 16, 2003. 

11. Errata February 1, 2003: 

Page 1-30: In Division 6 Occupancies, add reference to Appendix 
Chapter 3A. 

Page 1-116, In Section 1004.3.4.3, insert [For SFM] and revise 
" ... or more in Group E shall ..." to "or more; and Group E 
shall..." 

Page 1-134.82: In Figure 11B-18A, revise both parking stall 
widths to 9`-0" and the crosshatched divider to 5'-0". 

Page 1-134.83: In both Figures 11B-18B and 11B-18C, revise 
parking stall width to 	. 

12. (SFM 3/02) Swing of Patient Room Doors. Amend Section 
1007.511. Approved by the Building Standards Commission on 
May 14, 2003 and effective 180 days after publication. 

13. (BOC 01/02) Design Criteria for Furnishings and Equip-
ment. Adopt Section 460A.2.10 Design Criteria for Required 
Spaces. Amend Sections 460A.1.2; 460A.1.5-460A.1.9; 
460A.1.13. Approved by the Building Standards Commission on 
July 16, 2003 and effective 180 days after publication. 

14. (SFM EF 06/03) Senate Bill 1896 Bedridden Clients in 
Residential Care Facilities—Repealed emergency expired Janu-
ary 8, 2004. 

15. (SFM EF 01/04) Senate Bill 1896 Bedridden Clients in 
Residential Care Facilities. Amend various sections of the Cali-
fornia Building and Fire Codes. Approved on an emergency basis 
by the California Building Standards Commission on November 
18, 2004, effective November 22,2004. 

16. Errata April 8, 2005 to November 22, 2004 Emergency 
Supplement: 

Page 1-50.12A: Delete Table 8-B erroneously located in Chapter 
4A. 

Page 1-92: Insert requirements for R2 Occupancies. into Table 
8-B, renumber Footnote 7 to 8, and insert new Footnote 7. 

17. (SFM EF 01/04) Senate Bill 1896 Bedridden Clients in 
Residential Care Facilities. Amend Sections 107.17.14; 203-B; 
310.1; add new Section 415A; amend Table 8-A; Sections 
904.2.10 and 1003.3.1.8.1. Approved as permanent by the Build-
ing Standards Commission on March 16, 2005. 

18. (CSLCEF 2/05) Amend Title 24, Part 2 with the addition of 
Chapter 31F. Various sections. Approved by the California Build-
ing Standards Commission on January 19, 2005 and filed with the 
Secretary of State on January 31, 2005. Effective 180 days after 
publication. 
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